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Key Notes

Existing HVAC unit to be removed in its enfirety, including ductwork, louvers,
refrigerant piping, utiity connections, controls, etc. Patch al wall & trim
surfaces to match existing adjacent conditions. See MEP documents for
additional info.

Area of existing water damaged floor & subfloor to be removed and
replaced. GC to remove dl damaged floor and subfloor and nofify architect
to schedule a review of the condition of the existing framing. Architect wil
review conditions and clarify if structural repairs are required. Existing
conditions include original, solid wood T&G subfloor, original, solid wood T&G
finish floor plus two layers VCT with associated 1/4° wood panel underlayment.
Intent is to save as much of the original floor and subfloor as possible.
Replacement floor finish is to be level with existing adjacent floor finish, buid
up subfloor with various plywood thickness as necessary.

3. Existing casework or trim to remain, protect during construction.

Existing casework or trim to be removed to dlow floor replacement.
Casework to be preserved & reinstaled. Prep & repaint casework, patch
wall & trim surfaces domaged during removal / reinstallation to match
existing adjacent conditions.

5. Existing furred casework box to remain.

6. Existing piping , utiity box, conduit, etc. Coordinate w/ MEP documents for

0.
n
2.
13.
14.

15.

work to be performed. If MEP does not indicate any work, existing is to
remain. If MEP indicates item is to be removed or replaced, patch wall /
ceiling/floor finish as necessary to match existing adjacent finishes.

Existing restroom partition to remain.

Existing restroom fixture. Coordinate w/ MEP documents for work to be
performed. If MEP does not indicate any work, existing is to remain.

Existing drinking fountain to remain.

Existing metal roof below, to remain.

Existing bridge, bridge supports and stair, to remain.

Existing wood stair, to remain. Including all handrails, guardrails, etc.
Existing HVAC unit to remain. Coordinate with MEP documents.

Gyp. bd. on wood stud chase for mech duct. See Mechanical documents
for info on duct and damper.

Existing casework to be relocated in room. Patch any finishes & trim
damaged during work to match existing adjacent finishes. Replace any
missing finishes, trim & associated supports - match existing adjacent finishes,
trim profiles, etc.

Note:

All work in Building 2 shall meet the Technical Preservation Services, National
Park Service, US Dept of the Interior standards.

Bridge
Above

Building 1
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Key Notes

1. Existing HVAC unit to be removed in its entirety, including ductwork, louvers,

refrigerant piping, utiity connections, controls, etc. Patch all wall & trim
surfaces to match existing adjacent conditions. See MEP documents for

additional info.

197-3" 2. Area of existing water damaged floor & subfloor to be removed and .
replaced. GC to remove al damaged floor and subfloor and nofify architect Scair ono
to schedule a review of the condition of the existing framing. Architect wil M _I_ '
33-5 33-5" review conditions and clarify if structural repairs are required. Existing ar N e Z
conditions include original, solid wood T&G subfloor, original, solid wood T&G A RCH I TINSRER

finish floor plus two layers VCT with associated 1/4" wood panel underlayment.
Intent is to save as much of the original floor and subfloor as possible.
Replacement floor finish is to be level with existing adjacent floor finish, buid
up subfloor with various plywood thickness as necessary. A PROFESSIONAL ARCHITECTURAL CORPORATION

3. Existing casework or frim to remain, protect during construction.

4. Existing casework or trim to be removed to allow floor replacement.
Casewaork to be preserved & reinstaled. Prep & repaint casework, patch
wall & trim surfaces domaged during removal / reinstallation fo match
existing adjacent conditions. Tele  (504) 896-2000

- . Fax (604) 896-2220
5. Existing furred casework box to remain. .
R- 3642 Magazine St

6. Existing piping , utiity box, conduit, etc. Coordinate w/ MEP documents for

6-3"

\

New Orleans, LA
\ 3 work to be performed. If MEP does not indicate any work, existing is to gw rleans 2564
| 3 remain. If MEP indicates item is to be removed or replaced, patch wall / e -
i o celiing/floor finish as necessary to match existing adjacent finishes. scaironomartinezcom

7. Existing restroom parfition to remain.
Note: Deviation from and

| —o

,,,,,,, o a 8. Existing restroom fixture. Coordinate w/ MEP documents for work to be dlterations to the information
! °,§§g‘,3°m G,gg{,gom performed. If MEP does not indicate any work, existing is to remain. on this drawing wil void
} 232 233 o o ) ) responsibility and liability of
[ @ 9. Existing drinking fountain to remain. Mahlum / Scairono Martinez

Classroom g ol 10. Existing metal roof below, to remain. Jdoe‘CToxggTgred?g‘gi‘sozuih
W _ assroom
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"""" : _ 14. Gyp. bd. on wood stud chase for mech duct. See Mechanical documents drawing in any way.
Door 9 L . . for info on duct and damper.
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Key Notes

. Existing HVAC unit to be removed in its entirety, including ductwork, louvers,
refrigerant piping, utiity connections, controls, etc. Patch al wall & trim
33-5° surfaces to match existing adjacent conditions. See MEP documents for

additional info.
2. Area of existing water domaged floor & subfloor to be removed and

replaced. GC to remove dl damaged floor and subfloor and noftify architect
to schedule a review of the condition of the existing framing. Architect wil

review conditions and clarify if structural repairs are required. Existing S cair OoOno
conditions include original, solid wood T&G subfloor, original, solid wood T&G M _I_ '
finish floor plus two layers VCT with associated 1/4" wood panel underlayment. ar N e Z
Intent is to save as much of the original floor and subfloor as possiole.
Replacement floor finish is to be level with existing adjacent floor finish, build A RCHI TSR
. up subfloor with various plywood thickness as necessary.
|
© 3. Existing casework or trim to remain, protect during construction.
A PROFESSIONAL ARCHITECTURAL CORPORATION
4. Existing casework or trim to be removed to dlow floor replacement.
Casework to be preserved & reinstaled. Prep & repaint casework, patch
wal & trim surfaces damaged during removadl / reinstdllation fo match
existing adjacent conditions.
B. Existing furred casework box to remain. Tele (504) 896-2000
6. Existing piping , utiity box, conduit, etc. Coordinate w/ MEP documents for Fox (504) 896-2220
Room work to be performed. If MEP does not indicate any work, existing is to 3642  Magazine St
Boys (327 ) RC|CUSSFOORT remain. If MEP indicates item is to be removed or replaced, patch wall / New Orleans LA
oom om o ) .1 . - "
[ 3323 (1333 ) ceiing/floor finish as necessary to match existing adjacent finishes. 1015 ) 2564
7. Existing restroom partition to remain. scaironomartinezcom
Clogg‘r)gom (14) ST%SHQG Classroom 8. Existing restroom fixture. Coordinate w/ MEP documents for work to be
(s31) (323) [ RS performed. If MEP does not indicate any work, existing is to remain. Note: Deviation from and
- ‘ - . . . dlferations to the information
Window | : : CDEO)?] DEO)?{ W'r&%ow 9. Existing drinking fountain to remain. on this drawing wil void
) ‘ \® [ | [ e 10. Existing metal roof below, to remain. responsiolity and liability of

Mahlum 7/ Scairono Martinez
| . U Door n M. Existing bridge, bridge supports and stair, to remain. Joint Venture, unless such
(9) (P A" EX 44) (5) deviation or dlteration is
ol L0 845k
Circulation A

12. Existing wood stair, to remain. Including all handrails, guardrails, etc. authorized in advance in writing
— ERoon N C by Mahlum / Scarono Martinez
= D ¢ Y LiO] l DEO)CZr ) )
© / (&) A43 &~ = 14. Gyp. bd. on wood stud chase for mech duct. See Mechanical documents gom the feglgemef;fs ‘ff Th‘s
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e . (302 ' 2—8'L 6-8"

13. Existing HVAC unit to remain. Coordinate with MEP documents. Joint Venture. Do not deviate

53-2 172
65-0 172

drawing in any way.

1 1 Window 15. Existing casework to be relocated in room. Patch any finishes & trim
C domaged during work o mafch existing adjacent finishes. Replace any
missing finishes, trim & associated supports - match existing adjacent finishes,

Sim. L . T trim profies, etc.
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General Notes

1 Work on Bldg 2 to be performed to meet the requirements of the
Nationdl Park Service Standards & Guidelines for preserving,

19. Existing brick - remove stains.

20. Existing cracked cast stone window sill - repair crack. Grind exist.
crack to form a consistent groove, apply binding agent and patch

\ B \ @ \ 5 AN & with material to match existing. Prep & repaint.
(46) Typ @ Al 1st Floor M1 Not used.

Windows.

@N )u/ // _\\ \k rehabilitating and restoring historic buildings, Technical Preservation
v 5 /--Q> ». P \\ . ,—@ Services, National Park Servce, Department of the Interior.
g // |~ 2 \\(_<D \\ e ~D \ML 2. Al brick on the exterior of Bldg 2 is fo be cleaned & protected
s // v \\ kk< = _‘E N w/ a transparent water repellant after repair / restoration work is :
A7 A = E2 2L ~ A S e Scalrohle
‘ P - y V) ,' N > 3. Coordinate work on dll MEP devices, fixtures and equipment with M ar -|- | ne?z
\ ‘ = =gl== N the MEP documents.
| A RCH I T[XRE
Keynotes
1. Existing standing seam metal roof with pre-finished metal soffit, A PROFESSIONAL ARCHITECTURAL CORPORATION
facia & gutters - no work.
2. Existing wood Awning windows - Replace. See schedule & details
3. Existing wood trim - Prep & repaint.
, 4. Existing pre-finished metal soffit, siding & trim - no work.
5. Existing wood siding & trim to remain, prep & paint. Telo (504 896-2000
@ 6. Existing atftic vent to remain, no work. Fox (604) 896-2220
EBSBS=e=e——== - . - . 3642 Magazine St
~ / Typ @ 2nd & 3rd 7. Approx. area of existing brick w/ loose mortar joints. Provide A
L / - temporary support, remove and rebuild to stable condition. Reuse New Orleans,
=~ | /- Floor Windows.
NS = = = = = = = = = = — L existing brick, match existing mortar color, material and joint size. 7015 - 2554
i = : — ‘ P 8. Loose Brick - reinstal. scaronomartinezcom
S==—xyilillimE===ylill T i T . 9. Plants in brick - remove. Prep & repoint.
) I y /,/" Typ @ 2nd & 3rd 0. Existing window unit A/C - Remove & discard. N‘?Tez fDeV‘O:‘O?hﬂOT‘ ondT
o | e \ A / Floor Windows. | Existi 1 1 i & L alterations to the information
[vv1 B W] [m B w) = - "“—\ Wi =~ I = [vv B w) i / f X?s ?ng .corners one o remclr?, Prep & sed on this drawing wil void
' e — = 12. Existing intfake louver to remain, no work. responsibiity and liability of
| | GiE————— A@% | 13. Existing domaged intake louver, remove & replace w/ new EAOhT‘UQ; / TSCQ”O”‘O MO“";eZ
D als = 8 7 /—® anodized aluminum louver w/ screen. Match existing louver. Coord d‘g';‘g ﬂsr? gred?grisf?o;ui
- — /u‘——!r‘_ // — ;“\‘ =— L H xUHHmH\mmuH‘\‘;\"N‘\lrrmm'rmmwwwjm HH!’H’\W\\W\T\W\mwwwwwwHWHH'}FFFH\HHH\HH\HHH\HHH\HHH;H\l'rmHWHH\W\lew‘\'w\\HHHHHHH\‘\;’}x ; — T v, X i Typ all around w/ mechanical documents. authorized in advance in W(mﬂg
/ i : / \‘\:“: AI—H\HHHHHHHHH\HH'\H\‘!’\HHH\HHH\HHHHiHHHHHHHHHHH ‘H\‘HHHHHHH\H\HJ\,\/WHH?\H\HHHHHHHHH\{\\‘H'HHH\HHHHH?H\HHHHHHHHHHHH\HHHHHHHHH\HHH“.\(HHHU#F%\HHHHHHHHH‘\HH\#:E i ; i i “-L/l i i \‘\“\: i ] bldg. 14. Ex|sf|ng HVAC |OL"\/er _ remove. by Mgh\um / SCOWOHO Mo(ﬁnez
, = i , f N , f i I 16. Existing Concrete base to remain, prep & sedl. Joint Venture. Do notf deviate
— — m— | - =S — N : . ) from the requirements of this
NI, e [M—"m—all i 16. Existing DS. to remain, no work. drawing and do not alter this
N = % A | | | | 17. Existing HM. door in metal frame, prep & repaint. drawing in any way.
N = H 18. Existing exhaust louver to remain, no work.
\ Ees L]
[ NDO
A

22. Existing woven wire security screen. Remove.
23. Existing HVAC condensing unit w/ wire mesh security cage &

NOfTheOSf BUIIdlng EleVOﬂOﬂ (JOCkSOﬂ Ave) associated piping & electricity all to remain, no work.

A 24. Existing pipe handrail to remain, no work.
SCALE: 1/8" = 1-0" (1716"=1-0" in 1x17 Format) 25. Existing concrete ramp to remain, no work.

26. Existing steel lintel. Prep & repaint.

27. Existing utiity box, conduit, pipe or support to remain, no work.

28. Existing utiity box, conduit, pip or support to be removed.

29. Existing wood windows. Remove & replace. See window schedules
& details sheet A73, 76 & 7.7.

30. Existing CMU infil w/ cement plaster face to remain, no work.

31 Not used.
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)u/ P AN \k 32. Existing CMU to remain, no work. ®
\ ’<$ /_@ - //Mﬂﬂm D) \\ —1 —~& \}k 33. Existing metd wall panel to remain, no work. >
é // // \£ NN //\7 g N L 34. Existing hole in brick wall. Patch w/ mortar mixed to color of brick. <
P //V/KVH@ H H /JA-@ H H /‘“@\LH N 4%\\ N 35. Existing structural steel bridge support, no work. -
) /v/( H H H H H W Z ) : \LI \\ \w H H H H HM ! 36. Existing wood awning windows, replace with louvers for OA. system. 8
‘ a5 ‘ See mechanical documents. A(‘)
37. See galv. steel lintel details A77 for low arched window. Typical all O
arched openings on the first floor of Building 2. )
38. Remove al mortar placed to shed water at brick ledge and o
replace w/ new to match existing mortar color. %
Note: Al work on Buiding 2 shal meet the Technical Preservation
Services, Nationd Park Service, US Dept of the Interior standards.
Note: Drawing not valid for
4t GC to andlyze existing mortar to verify color and material permitting or approval by
match for new mortar. Provide report to architect. authorities having jurisdiction
@ unless it is stamped, signed and
/ dated by the Architect.
& /1 Typ @ an & 3rd Architect's stamp and signature
- : - Ll /| Floor Windows. only valid for 60 cdendor days
T ! - ! - ' Y~ / from the date noted at stamp.
"" City of New Orleans buiding
/ > @ permit application and State
Fire Marshal suomittal must be
Typ @ 2nd & 3d submitted within this time frame.
Floor Windows.
Typ al = — S ———— e —————e
Gromd b|dg = + "’/' 3 + "’/' 3 + \\“ 3 ﬂ‘m\mHHmHngumHHmH\lmm\wwHi;\'\HHHHHm\mHHHmmHHmHé’n\m\mH\‘\mm\mm\i;\'\HHHHHH\gum\muHHmHl\l\/ur'um?‘\mmmum;ﬂw\‘\‘\‘\\\‘Hmuumuwi;\'uu\HHHHHHHHmHHHHHHHgunm\HHH‘\H\HHWHHI:\'\HHHHHHHH\HH‘F ‘ : > : =
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General Notes

1. Work on Bldg 2 to be performed to meet the requirements of the
National Park Service Standards & Guidelines for preserving,
rehabilitating and restoring historic buidings, Technical Preservation
Services, National Park Servce, Department of the Interior.

2. Al brick on the exterior of Bldg 2 is to be cleaned & protected
w/ a transparent water repellant after repair / restoration work is
complete.

3. Coordinate work on dll MEP devices, fixtures and equipment with
the MEP documents.
Keynotes
- 1. Existing standing seam metal roof with pre-finshed metal soffit,

facia & gutters - no work.

Existing wood Awning windows - Replace. See schedule & details
Existing wood frim - Prep & repaint.

Existing pre-finished metal soffit, siding & trim - no work.

Existing wood siding & trim to remain, prep & paint.

Existing attic vent to remain, no work.

@ 2nd & 3rd Foor
ows.

N o oN N

Approx. area of existing brick w/ loose mortar joints. Provide
temporary support, remove and rebuid to stable condition. Reuse
existing brick, mafch existing mortar color, material and joint size.

8. Loose Brick - reinstal.

@ Al 2nd Floor
ows.

I\\ : 9. Plants in brick - remove. Prep & repoint.
@ Al 2nd & 10. Existing window unit A/C - Remove & discard.
Hoor Windows. 1. Existing cornerstone to remain, prep & sedl.

12. Existing intake louver to remain, no work.

w 13. Existing domaged intake louver, remove & replace w/ new
anodized aluminum louver w/ screen. Match existing louver. Coord
w/ mechanica documents.

S 14. Existing HVAC louver - remove.

N 16. Existing Concrete base to remain, prep & sedl.
16. Existing DS. to remain, no work.

17. Existing HM. door in metal frame, prep & repaint.

w 18. Existing exhaust louver to remain, no work.
n

19. Existing brick - remove stains.

n 20. Existing cracked cast stone window sil - repair crack. Grind exist.
crack to form a consistent groove, apply binding agent and patch
with material to match existing. Prep & repaint.

21. Not used.
"o . . . 22. Existing woven wire security screen. Remove.
SOUTheOSf BUlldlng EleVC]TIOﬂ (AﬂﬂUﬂClOflon ST) 23. Existing HVAC condensing unit w/ wire mesh secuity cage &
A J associated piping & electricity all to remain, no work.
SCALE: /8" = 1-0" (1716"=1-0" in 11x17 Format) 24. Existing pipe handrail to remain, no work.

25. Existing concrete ramp to remain, no work.

26. Existing steel lintel. Prep & repaint.

27. Existing utiity box, conduit, pipe or support to remain, no work.

28. Existing utiity box, conduit, pip or support to be removed.

29. Existing wood windows. Remove & replace. See window schedules
& detais sheet A73, 76 & 717.

30. Existing CMU infil w/ cement plaster face to remain, no work.

31 Not used.

32. Existing CMU to remain, no work.

33. Existing metal wall panel to remain, no work.

34. Existing hole in brick wall. Patch w/ mortar mixed to color of brick.

35. Existing structural steel bridge support, no work.

36. Existing wood awning windows, replace with louvers for OA. system.
See mechanical documents.

37. See galv. steel lintel details A7.7 for low arched window. Typical dll
arched openings on the first floor of Buiding 2.

38. Remove dl mortar placed to shed water at brick ledge and
replace w/ new to match existing mortar color.
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Note: Deviation from and
alterations to the information
on this drawing wil void
responsibility and liability of
Mahlum / Scairono Martinez
Joint Venture, unless such
deviation or alteration is
authorized in advance in writing
by Mahlum / Scairono Martinez
Joint Venture. Do not deviate
from the requirements of this
drawing and do not dlfer this
drawing in any way.

% Note: Al work on Buiding 2 shal meet the Technical Preservation
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] match for new mortar. Provide report to architect.
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3 Northwest Buiding Elevation (Laurel St)

SCALE: /8" = 1-0" (1716"=1-0" in 11x17 Format)

Note: Drawing not valid for
permitting or approval by
authorities having jurisdiction
unless it is stamped, signed and
dated by the Architect.
Architect’s stomp and signature
only vald for 60 calendar days
from the date noted at stamp.
City of New Orleans building
permit application ond State
Fire Marshal submittal must be
submitted within this time frame.
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Building 1-Stair Tower
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Building 1-Front Entrance



Laure| SChOO| Refurbishment Mahlum / Scairono Martinez Architects
April 25, 2014

Building 2



Laurel SChOO| Refurbishment Mahlum / Scairono Martinez Architects
April 25, 2014

N N

Building 2



Laure| SChOO| Refurbishment Mahlum / Scairono Martinez Architects
April 25, 2014

@_ AN
_.‘\\\\.\_\\‘\\ﬁ:‘\\
AR S

Building 2



Laurel SChOO| Refurbishment Mahlum / Scairono Martinez Architects
April 25, 2014

A

7

=/ N

\J

Building 2



Laurel SChOO| Refurbishment Mahlum / Scairono Martinez Architects
April 25, 2014

P
g
9
f
8

Building 2





