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RESPONSIBILITY SCHEDULE
CEVBIONS 10 PROTOTTE ob (FEE FOR SERVICE & AS IS PROJECTS)
- DATE REVISION A\
12/03/10 [1. FC09-10, 1U14-10, 1U15-10, SU02-10, SU17-10, SU19—10, SU20-10, SU21-10, DEVELOPER|  CVS Revised: 06,/07/13
SU22-10, SU23—-10, SU24-10, SU26—10, SU27-10, SU29-10, SU31-10, SU33-10, GC GC
SU34-10, SU35-10, SU36-10, SU37-10 & SU39-10 DIV| DESCRIPTION Zlaol3|5|2]| 2 |REMARKS
02/10/12 [2. FCO1=11, FCO7—11, FC09—11, 1U02—11, 1UO7—11, IUTO=11, [U11=11, IU12=11, Z19|5lz|9|E
U13—11, 1U14=11, IUT7-11, SUO1=11, SU02—11, SUO4-11, SUO5—11, SUO7-11, ol31223)|¢
O SU08—-11, SU09—-11, SU10—-11, SU1I1—=11, SU15-11, SU16—11, SUT8—11, SUT19—-11, 1 |GENERAL REQUIREMENTS
SU21—11, SU24—11, SU25-11, SU27-11, SU28—11, SU29—-11, SU30-11, SU32—-11, 1. Permits and Fees X Includes building permit & tap fees
L SU33-11, SU34-11 & SU35-11 and winter conditions if applicable
12/11/12 | 3. FC03—-12, FC04—-12, FC05-12, FC09—-12, 1UO1—-12, IU03—12, IU04—12, 1UO8—=12, &Zia?gi?r%ﬁ%d Dbi?/ecct\é? SfrOJect
IU10—12, 1U12—12, SUO3—12, SU04=12, SU05—12, SU07—12, SU10—12, SUT2—12, e vance. AS-'S STORE
SU15—=12, SU17-=12, SU18=12, SU20-12, SU21-12 & SU24-12 > [SITE CONSTRUCTION
12/11/13 |4 1UQT—13, 1U05-13, 1U06=13, IUO/—13, SU02—13, SUO5-13, SUOB—13, SUI0—13, P Toneeapg T
SUTT=13, SUT2-13, SUT3—13, SUT5-13, SUT6-13, SUT7—13, SU20-13, SU21-13 & T Outdeor Trash Recentads AR EE
. . — SU23-19 3 [ CONCRETE
) ) 16/14 | 5. 1U06—14, 1UO7—14, 1UO8—14, 1UT0—14, SUOT—14, SU02—14, SUO7—14, SUO9—14, T Concrete Testng % Seveioner GC 1o molude conerete
SUTT=14 & SU12-14 testing.
4 [MASONRY X | X | X .
C \/S S | Ol 3 E N O 1 O 5 5 9 5[ 100D - STORE NUMBER 10559
6 | WOOD AND PLASTIC
¢ 1. Millwork (Includes Cart Corral)| X X X BARONNE ST & GlROD ST (NWC)
2. Carpentry X | X | X
SASED ON TYPE A STANDARD PROTOTYPE DATED 5.1.10—A T v i+
PROTECTION PROJECT : AS-IS STORE
3 3 8 | DOORS AND WINDOWS
1. Drive—Thru Window X | X ] X Developer GC to provide complete DEAL TYPE FEE FOR SERVICE
installation of window unt.
Coordinate all electrical . 0755 3
6—8 weeks from time of order to
site delivery. Call CVS National
Account vendor for quote. All itemd
are under Developer GC's contract.
o The bu”dmg shall be in Comp”once with the 2. Entrance Doors X | X | X Developer GC to supply/install AHCHITECT OF HECORD
% CENTERUNE ENLARGED PLAN glass, glazing and perimeter
. o e . . . - king. All 6—-8 ks lead
PR 2012 International Building Code () = Referenced Section 2009 International Energy Conservation Code OF COLUMN ,~ =7 DETAIL MARK from time of order 1o site
oc 1 1 delivery/ installation. Call CVS
zzzzzr" 2012 Internot!onol Fire Cog:ie 2013 NFPA 13 ‘ | | National Account vendor for quote.
R 2012 International Mechanical Code 2012 NFPA 101 Life Safety Code 3 Building Security Grilles High security stores only. Confirm
2333389 i : \ / SECTION MARK 7 ety SRR N !
RR2DD DA D 2013 Louisiana Plumbing Code 2011 NFPA 70 a ELEVATION —— = SLbY B with CVS Project Manager.
o oc oo oo o 2010 ADA Accessibility Guidelines G5 MARK SIM™ = SIMILAR e e e 1 Goveloper GG tb provide metel angl
9888688 D Wl N G | N D E X E M M E M B E S ‘ ’OH’ - OPPOSlTE jomb /head rough opening prior to
[ R T W e I o W o B installation. CVS to supply padlock.
[N R TN ey TN Iy P By TP o TN Ry WP
a a a a 8 a a | 2 / \ | } \ | 2 HAND 5. RX Dept. Security Grille X X X Developer GC to provide necessary LINFIELD’ HUNTER &]UNIUS’ INC
ODNDDODD D str?clturolbsuEF\)/%rtN %}(;tuoll Kroductt PROFESSIONAL ENGINEERS, ARCHITECTS
Insta IS Yy ationa ccoun AND SU VEYO S
vendor under Developers GC's 3608 IStEStreet I;uite 200
([T 11 m cs COVER SHEET L ANDLORD: FIRST HARTFORD REALTY CORPORATION MECHANICAL/ ~ WDG ENGINEERS S contract. s L8E Strect, Suite 20
149 COLONIAL ROAD MARY—ANN CONDON PLUMBING 821 BARONNE STREET KENT A. POYSER, P.E. T Corpet Tio T % Develoner GC To obtom quote from
ARCHITECTURAL MANCHESTER, CT 06045 TEL: (860) 646—6555 ENGINEER: NEW ORLEANS, LA 70113 TEL: (504) 754-5272 0V Notionl Account vender 201ty Lk, o .o I
FAX: (860) 646—8572 FAX: (504) 754—-59275 and adhesive. CVS responsible for
- AS_1 SlTE PI_AN ' ) Drive Aisle install through National
m F MERCHANDISE PLAN netaloton CONSULTANT:
— installation. .
B A-01  CODE INFORMATION & EXIT PLAN ELECTRICAL WDG ENGINEERS — R
: ARCHITECT: LINFIELD, HUNTER & JUNIUS, INC . 3. Wall Covering XX | X
B A-0.2 ACCESSIBLE CODE COMPLIANCE INFORMATION ' ’ i i ENGINEER: 821 BARONNE STREET BLAKE M. HOLSI, P.E. 10 | SPECIALTIES
B A-03 ACCESSIBLE DETAILS 3608 18TH STREET STEPHEN R. BRAQUET, A.LA. NEW ORLEANS, LA 70113 TEL: (504) 754—5272 T Bulletn Boord ; § é — I
. _ . Pylon Signs R
B A-1.1 FLOOR PLAN SUITE 200 TEL: (504) 833—5300 FAX: (504) 754-5275 Electronic Message Board (EMB) inifd?ggrcondu?t:ufg? yEl\jBectorlceGoch
W A-1.2  SECTIONS, DETAILS, & PARTITION TYPES METAIRIE, LA 70002 FAX: (504) 833-5350 pyon por spproved town/city it
ptan. ationa ccoun venaor
. A—21 ROOF PLAN & DETA”_S is responsible for foundation, EMB
and final electrical connections. All
- A_31 REFLECTED CE”.'NG PLAN TENANT CVS/PHARMACY, |NC items are under the Developers WDG | ARCHITECTS ENGINEERS
B A-41 EXTERIOR ELEVATIONS PROJECT 4808 DAVIS BLVD. ROBERT PARRISH . CCs controct A : _—
3. Monument Signs X X X Developer GC to supply electrical, \Xl)GJ()B NO. 14-071
[ | A_4.2 INTER'OR ELEVATIONS - RETA”_ AREA & DETA“_S MANAGER N RlCHLAND H”_LS TX TEL~ 8’]7 605_8901 Electronic Message Board (If including conduits for EMB to each )
. ’ . ; . .
B A-51 WALL SECTIONS applicable) monument (if applicable) per 821 BARONNE ST.
: 76180 approved town /city site plan. CVS NOLA 70163 - t. 504.754.5280
B A-61  PHARMACY PLAN, SECTIONS, & ELEVATIONS Notiond account vendor s
. A_6.2 ENLARGED PLAN, DETA”_S, & ELEVAT'ONS final electrical connections. A’II items
B A-7/1 SCHEDULES & DETAILS are under the Developers GC's
W A-7.2  FLOOR FINISH PLAN A R \/| A | | ON S ASBREVIATIONS SHOWN ARE NOT 7 brve—Trr Sigrs XX See Site Pl
A 1A N A 5. Building Signs X X X Developer GC to supply electrical and
B A-81  SIGNAGE DETAIS 9 5% AT DEVELOPER:
. NECESSARILY USED ON THE DRAWINGS) plywood backing. CVS National .
Account vendor is responsible for
final electrical connections. All items
are under the Developer GC's
MECHANICAL / PLUMBING A C  (conmnuen) - J N (contivuen) R 1 contuen) Tontroct
AB ANCHOR BOLT CJ CONTROL JOINT FA FIRE ALARM J-BOX JUNCTION BOX NFPA NATIONAL FIRE PROTECTION 6. Interior Signs X [ XX
B M-1.1 MECHANICAL PLAN, NOTES & LEGEND A/C AIR_ CONDITIONING CTR CENTER FACP FIRE ALARM CONTROL PANEL  JT JOINT ASSOCIATION A DI AR HRU LS = Fre Exlinodianers T FIRST HARTEORD REALTY CO
B M-1.2 MECHANICAL DETAILS & SCHEDULES AC ALTERNATING CURRENT cv CHECK VALVE FCO FLOOR CLEANOUT JST JOIST NIC NOT IN CONTRACT RCP REFLECTED CEILING PLAN, TYP TYPICAL 8. Tolot Accessories X [ X [ X .
. ACC ACCESSIBLE cw COLD WATER FD FIRE DAMPER, FLOOR DRAIN NL NIGHT LIGHT RD ROOF DRAIN T THICKNESS (STRUCT 3. UNIWEB/ Early Release Lozier | X | X | X 149 COLONIAL RD
B M-1.3 MECHANICAL ROOF PLAN ACI AMERICAN CONCRETE INSTITUTE FIN FINISH (ED) K NO NUMBER RE: REFERENCE, REFER IS TUBULAR STEEL (STRUCT) - _tarly ek 2 .
ADA AMERICANS WITH DISABILITIES ACT D FIXT FIXTURE NOM NOMINAL REINF REINFORCING TRS TRUSS (STRUCT) 10. Prefabricated "Drive—Thru XXX MANCHESTER. CT 06042
B P-1.1 PLUMBING PLANS ADJ ADJUSTABLE o RIS FoN FOUNDATION < KIS (1000 LBS) NTS NOT TO SCALE REQD REQUIRED § = — ,
— AFF ABOVE FINISHED FLOOR L LAN RO ROUGH OPENING 11 UIPMEN _
= E ]% Elﬂmgmg ﬁlg'll-;l-?ss DETAILS. & SCHEDULE AISC AMERICAN INSTITUTE OF STEEL CONS.  BE. D Cl SURRENT [e FOOTING  on i Ay AMPs O RPM REVOLUTIONS PER MINUTE o TNDERWRITERS 1._Safe X [ XX TEL (860) 646-6555
I ’ ’ AT A OM e DEFS DIRECT-APPLIED EXTERIOR  FIR FLOOR KWH KILOWATT—HOUR oA OUTSIDE AR RTU ROOFTOP UNIT LABORATORIES, INC. 2. Compactor S R R Developer GC to furnish ond install FAX (860) 646-8572
ARCH ARCHITECT, ARCHITECTURAL FINISH SYSTEM FR FIRE-RETARDANT— L oc ON CENTER S UON UNLESS OTHERWISE NOTED fﬁ:UE‘JWCO‘ffchStoe ?Qog—rg\:vnitechognd
ASHRAE  AMERICAN SOCIETY OF HEATING, DIA DIAMETER TREATED MATERIALS oce OCCUPANTS UPS UNINTERRUPTIBLE start /stop station
REFRIGERATION AND AIR DIM DIMENSION FRP FIBERGLASS REINFORCED OF OUTSIDE FACE SCHED SCHEDULED POWER SUPPLY P :
CONDITIONING ENGINEERS DL DEADLOAD PANEL LF LINEAR FEET oD OUTSIDE DIAMETER D SMOKE DAMPER, v - Compactor Pa nclosure
T T T m FP FIRE PROTECTION PL DETAILS ASTM AMERICAN SOCIETY OF TESTING AND DN DOWN T FOOT, FEET L LIVE LOAD. LANDLORD OH OPPOSITE HAND STORM DRAIN 4. Dumpster X | X | X
=11 | AN & Al MATERIALS DS DOWNSPOUT e Tk NG LG HORIZONTAL OPNG OPENING SECT SECTION v Vo 5_Dumpster Pad/ Enclosure | X X
DIL DETAIL LLV LONG LEG VERTICAL 0SB ORIENTED STRAND BOARD S SENSOR VA VOLT-—AMPERE 6. Continuous Coolers/Freezers X X X Developer GC to purchase from
B DWGS DRAWINGS OSHA OCCUPATIONAL SAFETY AND SF SQUARE FEET .
CA CAUGE LONG LONGITUDINAL DEALTH ADMINISTRATION S SUuAr VERT VERTICAL CVS National Account vendor.
ELECTF\) | CAL BLDG BUILDING E GALV GALVANIZED LP LOW POINT M AMILAR VIF VERIFY IN FIELD 7. Reach—in Refrigerators/ X | X | X Developer GC to purchase from
BM BEAM = EACH 88 8E§%FEAEE2?ANTRACTOR LTG LIGHTING P 2RT ML SHEET METAL VRC V%%HSQ#OEECIPROCATING Freezers CVS National Account vendor.
12 [FURNISHINGS
B E-F FIRE ALARM PLAN BOTT BOTTOM EF EXHAUST FAN B GYPSUM WALL BOARD e HOHT WEIGHT CONCRETE PAR PARALLEL SPEC SPECIFICATION VIR VENT THROUGH ROOF c - —
BTU BRITISH THERMAL UNIT L LENGTH 3Q SQUARE 1. Steel Gondola X | X | X |Note: Install is dictated by local
_ EXPANSION JOINT GAB GRADED AGGREGATE BASE PC PIECE on i ;
. E 11 LlGHTlNG PLAN BOF BOTTOM OF FOOTING SS STAINLESS STEEL labor union issues. In union areas
BRG BEARING ELEV ELEVATION GYP GYPSUM WALL BOARD M PDU POWER DISTRIBUTION UNIT : : . .
W E-12  POWER PLAN C EFS  EXTERIOR INSULATION AND W P PHASE - ST SEWER ; o for ine matal. In non-union areas
FINISH SYSTEM MAX MAXIMUM PL PLATE - nn areas,
B 13 PHARMACY POWER PLAN & LEGEND ELEC ELECTRICAL MDP MAIN DISTRIBUTION PANEL PLBG PLUMBING oI STEEL w/ WiTH s s aoins epoppe:
H E-21 ELECTRICAL DETAILS & CONDENSAT EMBED  EMBEDMENT HeT HECHT MECH  MECHANICAL PNL PANEL AR STRRUPS. s mnour | frm with CVS Project
‘ co CONDENSATE EP EMPLOYEE HORIZ HORIZONTAL MEZZ MEZZANINE PIV POST INDICATOR VALVE e ot Weo WALL CLEANOUT Manager, See merchandise plan.
. E_3.1 ELECTR'CAL SCHEDULES & RlSER DlAGRAM EEETS EEEI(‘:HE?ETESPER MINUTE S ENERGY MANAGEMENT SYSTEM  HP HORSEPOWER OR HIGH POINT MFR MANUFACTURER PSF POUNDS PER SQUARE FOOT SUSP SUSPENDED wg WSB%R CLOSET 2. Wall Strapping X | X | X Developer GC to provide wall
B -390 ELECTRICAL NOTES & EMS DIAGRAM oM S ENCL ENCLOSURE HTR HEATER MIN MINIMUM PVC POLYVINYL CHLORIDE 3] AW JOINT Developer GC to provide wall
. EOD EDGE OF DECK HVAC HEATING, VENTILATING AND MLO MAIN LUGS ONLY PWD PLYWOOD WL WIND LOAD pping g P P
CVS hand |
¢ CENTERLINE EQ EQUAL AIR CONDITIONING MO MASONRY OPENING wp WEATHERPROOF merchandise pian.
CLG CEILING EQUIP EQUIPMENT MSB MAIN SWITCHBOARD Q T Wo WALL _OPENING 13 | SPECIAL _CONSTRUCTION Jan 09, 2015
gk/lRU 8\E)E\IACRREQI'E ;\:/ILAESAORNARNYC%NIT EXGR EXTERIOR GRADE MTD MOUNTED WE/F WFDLSEFDLAVI\\/I'EE (FSA'I'BRRL‘J%T) 1. Fire Alarm X | X |1 X Developer GC to purchase from x—> an 2
C i A
co CLEANOUT Ei EXPANSION D INSIDE_DIAME TER N ary QUANTITY T/FTG 10 OF FOOTNG. 14 [CONVEYING SYSTEMS R REVISIONS:
CcOoL COLUMN EXIST EXISTING IE INVERT ELEVATION TEMP TEMPERATURE >< T Vertical LIt c Ut '
CONC CONCRETE, CONCENTRIC EXT EXTERNAL, EXTERIOR INT INTERIOR N/A NOT APPLICABLE ThICK THICKNESS - Vertical Lift or Conveyor Unit | X | X | X
CONT CONTINUOUS, CONTINUATION EW EACH WAY IN INCH, INCHES NEC NATIONAL ELECTRICAL CODE THRESH  THRESHOLD MR TRANSFORMER 15 [MECHANICAL/ PLUMBING 1 11/26/2014
COORD COORDINATE EWC ELECTRIC WATER COOLER INSUL INSULATION NEMA NATIONAL ELECTRICAL 0 TOP OF 1. Water Meter X | X1 X Includes tap fees.
" NNSQRNUEAACCE'I'URERS ASSOC. 704 0P OF JOIST Y 2. lIrrigation Meter X | X | X Includes tap fees. f/_\} 01/09/20']4
TOS TOP OF STEEL 3. Gas Meter X | X | X Includes tap fees.
G E N E R 0 I— N O | E S YD YARD 4. Water Purification System X[ XX Developer GC to purchase from
CVS National Account vendor.
16 |[ELECTRICAL
1. Site Lighting X | X1 X Developer GC to purchase from CVY
National Account vendor. Includes
poles, fixtures and circuiting.
1. CONTRACTORS SHALL NOT SCALE THESE DRAWINGS FOR CONSTRUCTION PURPOSES. IN 9. ADD SUFFICIENT BLOCKING IN STUD WALLS TO SUPPORT ALL ITEMS OR EQUIPMENT 2. Building Lighting X | X [ X Developer GC to purchase from CVS
THE EVENT OF OMISSION OF NECESSARY DIMENSIONS OR INFORMATION, CONTRACTOR SHOWN OR SPECIFIED TO BE ATTACHED TO THE WALLS. PROVIDE ADDITIONAL m‘i;‘rﬁgf‘G‘m\gCZi?etri;‘f”I‘?g;“*%C'Udes
SHALL NOTIFY ARCHITECT. FIGURED AND CALCULATED DIMENSION TAKES PRECEDENCE STRUCTURAL SUPPORT (ANGLES, CHANNELS, ETC.) WITHIN WALLS WHERE THE WEIGHT ' ' e I . TR T Y n - - - -
OVER SCALED MEASUREMENTS. DETAILED DRAWINGS AND LARGER SCALE DRAWINGS OF ATTACHED ITEMS OR EQUIPMENT IS TOO GREAT TO BE SUPPORTED BY METAL | o ompocter Jeconnee X [ X | X Coordinate with compactor location.
TAKE PRECEDENCE OVER SMALLER SCALE DRAWINGS. ALL PLAN DETAILS AND WALL STUDS. PROVIDE BLOCKING FOR OWNER FURNISHED OR INSTALLED ITEMS. . an abling X [ X [ X Developer CC to purchose from_
SECTIONS ARE ASSUMED TO BE TYPICAL CONDITIONS UNLESS DETAILED OR NOTED to connect equipment. All conduit
OTHERWISE. 10. PARTITIONS WHERE INDICATED BY SYMBOL ARE TO EXTEND AND SEAL AGAINST THE by Developer GC.
BOTTOM OF THE DECK ABOVE. 5. Telephone Conduit X | X | X All conduit by Developer GC from
2. ALL FINISHED FLOOR ELEVATIONS RE: TO ARCHITECTURAL DRAWINGS ONLY. street to building with pull string
11. INSTALL METAL TRIM ON ALL GYPSUM BOARD EDGES ABUTTING OTHER MATERIALS OR requfremeﬂgs from teégp'goﬂ.e ol
STOPPING SHORT OF OTHER MATERIALS TO FORM A REVEAL OR RECESS. Shymood backer board in electrical
3. VERIFY ALL DIMENSIONS, CONDITIONS, AND GRADES AT JOB SITE. ALL CONTRACTORS . per CVS construction plans.
SHALL COORDINATE THEIR WORK WITH OTHER TRADES AND REPORT DISCREPANCIES, 12.  USE METAL CORNER BEADS ON ALL GYPSUM BOARD EXTERIOR CORNERS. CVS to order phone service. DRAWING BY: LH&J
PRIOR TO THEIR CONSTRUCTION, TO THE ARCHITECT FOR REVIEW AND CLARIFICATION OR 6. Telephone System X | X | X [CVS to connect to equipment. Al
ACTION. 13. COORDINATE WITH MECHANICAL CONTRACTOR FOR LOCATIONS OF ALL FLOOR DRAINS. conduit by Developer GC.
7. EMS Relay Panel X | X | X Developer GC to purchase from DATE 13 OCTOBER 2014
4. VERIFY SIZE, LOCATIONS AND CHARACTERISTICS OF ALL EQUIPMENT TO BE FURNISHED 14.  ALL PLUMBING WET WALLS (EXCLUDING CHASES) SHALL BE FRAMED WITH 6" METAL STUDS. CVS National Account vendor.
WITH MANUFACTURERS OR SUPPLIERS BEFORE BEGINNING CONSTRUCTION. ' Developer GC to install cabinet.
15.  ALL PRODUCTS UTILIZED IN THIS CONSTRUCTION SHALL BE ASBESTOS FREE. 8. Pylon/ Monument Signs XXX Developer GC to supply electrical. JOB NUMBER: 11-=311I
5. VERIFY SIZE AND LOCATION OF ALL OPENINGS FOR MECHANICAL AND ELECTRICAL responsible for foundation ond final
EQUIPMENT AND RELATED WORK WITH CONTRACTORS INVOLVED AND EQUIPMENT TO BE 16.  TRANSITION OF DIFFERENT FLOORING MATERIALS AT DOORWAYS SHALL OCCUR AT electrical connections. All items are TITLE:
FURNISHED. FOR CONSTRUCTION DETAILS NOT SHOWN, USE THE MANUFACTURER’S CENTERLINE OF DOORS TYPICALLY. under the Developer’s GC contract.
STANDARD DETAILS OR APPROVED SHOP DRAWINGS / DATA SHEETS IN ACCORDANCE 9. Drive=Thru Signs X [ XX
WITH THE PROJECT SPECIFICATIONS. 17. PAINT ALL WALL SURFACES, DOOR FRAMES, BULKHEADS AND CEILINGS IN ROOMS 10. Building Signs X | X | X Developer GC to supply electrical and CO\/ER SH EET
WHERE INDICATED ON ROOM FINISH SCHEDULE. PAINT BEHIND ALL MOVEABLE ITEMS plywood backing. CVS National A
6. CEILING HEIGHTS SCHEDULED ON THE ROOM FINISH SCHEDULE OR REFLECTED CEILING ADJACENT TO WALLS RECEIVING PAINT AND RELOCATE ITEMS. Sactring) eomectione ol ttems are |
PLAN ARE TAKEN FROM THE FINISHED FLOOR ELEVATION. under the Developer’'s GC contract.
18.  ALL WEATHER — EXPOSED SURFACES SHALL HAVE A WEATHER RESISTIVE BARRIER TO T1. EMS System Connection X | X | X Developer GC to purchase from SHEET NUMBER:
7. ALL PLAN DIMENSIONS ARE TO FINISHED FACE OF FINISHED WALLS, FACE OF MASONRY, PROTECT THE INTERIOR WALL COVERING. EXTERIOR OPENINGS SHALL BE FLASHED IN CVS National Account vendor. ’
AND CENTERLINE OF COLUMNS, UNLESS NOTED OTHERWISE. SUCH A MANNER AS TO MAKE THEM WATERPROOF. Developer GC to install reiay panel.
inal programming by .
8. VERIFY ALL ELEVATIONS AND DIMENSIONS OF STRUCTURAL ELEMENTS WITH 19. ALL WOOD BLOCKING TO BE TREATED. 12, Switchgear and Disconnects | X | X | X Developer GC to purchase from
ARCHITECTURAL DRAWINGS. IN CASE OF CONFLICT, NOTIFY ARCHITECT. THE Cvs National Account wendor. Main
CONTRACTORS SHALL VERIFY ALL DIMENSIONS AND BE RESPONSIBLE FOR THEM. ALL : installation by Developer GC.
DIMENSIONAL DISCREPANCIES ARE TO BE BROUGHT TO THE ATTENTION OF THE = £ { B 13. Electrical Meter X1 XX COMMENTS:
ARCHITECT. 14. Burglar Alarm/ CCTV X | X1 X Developer GC to purchase from CVS ’
SITE LOCATION National Account vendor. Developer
GC to furnish all conduits/ outlets.
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LINFIELD, HUNTER & JUNIUS, INC.
PROFESSIONAL ENGINEERS, ARCHITECTS

OTHER” MERCANTILE

XISTING FENCE AND GATE

[ WDG | ARCHITECTS ENGINEERS

L1 I AND SURVEYORS

- OCCUPANCIES (NIC) | 3608 18th Street, Suite 200

— TREE PLANTE 17,8117 SQ.F 1./ Metairie, Louisiana 70002

|_|_| : 2011 by Linfield, Hunter & Junius, Inc.

= |

<C . .
- CONSULTANT:
>

II::__' @ R J ) ) ) ) RETAL AREA ) Y /;/ \ @

L COOLERS fLAL A A }5 XISTING COMMON

L EXIgLTéAI?\‘%,tJIT : ALLEY (+£3'-10")
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O

EXISTING LIGHT—
FIXTURE TO REMAIN i

CVS PHARMACY , ‘
10,300 SQ. FT | WDG JOB NO. 14-071

: 821 BARONNE ST.
| NOLA 70163 - t. 504.754.5280

FINISHED FLOOR = APPROX. 1.5 |
ABOVE FINISHED GRADE | EHOTO LABY

I R S @) DEVELOPEH:E

EXISTING CATCH BASIN—

TREE PLANTER—\

| CHECK OUT |
EXISTING HYDRANT—— ADA HANDRAILS;
N - . TYP (NIC) l FIRST HARTFORD REALTY CO.
@ = |1 VA ///J eyl . a) e I‘ @ j [ R | — - @ XISTING SIDEWALK 149 COLONIAL RD.
: N EM N ; | | | | i R , m TO REMAIN MANCHESTER, CT 06042
Clj:ﬁ Q< SLOPEDWAHK >—ADA_HANDRAILS (NIC) . —EXISTING CATCH BASIN J! SLOPE K TEL (860) 646-6555
- ! ..l L — N -
> ol 4 = = = FAX (860) 646-8572
HANDICAP RAMP W/ ADA : ; = N =
DETECTABLE WARNING, / EXISTING UTILITY
TYP. (NIC) — T ' ' ~ BOX TO REMAIN | ON-STREET PARKING LANE :
(NIC) CATCEHXISEQIN RELOCATED EXIST— v - SEAL
RELOCATED EXIST. TRAFFIC LIGHT— . LIGHT \_E : -
- | EXIST DRAIN—/ | GlIR @D STR ElE T | XST. DRAN HHOCATED T o
: CLEANOUT
BIKE RACKS—— ELOCATED EXIST. CLEANOUT | , | | ! i
HERT XISTING FACE OF CURB
EXISTING ON—-STREET PARKING LANE
RELOCATED EXIST. TRAFFIC LIGHT
) | [ | | \ \ |
HA%%?S(?TEBAL%PWV% v @ ELOCATED EXIST. @ @ Gb m @ (iw (5 _
: LIGHT EXISTING BUILDING
TYP. (NIC) _ Jan 09, 2015
m SITE PLAN REVISIONS:
@ SCALE: 1/16" = 1'=0" i 11/26,/2014

/2\ 01,/09,/2015

NOTES:

1. SITE WORK AND COMPONENTS SHALL BE INCLUDED O
SEPARATE NT L

CONTRACTOR’'S GENERAL NOTE

CVS CONTRACTOR IS RESPONSIBLE TO PROVIDE AND COORDINATE LOCATION OF CONSTRUCTION
DUMPTER, ON—SITE OFFICE AND STORAGE, PORTABLE RESTROOMS, AND PARKING FOR THE

DURATION OF CONSTRUCTION. CVS CONTRACTOR IS RESPONSIBLE FOR ALL FEES AND
ASSOCIATED ITEMS FOR THE ABOVE REFERENCED EQUIPMENT.

DRAWING BY: LH&J
CVS CONTRACTOR TO REFER TO SHEET A—1.1 FLOOR PLAN TO IDENTIFY THE EXISTING
CONSTRUCTED WALLS AND THE NEW WALLS. X 5 DATE: 13 OCTOBER 2014
CVS CONTRACTOR TO VERIFY THE EXISTING CONSTRUCTED CONDITIONS PRIOR TO THE START OF JOB NUMBER: 11—311I
CONSTRUCTION.

TITLE:

SITE PLAN

SHEET NUMBER:

AS—

COMMENTS:
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Filename

< (3.5 (3) (2) MERCHANDISE FIXTURE [EGEND T e eANZER RX STORAGE LAYOUT COORDINATOR
- RACK
” 15'-7" 65'-9" 8"y 44"
FIXTURE SUPPLIED BY OTHERS iélélAET POSITION 3-8" x 4 -4 LISA DUCHESNEAU  X770.7026  7/16/14
FIXTURE TO RECEIVE OUTLET
[LEASE LINE IN KICKPLATE PROJECT: new
7 84”"HX48"Wx18"D 8'-0"x3'-6" HEAVY DUTY PALLET
_ - _ _ _ - 4 _ / 4 (H) 0.5.=OVERSTOCK SHELVING RACKS |5 RACK GROUP FILE NOTES:
| harmac
|
E SERVICE SINK W/ (3) EXISTING EMPLOYEE LOCKERS LOOSE PICK OVERSTOCK p
“““ SHELVES ABOVE @ sbslzglﬁé
EGRESS DOOR 456, AFF & (2) S -
MOP' & BROOM ORGNZR : rrowirr]  COAT RACK [S] AISLE MARKER AS-IS STORE
® o, MOP ORGANIZER () FIXTURE TAG
SHOPPING BASKET HOLDER COMMUNICATION JACK w/ LETTER
® FRE EXTNGUISHER T INDICATING TYPE: T=TELEPHONE, P=P.0.S.
D=DATA, I=INTERCOM PF=POWER FAILURE STOHE NUMBER 10559
SHIIITTE v STORE AREA CALCULATIONS CF SHELE AP KEv BARONNE ST. & GIROD ST. (NWC)
- - - - - - - - - - = - - (G) SCALE: el AREA NEW ORLEANS, LA
““““““ 1 . ) : C—GOODY RACK EE—-BATH POUF PW . AQ_
] . & = 120 o e oA SEeR i PROVECT TIPE: 455 STORE
SHEAR WALL I b % TOTAL STORE AREA: ——— SF. (PHARMACY AREA INCLUDED) G_BATTERY P.W.o U SHOE P DEAL TYPE: FEE FOR SERVICE
\ | [ B - W
. \ R 10,407 SF. VRS RB—REUSABLE BAGS(ALL STORES) CS PROJECT NUMBER: 075523
o o o o ( z = = 8 I“@ﬂ . T T[T =1 - 7 @ RECEIVING AREA: PHARMACY AREA: O—MEDICAL DEVICE BR—BORGHESE READERS
623 | Pyt | | 595 S.F BATTERY P.W. PPF—PREPAID PHONE FLRSTD
: H & ™y " I RPZS A . P rRee DR (50 ARCHITECT OF RECORD
| 1 Ll | ) ) N SN—SALMA NAIL TOWER
_— % I I P suiETn N ARCHITECT INFO: CVS STORE LAYOUT INFQ: | te-toHTers/piavivc caro  SHZRACME NAL TOUEE,
B | | . | p—
g " % e - Ik | EMPLOYEE . COMPANY NAME: LH&J CONTACT NAME: LISA DUCHESNEAU DD-NRT P.MW. P I A
! 2 CONTACT NAME: STEPHEN R. BRAQUET CONTACT PHONE: (401) 770-2152 #-DIE CAST P.W. N
_________ 1 N HE—HELIUM TANK TY—BEANIE BABY POWER WING
" . G) © CONTACT PHONE: (504) 833-5300 CONTACT EMAIL: o RANCEAR P MUA—MAKE—UP ACADEMY FLRSTND
ik T I B LN PR oo NN | I B | S : CONTACT EMAIL: LISA.DUCHESNEAUGCVSCAREMARK.COM AN, PEoAROTHECARY Pl
N 5 _ W o
I e T L A 55 BOX. SBRAQUET@LHJUNIUS.COM $—OPEN PW V—GREETING CARD GIFT BAG (LIFE)
FGRESS DOOR e | bl 8 ] = &8 ] $$—OPEN ENDCAP ZZ-TOYS/PARTY P.W.
CANTEEE] e | d ] $ 5—MONEY HOUSE P.W B—MAGAZINES P.W. (AA) LINFIELD, HUNTER & JUNIUS, INC.
- - - " e s NN N - — S — | - E ) PROFESSIONAL ENGINEERS, ARCHITECTS
I N5 : E/xiil . . L X | FF1] ' DEMOGRAPHICS LP—WITH RISK INDEX | OTHER OMITTED AND SURVEYORS
| | AR T T o HISPANIC I 3608 18th Street, Suite 200
' | «© e 93 w© Ny — Metairie, Louisiana 70002
K== N | [Ye}
| . - (30_599%> (R‘ 4_5> 2011 by Linfield, Hunter & Junius, Inc.
Wogxuxsz Iogxuxvzl logxwvz 9eVa 09 :: AFRICAN AMERICAN FIM MAP KEY y o B
ol 411" — % CK— COKE
i b | e CONSULTANT:
| | | |
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- " 61_1 1 ” FF1 s » ' pn ) > el ” ::C)
‘ e 611 st 4-6' 4’—6L 4'—6] : 4-6 4-6 +16 ;426 x N WDG | ARCHITECTS ENGINEERS
SEL i —
| y = < . o
ol o s WDG JOB NO. 14-071
2« -y - — - - y oexiaeq] 28130 s
!: o 5 § @ i 34 -0 36x13460 24x13460) 24x13 0~ 24 13\60 24 3\60 J—J_;I_ ~ 821 BARONNE ST
‘ N ~ © o %o % > S (= 2 NOLA 70163 - t. 504.754.5280
H I I I | I N I s =
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! o I 5 4 [ = FIRST HARTFORD REALTY CO.
— = aof:-: =
_ — Prmpry—— 2| [ s i 1 = — < — - — {D ) 149 COLONIAL RD.
“EM“““"F' AIE IE Sel 2l 2 Bk 2l e e PAIE MANCHESTER, CT 06042
ge8l HIE g|lg 2|l w2 ][] = g||g gl|g gllg g||g S
i A0 I [ MEl 2o |20 IE 2 S TEL (860) 646-6555
2R 22 RETAL|S 3 %E)z ﬁ _E ; 2|2 2|° S << 2 FAX (860) 646-8572
258 J—LEASE LINE Lﬁlg it : * SEE COSMETIC GRID FOR STORE/STATE PLANOGRAM SUBSTITUTIONS
v i <<Z | 3
eid e | =) N 1 o e GONDOLA FIXTURE VENDOR: SEAL
gs% |2 S BETO R ¥ MADIX )
N o Ll -l
a . 38 AN o SPECIAL MERCHANDISING NOTES:
§ 4’_6” 4_8 4_6 4’_6” 4:_7" 61_1)1
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2 g Oxr o o NONLOAD BEARING
- o ggg E@ WALz 580 N Pt o130 | Hagw gE/IN-IrDiRMD%ST RECENT MECHANDISING
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w0 o
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- | 48x16x60 | LOCK ) V;i 36x16x69‘ 48x16x60 jl Jan 09, 2015
Cu o = 24x60 N
= o =}
0o R A\ . = .
RETAIL 2 9L i . oo . o — =l REVISIONS:
3 " prrn e s & (S N /AN 11/26/2014
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| DRAWING BY: LH&J
= - = (A) FLOORING LEGEND
| .
: : — SEASONAL NOTES DATE 13 OCTOBER 2014
. CARPET FLOORING: e —
b STANDARD RETAIL CARPET TILE JOB NUMBER: 1=311
P DESCRIPTION: CORE PROTOTYPE RETAIL CARPET :
————————————————————— T e Tl S T et L COMPANY:  INTERFACE FLOR TITLE:
' LEASE LINE COLOR: SLATE
= /@ 1 u ITEM # 3055 » ' MERCHANDISE PLAN
: / Frs]  URBAN COOLER VINYL FLOORING
~\ 141" T\ / 20'—9” I\ 34°-10" I\ 19—0” NOTE: REFER TO SHEET A—0.2 AND A—03 FOR DESCRIPTION: USED IN RETAIL COOLER/FREEZER AREA FOR
( ) F5 / 37 . 27 ACCESSIBILITY OF CHECKOUT COUNTERS, SERVICE STORES WITH A URBAN COOLER SURROUND CATEGORY ADDITIONS SHEET NUMBER:
81-8 COUNTERS, TOILET ROOMS, DRINKING FOUNTAINS, FIRE COMPANY: CENTIVA ﬁ
EXTINGUISHERS AND SIGNAGE. COLOR: SANTORINI CAFE AddM
LOCATION OF
STORM DRAIN ITEM # LVT C1170 -
REFERENCED NORTH COMMENTS:
0 2 4 3 16 32 FEET




B (5) @9 @9 (3) (2) CODE INFORMATION

MOUNTING (BASED ON 2012 IBC AND LOUISIANA PLUMBING CODE, 2000 ED.)

SURFACE —~—____
1. USE AND OCCUPANCY CLASSIFICATION (302.0)

MIXED USE: MERCANTILE GROUP — M (309)

B
B -
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o
28 e e () S e s L) pharmacy
= S 4 - % e~ — - - - - - - - - -
= 2 gLoOgAés AlglE-EAIR; /?EE’(VI(K{}@R%DQ? [EXITJUE) 2. CONSTRUCTION TYPE:
—F x|o 145 _ -
FIRE /x| £|Z | LOCATED ADJAGENT [o7g & TYPE 1B CONSTRUCTION _ (SPRINKLED) AS-IS STORE
EXTINGUISHER <§‘: > TO EXTINGUISHER f | 180
. o|v AND DOES NOT ' ' 3. BUILDING HEIGHT (503.0)
S — | . . ) ”
FINISH fl\l ?(l) o EESEI(I)?AI:Z%HD%'\CI)R Allowable Height (story/feet) 11_Stories/ 160’—0”
FLOOR\ ™~ CLEARANCE. Actual Project Height(stories/feet) 1 STORY/18'-0
4. BUILDING AREA (503.0) STORE NUMBER:
RECEIVING 10559
| I | Allowable Total Building Area Unlimited BARONNE ST. & GIROD ST. (NWC)
FIRE EXTINGUISHERS B10_sp . L Propet Floor ren 0 10,500 sq. ft, NEW ORLEANS, LA
- _ _ — — ah s 22 X i er Mercantile Area , sq. ft. o
/"2 MOUNTING DETAIL () ) o PROUECT TYPE: AS-5 STORE
o e 1~ 1o - KAAN@ER Building Footprint Area Approx. 33,268 sq. ft. DEAL TYPE: FEE FOR SERVICE 075523
J\ 95 _ip R Project Floor Area 10,300 sq. ft. CS PROJECT NUMBER:
| 100 /f_‘\ = Canopies and Overhangs Area 500 sqg. ft.
S — = = 7 - { N i 10,800 sqg. ft.
LATCH SIDE ! | Total Project Area , q
OF DOOR | 1 j.\tg Z< 5. AREA MODIFICATIONS (506.0) ARCHITECT OF RECORD
TACTILE OALL || l @ Allowable Area Increases W/ sprinkler system (506.3)
"EMERGENCY EXIT | ¢ » | L | CMPLOYEE. Allowable Increase Total Building Area x300% 27,000
ONLY” SIGN RE: ==
DETAIL 10/A—0.3 PN ~ D
’ A\L. ' — 30 6. FIRE—RESISTANCE RATING REQUIREMENTS FOR BUILDING ELEMENTS
| \ | 00 | ‘ & (Table 601):
) | o\ © ACCESSIBLE A. Structural frame (including columns, girders, trusses): 2 Hr(s)
“<|3 | | L RESTROONS B. Bearing walls (interior & exterior) 2 __Hr(s) LINFIELD, HUNTER & JUNIUS, INC.
o | / | S —— R - 210 C. Nonbearing walls & partitions (interior & exterior): 0 Hr(s) PROFESSIONAL ENGINEERS, ARCHITECTS
| — g _ — _ _ _ [ _ _ z_oip | D. Floor construction (including supporting beams & joists): _ 2 Hr(s) AND SURVEYORS
/ n E 3608 18th Street, Suite 200
| EXIT Y | E. Roof construction (includin ting beams & joists): _ 1 H O Strect, suite
| ‘ ’ g supporting beams & joists): _1__Hr(s) Metairie, Louistana 70002
) | Vg\\; ¢ gy~ TRAVEL DISTANCE |
18" CLEAR AREA @ | | 7. DESIGN OCCUPANT LOAD (1004.1) 2011 by Linfcld, Hunter & Junius, Inc.
[/ ! 145 @® Retail /Sales (30 sf/occ.): 7,900 sf /264 occ.
TACTILE "EMERGENCY EXIT | Pharmacy (100 sf/occ.): 595 sf / 6 occ.
r 180 Receiving (300 sf/occ.): 1310 sf / 5 occ. CONSULTANT:
ONLY  SIGN l a Manager (100 sf/occ.): 95 sf / 1 occ.
| Restrooms/Employee /Hall (30 sf/occ.): 400 sf / 14 occ.
E><‘ —|_ S| GN - | TOTAL OCCUPANT LOAD 290 occ.
/3 \ MOUNTING DETAIL 6. EXITS
» o A A. Doors (1005):
A—0.1/ SCALE: 1/4” = 1"-0 Required 290 x 0.20” = 58.00"
Provided _60.00" WDG | ARCHITECTS ENGINEERS
(B:. l'\\/llin. tI)Z)oor fWli-:d’fr (2?0028111;) 32" Clear WDG JOB NO. 14-071
. Number of Exits : ,
From each Floor No. Required No. Provided ___ 821 BARONNE ST. i}
TACTILE "EXIT” SIGN NOLA 70163 - t. 504.754.5280
RE:DETAIL 9/A—0.3 Ground Floor —2 2z
x - D. Travel Distance (1016.1)
'I Allowable 250'=0" L.F.
1 Provided 147'=0" L.F.
d E. Min. Corridor Width (1018.2): 44” DEVELOPER:
F. Max. Dead End Corridor Distance (1018.4): 500"
ol T T 9. FIRE PROTECTION SYSTEMS
A. Sprinkler System (903.2.7): Required_Yes Provided_Yes FIRST HARTFORD REALTY CO.
) H N B. Standpipe System (905): Required_Yes Provided_Yes 149 COLONIAL RD.
I") - / 1 . . . . . . . . ) /__\ <D> C. Fire & Smoke Detection (907): Required_No_Provided_No MANCHESTER, CT 06042
_| | J E gire kAI(J\r/m t(907;321.g): Eequ?rej Eo grovijej ':es TEL (860) 646-6555
RETAIL AREA y . Smoke Vents ( ) equired_No_Provided No FAX (860) 646-8572
i 7900_ 640 F. Portable Fire Extinguisher: Required_Yes Provided_Yes
M_L%EELEAR 30 10. MINIMUM NUMBER OF PLUMBING FACILITEES:
(According to 2000 Louisiana Plumbing Code) SEAL
TACTILE "EXIT” SIGN Total Plumb. Occ. Load (10,300 sq.ft/200 sq.ft): 52
1 Required: Provided:
- Water Closets: 1 Men's / 2 Women's 1 Men’s / 2 Women's
EX‘ —|— S| GN Lavatories: 1 Men's / 2 Women's 1 Men’s / 2 Women’s
Drinking Fountains: 1 2
m MOUN—HNG DETAH‘ ServicegSink' 1 1

A—0.1/ SCALE: 1/4” = 1"=0"

SYMBOL LEGEND

% ACCESSIBLE AREA OR Jan 09, 2015
@ EXIT
REVISIONS:

875 5 AREA ROOM OCCUPANCY 1 11,/26,/2014
PHOTO LAB 20 =43P COAD
20 —S.F./0CC A 017092015

EXIT CAPACITY
 ——— 145 ACTUAL
300 ALLOWABLE

— T @ s DIRECTION OF TRAVEL WITH
ACCUMULATED OCCUPANCY LOAD

CHECKOUT

MAXIMUM TRAVEL DISTANCE FROM

+___ 250’___) FURTHEST POINT (250 FEET=MAXIMUM
ALLOWABLE TRAVEL DISTANCE IN SPRINKLED

|
|
|
|
|
1 BUILDING)
|
|
|

FIRE EXTINGUISHER — VERIFY
- ul (A) ® PLACEMENT W/ AUTHORITIES WHO DATE: 13 OCTOBER 2014

I HAVE JURISDICTION. RE: DETAIL

kﬂL 2/A—0.1 FOR MOUNTING HEIGHT. JOB NUMBER: 11=31
ILLUMINATED EXIT SIGN ABOVE DOOR. TITLE:

EXIT RE: SHEET A—3.1 FOR SIGN

PLACEMENT. CODE INFORMATION
TACTILE "EMERGENCY EXIT ONLY” SIGN

RE: DETAIL 3/A—0.1 FOR MOUNTING & E><|T PLAN

LOCATION SHEET NUMBER:

@ @ @ @ @ @ @ TACTILE "EXIT” SIGN RE: DETAIL A O /‘

4/A—0.1 FOR MOUNTING LOCATION
/"1 FLOOR EXIT PLAN

A—0.1 SCALE: 1/8" = 1'=0"

COMMENTS:
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(BASED ON 2012 IBC & 2010 ADA Accessibility Guidelines)

1. SEATING ACCESSIBILITY (IBC 1108.2.2.1): AS_IS STOHE

Required Number of Wheelchair Spaces

| Total No.  Min. No.  No.
Required Provided

- — - — | ——— & ACCESSIBILITY CODE DATA pharmacy

Pharmacy Waiting Area 2 1 1

2. SERVICE FACILITY ACCESSIBILITY (IBC 1109.12): BARONNE ST. & GIROD ST (NWC) 59
| Required Number of Checkout Counters and Service ' '
KA Counters to be Accessible. NEW ORLEANS, LA
'\—‘E_ DL % B - - o - - - - - - T @ Counter Counter Total No.  Min. No. No. PROJECT TYPE: AS-IS STORE
ANAGER Type Description Required Provided DEAL TYPE: FEE FOR SERVICE
RECEIVING
AREA | (l% A Checkout Counters S 1 1 CS PROJECT NUMBER: 075523
(I /—/'\\ B Pharmacy Checkout 2 1 1
DOORWAYS - - e b7 7 DR S Promocy Conmtoton 1 1 | ARCHITECT OF RECORD
= =z g N D Pharmacy Drop—Off 1 1 1
m CI_EAI:\) DOOF\) W| DTH m AL - "EMPLOYEE 3. DOOR CLEAR WIDTH (2010 ADA STANDARDS 404.2.3):
W SCALE: 1/2” = 1'=-0” | L | \\/ Refer to detail 02/A—0.2 for Clear Width of Doorways.
....................... ZANMAL n
jI ---------------------------------------------- v | 208 T K AGT'NG = 4. DOOR MANEUVERING CLEARANCES (2010 ADA STANDARDS 404.2.4.1):
| o C N Refer to detail 03/A—0.2 for Maneuvering Clearances at Manual LINFIELD. HUNTER &]UNIUS INC
A Swinging Doors. ) ’ :
) 5. EMPLOYEE WORK AREAS (2010 ADA STANDARDS 203.9) R R VRS L aNGINEERS, ARCHITECTS
- - ] - - —|— — T CE) The following spaces are considered to be employee work areas 3608 18th Street, Suite 200
and are only required to be accessible to the extent required by Metaitie, Louisiana 70002
:——————‘ % ég/_\/‘\l .............................................................................................................. section 203.9 of the 2010 ADA Standards for Accessible Design: 2011 by Linfield, Fiee & omius, I
| | IF T |V @ 7| — CHECKOUT (Employee Side)
Coo O Coo WALK—IN COOLER .
: : | | | | MANAGER OFFICE CONSULTANT
! | | | o > & EMPLOYEE ROOM
| | | | | | . | o o PHARMACY (Employee Side)
S e S e = M o Sl = ' RECEIVING AREA

6. DRINKING FOUNTAIN (2010 ADA STANDARDS 602):
Clear Floor Space (602.2) — clear floor space for forward
FRONT SRR S approach refer detail 05/A—0.3.

APPROACH, PULL SO O
' FRONT APPROACH, FRONT APPROACH, O U . 3 ) 3
SIDE PUSH SIDE PUSH SIDE, DOOR Spout Height refer to detail 06/A—0.3
PROVIDED WITH BOTH .
R . CLOSER AND LATCH 7. WATER CLOSETS (2010 ADA STANDARDS 602):
| | r ——————— T ................................................................................................................................................................................. R Cleor F|OOF Spoce (6043) _ refer tO detGI| O7/A—O3
| | | @ ‘ r _____ _| ....... ! ............................ ! .............................................. ! ....... Refer to sheet A—6.4 for mounting he|ghts of toilet accessories.
| | | | | <?. | L n L
| | | | | | Il 8. LAVATORIES (2010 ADA STANDARDS 606): DEVELOPER:
| : I l | Clear Floor Space (606.2) — refer to detail 07/A—0.3.
] - =1|'=_1}“ 0 - =_1 = | Knee and Toe clearance (606.2) — refer to detail 08/A—0.3.
\ FIRST HARTFORD REALTY CO.
HINGE o A 149 COLONIAL RD.
L e ROACH, APPROACH, HINGE / = | B B B B B B o) LAY (Ej MANCHESTER, CT 06042
PUSH SIDE I I FAX (860) 646-8572
————— L. . ’"—\__/
R - puse SYMBOL LEGEND
| @ | | @ | | | \g\\; 30"X48" ACCESSIBLE CLEAR FLOOR
: : : \ : | \ | G SPACE SEAL:
| | | | | | o S —_
o RETAIL S L .
- L - ——a = AREA A rd koo 367 WIDE ACCESSIBLE ROUTE
- 101 o ——=
ACCESSIBLE DOOR CLEARANCE
(RE: 3/A—0.2 FOR REQUIRED DOOR
LATCH APPROACH, LATCH APPROACH, CLEARANCES)
HINGE APPROACH, PUSH PULL SIDE PULL SIDE DOOR -
SIDE, DOOR PROVIDED PROVIDED WITH Y FE RPN URPRURURPRPRTRTR / \ »
WITH BOTH CLOSER CLOSER R R EE R R R (R EEREERREE \ ) 60" TURNING RADIUS
e T T - F _____ _} o o o o Q%\\; 2 CHECKOUT OR SERVICE COUNTER L n0eam
=0 | | | COUNTER COUNTER REVISIONS:
| | | | o o B I NUMBER TYPE
........... A=~ N—7 1 11/26 /2014
| | | A ey ey skioro. (il % \ A ACCESSIBLE CHECKOUT OR
T —— 4 e 4 | o O SERVICE COUNTER 2 01,/09,/2015
\ \ m o
LATCH LATCH APPROACH, S 2A |
APPROACH, PUSH SIDE DOOR - | — |- — — - — | - /,O\ — |7 T Eaii A T (B)
PUSH SIDE PROVIDED WITH cHECKpuT | [
CLOSER COPA g ||
/"3 DOOR CLEARANCES R =
W SCALE: 1/4" = 1'=0" o /\\\I |
....................................................................................................................... 1 adl]r ] ! J| W
.............................................................................................................................. l______t_T/f | ] ORAWING BY: &
, Ll N
-%-4—, = E,J{,J — — A D) DATE: 15 OCTOBER 2014

| | I} ]
JOB NUMBER: 11-=31l
| NN |
] TITLE:
| |
| |

-------------- e ACCESSIBLE CODE
COMPLIANCE INFORMATION

@ @ @ @ SHEET NUMBE/RA o O 2

1\ FLOOR EXIT PLAN

W SCALE: 1/8" = 1'=-0’

COMMENTS:
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) » EMPLOYEE SIDE
170 Y CONNTER LENOT FMPLOYEE SE FELOTEE SLE COUNTER TOP ADJACENT
EMPLOYEE SIDE i _
ﬁ EQUPMENT COUNTER TOP EQUIPMENT p— o . 7 :
] / /| ADdnCENT 7/ EQUIPMENT A’ EQUIPMENT " COUNTER TOP KNEE WALL | E
|y s COUNTER e . | BELOW I g
= |+~ - - o
O ﬁ = ADJACENT O = =l = 7| E
(o' ~ ¢ N v - ] | = = - =
. X | % o CLEAR S| 2 [ COUNTER o2 - ~13 p armacy
%) ————f -V ————— o . L S
S|y 36" CLEAR | 5 SPACE o = = o O T ADJACENT X AS-IS STORE
o | COUNTER 7 S — ] = COUNTER ol ™ -
J . SPACE | L © N S | gl
" 7 | L | X | £ 36" CLEAR | J
. = | S| - COUNTER i N
) — | -
CUSTOMER @h | o | 7 R S —|™ _ _ N ISA SIGNAGE
CARD READER—" i ‘g’ MgFL)E\A(\:FE E§89R48”) L ) | O-l" T | 4 END hEAo[L)JNFI/EDEON
ELEVATON = xa8) T A T " R CUSTOMER | el PANEL ND PANEL i
| 30 CUSTOMER ' L et wae S 1 caro ReADER-| n S| | /CLEAR FLOR STORE NUMBER: 10559
|  RETAL SDE CUSTOMER _ S oW ST T | ELEVATON 2V |/ SPACE (30x48") AN
| o | -0 1/8 RETAIL SIDE PANEL BARONNE ST. & GIROD ST. (NWC)
- - _ _ gkiﬁi 2589R48,,) i | COUNTER TOP ISA SIGNAGE MOUNTED ON RETAIL SIDE | ,"/ S CLEAR FLOOR NEW ORLEANS, LA
X MAGAZINE RACK ON THE | SPACE (30"x48" . AGH
COUNTER PLAN — PARALLEL APPROACH ADJACENT CHECKOUT T0 - (30°x48°) PROJECT TYPE: AS+S STORE
IDENTIFY ACCESSIBLE S - 370" COUNTER DEAL TYPE: FEE FOR SERVICE
RETAIL SIDE :
CHECKOUT COUNTER PLAN — PARALLEL APPROACH , 075523
&.|__——ISA SIGNAGE MOUNTED ON COUNTER PLAN — PARALLEL APPROACH A\ COUNTER PLAN — FORWARD APPROACH CS PROJECT NUMBER:
MAGAZINE RACK TO IDENTIFY T
ACCESSIBLE CHECKOUT A=
ARCHITECT OF RECORD
MAG CARD READER EQUIPVENT 7 CARD READER o CARD READER U Drop Off J
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AND SURVEYORS
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CVS CONTRACTOR TO SAW CUT 1-1/2" AT AREAS INDICATED ON PLANS TO BE TRENCHED AND
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e e AS-IS STORE
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EXISTING BUILDING.

6.  CONTRACTOR TO COORDINATE ROOF MOUNTED EQUIPMENT, ROOF
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PRIMER (SEE NOTE 2)
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. TEMPERATURE OF PIPE MUST NOT EXCEED 120" F (49 C).
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DEVELOPER: E

FIRST HARTFORD REALTY CO.

. PRIMER MUST BE APPLIED TO ALL INSIDE SURFACES AND PENETRATIONS
PRIOR TO FILLING WITH SEALANT.

149 COLONIAL RD.

MANCHESTER, CT 06042
TEL (860) 646-6555
FAX (860) 646-8572

. FILL POCKET COMPLETELY WITH TPO MOLDED POCKET SEALANT UNTIL RIM
IS COVERED WITH SEALANT; ENSURE ALL VOIDS ARE FILLED.

. SEALANT POCKET TO BE MINIMUM 1" (25 mm) FROM PENETRATION ON ANY
SIDE.
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D

/"2 "\ PIPE PENETRATION DETAIL
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WITH NFPA 90A. THE LOCATION OF ALL DETECTORS IN AIR DUCT SYSTEMS SHALL BE OR SUPPLEMENTS OF APPLICABLE ’ AS_|S STORE
PERMANENTLY AND CLEARLY IDENTIFIED AND RECORDED.

STATUTES, ORDINANCES, CODES OR
REGULATIONS OF FEDERAL, STATE, AND
LOCAL AUTHORITIES HAVING JURISDICTION
IN EFFECT ON THE DATE BIDS ARE

RECEIVED.
3. WHERE APPROVED STANDARDS HAVE BEEN STORE NUMBER: 10559
ESTABLISHED BY OSHA, UNDERWRITERS
LABORATORIES, AMERICAN CODES, ASA, BARONNE ST. & GIROD ST. (NWC)
ASHRAE, ARI, NEC, STATE FIRE INSURANCE NEW ORLEANS, LA
REGULATION BODY, NFPA OR OTHERS. TYPE: AS-
THESE STANDARDS SHALL BE FOLLOWED PROJECT + AS-S STORE
WHETHER OR NOT INDICATED ON THE DEAL TYPE: FEE FOR SERVICE
DRAWING AND SPECIFICATIONS.
CS PROJECT NUMBER: 075523

4, ALL DUCT TO BE OF 1" PRESSURE CLASS,

UNLESS NOTED OTHERWISE.

5. REFER TO EXISTING CONDITIONS AND SHELL ARCHrrECT OF HECOHD
PLAN FOR EXACT LOCATION OF
CONDENSING UNITS.

6. LIGHT FIXTURE LOCATIONS TAKE
PRECEDENCE OVER DIFFUSER AND GRILLE
LOCATIONS. LOCATE DIFFUSERS AND
GRILLES TO ACCOMMODATE LIGHTING

45)
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LAYOUT.
LINFIELD, HUNTER & JUNIUS, INC.
7. PROVIDE TURNING VANES IN SUPPLY DUCT PROFESSIONAL ENGINEERS, ARCHITECTS
ELBOWS. PROVIDE TURNING VANES IN AND SURVEYORS
RETURN AND EXHAUST ELBOWS ONLY 3608 18th Street, Suite 200
WHERE INDICATED ON PLANS. Metairie, Louisiana 70002
8. DUCT SIZES SHOWN ARE NET FREE AREA. 2011 by Linfied, Hunter & dunius, Inc.
) ) G @) < s e
9. DUCT HANGER DETAIL 3/M—1.2 & 2/M—1.3
MASTER THERMOSTAT 20x20 OUTSIDE AR INTAKE UP TO FLOOR ABOVE IS APPLICABLE THROUGHOUT THE STORE, CONSULTANT:
CONTROL FOR ALL AR TERVINATE WTH WEATHERPROGF CAP AT A UNLESS NOTED OTHERWISE. DUCTWORK
HANDLING UNITS VINMUM OF 30" ABOVE DECK. OUSSIDE. AR A SHALL NOT BE SUPPORTED FROM
» INTAKE'SHALL NOT DRAW FROM PARKING AREA. BRIDGING. DO NOT USE FASTENERS THAT
1 1 8" NK 1 e T \ , | PENETRATE ROOF DECK.
&N [Ng @ A @l - ? \ N5 | 10. REFER TO DETAIL 5/M—1.2 FOR
125 CFM L AHU=5 li )
i @t ~_ e M — P zone [ TTox ‘ _ DIFFUSER /RETURN GRILLE INSTALLATION e
— X L
|f§ = p—i @ ‘ s | 11. REFER TO 1/M-1.2 FOR ALL BRANCH
e ;(5 S !“ R ] N - 10" NK \ | \7 | TAKE-OFF CONFIGURATIONS. WDG JOB NO. 14-071
T —=thE= PHOTOLAB | ) NS
8" NK Mt 1B @ Ejj 300 CFM L ] N 12. ALL PIPING, DUCTS VENTS, EXTENDING O ROR e
125 CFM —ir— == — ‘NJ° B 147 NK e H | o i THROUGH WALLS & ROOF SHALL BE 3+t 504.754.52¢
MOUNT AT BI(S) 6 MK - 2147 N . SES \ - 600 CFM I A—— H—H———2X) = — I - N FLASHED, COUNTER FLASHED IN A
= ) a 147 147 14" NK 3 S I — . WATERPROOF MANNER. RE: 2/A-2.1 &
6'-6" AFF. Q 100 CEM @ H | = 190 CFM, 800 CFM 14" NK @ @ 600 CFM Sl | oneckout i 1/P-1.3 /
! K e & N B | % 149 800 CFM (AR | | N i T T I T e T T
| 108 nK A o S 10" NK | | 13. AHU, CONDENSING UNITS, AND DEVELOPER:
{ [0 75 CFM | 400 CFM | | REFRIGERANT PIPING IS EXISTING. ALL
300 crMll [i] S o - | | A '
I 10 ] N > = | | OTHER COMPONENTS ARE TO BE PROVIDED
I@ @ o @ _ = © T | | UNDER THIS CONTRACT.
| Zo B2 et 2 % = @ H | i
S EE | < = ® | | FIRST HARTFORD REALTY CO.
5 = ar || Ry SEATING - It @ e mny - | | | EGEND 149 COLONIAL RD.
‘ — [N/ |AREA 46X22 DOWN TO ) ) " | | |
| <= EEI/] i ,, & NK 0NK | MANCHESTER, CT 06042
bo | [HE NECK OF R/A GRILLE 8" NK 400 CFM | |
150 CFM | ‘ | TEL (860) 646-6555
\ @ 10 AT 2000 CFM AREA 150 CFM | | ()  |TEMPERATURE SENSOR (860) 646-
12X8 NK ‘ g - o ~_| } I | FAX (860) 646-8572
; . ‘ | \
46x22 DoWN— [ FHEOW ON @ — = e | | (@ |THERMOSTAT CONTROL
300 CFM IO NK o - | |
‘ | | ~—
1520 cFm LY = 5016 — :[// | | €D  |SMOKE DETECTOR SEAL:
» M}_’{ ! | |
10°6 TOILET EXHAUST , | 4t A MOUNT TO | ||
UP THRU ROOF &H \ 18" NK ) i B 147 N[ STRUCTIRAL =[5 — @ - @ | |
o) 0160 cru{- [ @ 503 o 1 COLMN AT BEI2 B E | = | | SUPPLY DUCT IN SECTION
5 g @ A | 3 @ @ ' 6-0" AFF. LLE 147 14" NK 0N i
\ N | [ [e ) ] I [ < | | RETURN OR EXHAUST
- i - 147 NK = £ TR Ao 600 CFM : 400 CFM | | 3
AREA | > S ()™~ “ S | ] E!
_ _ ]< _ T _ _ _ - — — \ _ _ _ I _ | _ » MITERED ELBOW ’
1 I I JII ;() f J‘ AHU=2 -— =T ,,,,,,,, - Q~ é
AN\ = e} 8”¢ :& | | \
2 RPN o0 TON NONTTO | 2 1 | RADIUS ELBOW il G\\@ s
” I | L EN
\ 8" NK = / | Y STRUCTURAL | | | (O OQ
o~ ——F165 crm | /I HE — COLUMN AT 30X22 18X18 | } } N
3 \ 7 = — // it L/ Q O-0TARE— | . -1 1 @ SE @ | i £EET SPLITTER
» 1/ e " " 20.0 TON I I = N X ! ! .
— O K _gga NK I 200 K| l_r T_I>| 20 | T o K 7 o | : REVISIONS:
| h r _.l .:.l = \
%8 NK 3 160 CFM 165 C‘ﬁM 1 20X18 20X18 ® 300 CFM — 400 CFM i i Jr::{ VOLUME CONTROL DAMPER N 01/09/2015
MG @ || : g k k
| ! - = \ | |
@ | = FIRE DAMPER (FD)
J = 50X16 | |
\ | |]_— MOUNT AT . | | 7 =
N T -0 AfF o @ = | |
« (S) =% RES = o | |
N W A N =) ‘ o © | | 5 CEILING SUPPLY DIFFUSER
= = . e S——— . . . . . . . . L S . O
N \\ 14" NK 14" NK @ i i ®
\ SB?T‘* gggleEEND - @ @ - 600 CFM 600 CFM @ | | | CEILING RETURN GRILLE
RECEIVING \ : S j// ! @ 1 r 10" NK ‘ ‘
ARFA o | N | W/ EXPANDED METAL K o 2 | | — o — L Q‘%[ 400 CPM | |
2. ||
* §§ = \\ 1890 CEM— 800 CFM 800 CFM i i % ZONING DAMPER
12X8 NK S 12%8 NK .
425 CFM = 5 425 CFM N AHU—4@ ' = i i
Ju N N, 5 TN QY 8x8 g | | o AR DEVICE TYPE
[ 20xi4 | 20x14 | ! S | |
‘ ! ‘ 1 o R ) O
— - - — — = ~—~ — < NOTES BY SYMBOL
wjk H\ \ 77777777 - © DRAWING BY: NDS
| |
N ‘ CFM| CUBIC FEET NK | NECK
\ \ .
DN. | DOWN FLOOR
CD | CONDENSATE DRAN | EXH. | EXHAUST JOB NUMBER: 11=311l
SA | SUPPLY AR REQ'D| REQUIRED
TITLE:
(1 \HVAC FLOOR PLAN ol P e i Al LA
M=1.1/ scaLe: 1/8"=1"-0" FD | FIRE DAMPER
: - )
NOTES, & LEGEND

SHEET NUMBER:

M—1.1

COMMENTS:




User = Poyser, Kent

Date = Friday, January 09, 2015 10:07:25 AM

Filename = P:\LinfieldHunter&Junius\14—071_CVSSouthMarketDistrict\Design Documents\Drawings\Mechanical\Sheets\075523_M12.dwg

(

MINIMUM QU TSIDE AR REQUIREMENTS

~

FAN S AREA SQ. FT. | PEOPLE MINIMUM CFM REQUIRED OUTSIDE AR | APPLICABLE UNIT
MFR AND ESP | DRIVE ELECTRICAL DATA
MARK SERVICE LOCATION MODEL No. | CPM | Sh TPE  [WATTS[ vorT /PHace | awp] SONES REMARKS RETAIL AREA 8011 121| 7.5 CFM PERSON + 0.12 CFM PER SQ. FT. 1869 CFM AHU-1 & 2
B MEN’S GREENHECK ~ PHARMACY 556 6| 5 CFM PERSON + 0.06 CFM PER SQ. FT. 128 CFM AHU-3
EF—1 EXHAUST e ous o 9% | 05 | orect | 83 | 120/1/60 “OI0]0]0
, RECEIVING 1275 0| O CFM PERSON + 0.12 CFM PER SQ. FT. 153 CFM AHU-4
EF-2 EXHAUST WAL SREENA K | 164 | 05 | oRecT | 83 | 120/1/60 | - w0 |[OQGO®
OFFICE 93 1| 5 CFM PERSON + 0.06 CFM PER SQ. FT. 11 CFM AHU-5
@ SWITCH AS INDICATED ON DRAWING E-1.1. @ FURNISHED AND INSTALLED BY MECHANICAL CONTRACTOR. WIRED BY ELECTRICAL CONTRACTOR. EMPLOYEE 100 5 5 CFM PERSON + 0.06 CFM PER SQ. FT. 31 CFM AHU=5
(3) BACKDRAFT DAMPER.  (4) ROOF CAP CURB MOUNT. TOTALS 2192 CFM
Q‘VAVA VVVVVVVV ‘5' v<" . . N— V)V Av *\Vj
oA | EsP | MAX | NET COOLING CAPACITEES (MBH) RN AR (HEAT PUMP) (MBH) | _ HEATING CAPACITY (ELECTRIC) UNIT WT ELECTRICAL
MARK SERVICE CM 1 crm [INwe | HP TOTAL [SENSIBLE | EER/SEER @ 47°F @ 17F MBH | NOMINAL KW | APPLIED Kw | (LBS) BASIS OF DESIGN VOLTAGE | MCA | MFS REMARKS
RETAIL AREA, CHECKOUT JOHNSON CONTROLS
AHU-1| 55 D00 LA 6500 [ 1068 | 1.0 | 7.5 | 2269 | 1623 | 106 220.0 124.0 133.3 52.0 39.1 938 | L ONDCOGF AL |460v/30| 750 | 800 0006000600000
JOHNSON CONTROLS
AHU-2 | RETAIL AREA 4800 | 801 | 1.0 | 5.0 | 1730 | 1336 | 106 168.0 103.0 92.7 36.0 27.0 798 | N ooEaAAAD . |460V/30| 629 | 700 OOGOOEEM®)
AHU-3 | PHARMACY 645 | 128 | 049 | 033 | 224 | 154 [12.0/145 24.1 - 246 7.2 7.2 105 | YORK AHE24B3xH21 |208v/16| 468 | 500 | (DDOEE@N()
YORK MA20DN4T &
AHU-4 | RECEIVING 2040 | 153 | 055 | - | 528 | 388 |11.3/13.3 57.2 — 45.2 13.2 13.2 189 | Vork mesonawir |28v/19] 263 | 300 |(DOOOEE®O@MN®@)
MANAGER, BREAKROOM
AHU-5 | BARECER D 600 | 54 [o042]033| 168 | 108 [12.0/14.0 17.1 — 12.3 3.6 36 103 | YORK AHE18B3XH21 |208v/16| 252 | 300 |(DOOEO)E®@N(®)
(1) BAROMETRIC RELIEF DAMPER  (2) ELECTRONIC OR HOT PLATE IGNITION  (3) FACTORY INSTALLED PHOTO-ELECTRIC SMOKE DETECTOR IN RETURN DUCT COORDINATE WITH PROVIDER OF SIMPLEX () STARTER (5) DISPOSABLE 30/30 AR FILTERS
(5) FACTORY INSTALLED PACKAGE WITH UNIT DISCONNECT AND DUAL 115 VOLT GFCI TYPE SERVICE (7)) LxWxH = 75x75x33  (8) LWixH = 65x99x30  (9) LxWxH = 46x21.5x17.5 (10) LxWxH = 57x21.5x24.5
(1) AHU'S SHALL MEET THE REQUIREMENTS OF 2012 IECC — SECTION C406.2 EFFICIENT HVAC PERFORMANCE ~ (12) POWER EXHAUST OPTION

(2) STARTER

@ ELECTRONIC OR HOT PLATE IGNITION

@THERMAL EXPANSION VALVE @LIQUID LINE FILTER-DRIER W/ BUILT IN SIGHTGLASS

@INSULATED LINE SET WITH UV COATING.

3. DUCT MOUNTED SIDEWALL DIFFUSER.
4, 24x24

PROVIDE SQUARE TO ROUND TRANSITION WHERE REQUIRED.

20 GA. GALV PIPE STRAP
(LEAVE PIPE FREE TO MOVE)

6 PIPING SUPPORT SYSTEM

6
MIN.

AS REQUIRED BY ROOF
MANUFACTURER

PIPE CENTERED ON
12" LONG TIMBERS
#6 GALVANIZED WOOD
SCREW 17 LONG

ISOLATION PAD
/ FINISHED ROOF

1.

24

DETAIL NOTE:

PIPE SUPPORTS TO BE SPACED MAXIMUM 8'-0" O.C.
SUPPORT PIPE PARALLEL TO ROOF SLOPE.

/"4 \PIPE SUPPORT DETAIL

w SCALE: NOT TO SCALE

4 a2
A (_CONDENSING UNITS (EXISTING, AIR COOLED) ) ) (_DESIGN CONDITIONS
AvAvAvAvA A‘ VL VLN A L L V. L VL L\ VL

MARK SERVICE TESFTB'(T TDB) REFRICERANT Nf;TiSOL'ZiNCQEtE'T'igﬁgg AT CATACITY WHEAT PO (ER) U?[TBS‘S’T BASIS OF DESIGN vonAcEELEmch:TCALMrs REMARKS CONDITION SUMMER WINTER

cu-1 | RETRC AREA, CHECKOUT 95.0 R-410A | 2269 | 1623 | 106 2200 124.0 1090 | JOANSON SONIRY> |460v/38| 440 | 600 | (DOOOEOE®E) OUTDOOR | 94F DB/79F WB |  30.6% DB
CU-2 | RETALL AREA 95.0 R-410A | 1730 | 1336 | 106 168.0 103.0 921 | SO Sy |46ov/3s| 2.2 | 400 | OOEOOEO®O@) INDOOR 75 DB/50% RH 68 DB
CU-3 | PHARMACY 95.0 R—410A 224 | 154 [12.0/145 24.1 -- 194 | YORK YHuD24s4154 |208v/18 | 112 | 150 | (DQOOGO OO 1. SITE ELEVATION: O FEET

CU-4 | RECEIVING 95.0 R-410A 528 | 388 [11.3/133 57.2 -- 280 | YORK YHD60S4455 [460v/38| 91 [ 150 |(DOGOOEE@@() © ASHRAE 99.6 DATA, | Lo D RO
CU-5 | WARESER, SREAKROOM 95.0 R-410A 168 | 108 [12.0/140 7. -- 172 | YoRK YHIDI8S41S2 [208v/18| 119 | 200 |(DOEOOEOE®E@0)

(5) FACTORY INSTALLED PACKAGE WITH UNIT DISCONNECT AND DUAL 115 VOLT GFCI TYPE SERVICE  (7) LxWxH = 64x59x45  (B) LiWxH = 64x59x50  (0) LWxH = 34x34x32
OU'S SHALL MEET THE REQUIREMENTS OF 2012 IECC — SECTION C406.2 EFFICIENT HVAC PERFORMANCE (17) CONDENSER COIL TO BE COATED W/ TECHNICOAT 10-1
( DIFFUSER SCHEDULE ) B
TAG | SERvicE |  CFM s PR | PATTERN | DAMPER | MATERIAL FINISH MANUFACTURER & MODEL No.
CONCRETE | « a0 CONCRETE [, .~ =~~~
(A | SsupLY | AS NOTED | AS NOTED | NOTE 1,4 | 4-way YES | ALUMINUM | OFF-WHITE | METALAIRE 5500 SERIES ANCHOR BOLT ———={ - a ANCHOR BOLT & -
T~ U—cLawp
SUPPLY | AS NOTED | AS NOTED | NOTE 2,5 | 4-WAY YES | ALUMINUM | OFF-WHITE | METALAIRE 5500 SERIES ~ HANGER
U—CLAMP U-CLAMP
HANGER ¢ HANGER
{C) | suppLY | AS NOTED | AS NOTED | NOTE 2.4 | 3-WAY YES | ALUMINUM | OFF—-WHITE | METALAIRE 5500 SERIES HANGER
SUPPORT J .
VETALAIRE CCi - SECTION 'C
(D) | RETURN | AS NOTED | AS NOTED | NOTE 2,4 NA YES | ALUMINUM | OFF-WHITE | Gige CoRe RET./EXHAUST c
(E) | SUPPLY |AS NOTED | AS NOTED | NOTE 1,4 | 3-WAY YES | ALUMINUM | OFF=WHITE | METALAIRE 5500 SERIES ’ VARIES ’
(F) | suppLy |asnNoTED [ASNOTED | NOTET | ——- YES | ALUMINUM | oFF-wHiTE | METACAIRE 6000 SERIES A /‘ /‘
| CONCRETE SLAB
METALAIRE CCi / _\
(G) | RETURN |AS NOTED | AS NOTED | NOTE 1,4 NA NO | ALUMINUM | OFF-WHIE | oiige coRE RET./EXHAUST L ]
CONCRETE [~ 7 P CONCRETE |, T
(H) | SUPPLY | AS NOTED | AS NOTED | NOTE 3 | 2-WAY YES | ALUMINUM | OFF-WHITE | METALAIRE V4004 ANCHOR BOLT—p—=10 °. ‘ ANCHOR BOLT :
P
{J) | RETURN | AS NOTED | AS NOTED | NOTE 1,6 NA NO | ALUMINUM | oFF—wHiTE | METALAIRE CCT , ®® \1 /2 " DIAMETER D 5
CUBE CORE RET./EXHAUST = Y 80D TYPICAL
() | RETURN | AS NOTED | AS NOTED [ NOTE 3 NA YES | ALUMINUM | OFF=WHTE | METALAIRE RH—1 | \DOUBLE ANGLE
= SUPPORT -
NOTES: A SECTION A
1. PROVIDE FRAME SUITABLE FOR LAY—IN CEILING MOUNTING 5. 12x12
2. PROVIDE FRAME SUITABLE FOR SURFACE MOUNTING 6. 24x48

/7 HANGER DETAILS

w SCALE: NO SCALE

INSULATED RIGID METAL
DUCT AND ELBOW

MM

R/D=1.0 (MIN)

\DRAW—BAND CLAMP —

TYPICAL EACH END

())/ggm—m

E
'.'l

e R T T I VA Tt o

INSULATED

R INSULATED SUPPLY AR 1. TWO INSTALLATION OPTIONS ARE SHOWN. PROVIDE THE MOST SUITABLE
TRUNK DUCT — REFER OPTION BASED UPON ACTUAL DUCT LAYOUT, DIFFUSER LOCATION, AND
T0 PLAN FIELD CONDITIONS. WHERE FLEXIBLE DUCT RUN EXCEEDS THE MAXIMUM

INSULATED SPIN=IN FITTING
WITH MANUAL DAMPER AND
ACCESSIBLE INDICATING
HANDLE — TYPICAL

MAIN_SUPPLY DUCT 4 MAIN EXHAUST/RETURN
- (OR SUB—MAIN) - DUCT (OR SUB—MAIN) g
PROVIDE VOLUME ;
1/4 W, 4" DAMPER ——__, 1/4 W, 4" M.
MIN.

\\ W
PROVIDE VOLUME

BRANCH pucT—| !
DAMPER (OBMVD) /

BRANCH DUCT \

W

EXHAUST/RETURN AIR DUCT

SUPPLY AIR DUCT

VOLUME DAMPER
MAIN SUPPLY
DUCT (OR
: SUB—MAIN)
RECTANGULAR
TO ROUND
SIDE DUCT
CONICAL TAP ——'EQXHQH TAKE—OFF
18 GAUGE VOLUME
MAIN SUPPLY DAMPER WITH LOCKING
DUCT (OR QUADRANT SET (TYP. FOR
SUB—MAIN) ALL SUPPLY /RETURN /

EXHAUST AIR BRANCH
DUCT)

BRANCH

NOT TO SCALE

TAKE-OFF DETAIL

n

1” PVC SxS UNION — 3/4” RED MALE

ADAPTER FOR 3 TO

CONCRETE SLAB
" PVC 90° 12-1/2 TON RTU / _\
STANDARD (1”7 MPT X S MALE : —Z —
ELBOWS ADAPTER FOR 15 CONCRETE e U e N CONCRETE | 2.0 4 .
TON RTU). ANCHOR BOLT —44 -4 - "~ o fl,. .. = - " |ANCHOR BOLT-——{ - ¢ °

>

THREADED ROD

311

ZDRAIN PAN —HEX NUT

A HEX NUT i § y
. 1 RETURN BEND. RN 17 X 1/8" HANGER BAND—

AIR GAP=2x PVC UeT

PIPE DIA 1 WORK

(MIN) ——=}

o 2" MIN. FINISHED ROOF

\\ DRAIN PLUG

CONDENSATE PIPING
/2 \CONNECTION DETAIL

w SCALE: NOT TO SCALE

GRILLE CONNECTION DETAIL NOTES:

NOTES

. RECTANGULAR DUCTS SIMILAR.
2 ALL DUCTS & SUPPORTS PER SMACNA

/"3 DUCT HANGER DETAIL

w NOT TO SCALE

ROOFCAP WITH INTEGRAL

BIRDSCREEN & FLASHING

(PROVIDED BY FAN MFR.)
T FLEX CONNECTION
-

BACK DRAFT
DAMPER

ALLOWABLE LENGTH, PROVIDE THE LONG RUN, SIDE TAP INSTALLATION. _

/ ROOF

—— SOLID-LINED
CEILING EXHAUST

2. FLEXBLE DUCT: U.L. LISTED CLASS 1 AIR DUCT, TESTED IN
ACCORDANCE WITH U.L. 181. MAXIMUM LENGTH ALLOWED IS 5 FEET.

3. SPIN-=IN FITTING: FLARED TYPE WITH BUTTERFLY DAMPER AND
INDICATING HANDLE. PROVIDE STRAIGHT—IN TYPE SPIN—IN FITTING

pharmacy

AS-IS STORE

STORE NUMBER:
BARONNE ST. & GIROD ST. (NWC)
NEW ORLEANS, LA

PROJECT TYPE: AS-IS STORE
DEAL TYPE: FEE FOR SERVICE

CS PROJECT NUMBER: 075523

10559

ARCHITECT OF RECORD

LINFIELD, HUNTER & JUNIUS, INC.

PROFESSIONAL ENGINEERS, ARCHITECTS
AND SURVEYORS

3608 18th Street, Suite 200

Metairie, Louisiana 70002

2011 by Linfield, Hunter & Junius, Inc.

CONSULTANT:

WDG | ARCHITECTS ENGINEERS

WDG JOB NO. 14-071

821 BARONNE ST.
NOLA 70163 - t. 504.754.5280
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FIRST HARTFORD REALTY CO.
149 COLONIAL RD.
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INSULATED FLEX DUCT\

)

\?NSULATE TOP OF DIFFUSER (MAY BE

MAX OFFSET ALLOWABLE:
2-INCHES PER FOOT OF
FLEXIBLE DUCT LENGTH

OMITTED WHERE CEILING CAVITY IS USED
AS A RETURN AIR PLENUM) — TYPICAL

FLEX DUCT —\ In

DRAW—BAND CLAMP -
TYPICAL EACH END

MAX OFFSET ALLOWABLE:
2—-INCHES PER FOOT OF
FLEXIBLE DUCT LENGTH

xCEILING AR DEVICE -

TYPICAL

LONG RUN, SIDE TAP

\— CEILING

INSTALLATION

BOTTOM TAP

INSTALLATION

CEILING DIFFUSER /RETURN
/"5 \ GRILLE CONNECTION DETAIL

w NOT TO SCALE

ONLY WHERE TRUNK DUCT SIZE WILL NOT ALLOW THE INSTALLATION OF L <, FAN CABINET SEE
A FLARED TYPE FITTING. INSTALL DUCT INSULATION SO THAT DAMPER MECHANICAL
HANDLE IS ACCESSIBLE AND VISIBLE ON THE BOTTOM OR SIDE OF THE
SPIN=IN FITTING. | 3 ¢ | Egg'PélstCHEDU'—E

4. PROVIDE ACCESS TO DAMPERS LOCATED IN CEILINGS OTHER THAN \\

LAY-IN TYPE CEILINGS.

5. PROVIDE MINIMUM LENGTH OF FLEXIBLE DUCT WITH NO EXCESS LENGTH
BETWEEN CONNECTION POINTS. INSTALL FULLY EXTENDED, NOT
COMPRESSED.

PLAN FOR SIZE)

REFER TO ARCHITECTURAL
FOR CEILING TYPE.

6. EXTEND FLEXIBLE DUCT A MINIMUM LENGTH OF ONE DUCT DIAMETER
STRAIGHT FROM CONNECTION POINTS BEFORE BENDING. MAKE SMOOTH
BENDS WITHOUT DEFORMING DUCT CROSS—SECTION.

7. PROVIDE ROUND—TO—RECTANGULAR INSULATED SHEET METAL TRANSITION

AT THE NECK OF THE CEILING AIR DEVICE AS NECESSARY FOR
RECTANGULAR NECK DIFFUSERS /GRILLES.

EXHAUST FAN ROOF
CAP DETAIL

NOT TO SCALE

8. SUPPORT FLEXIBLE DUCT AS RECOMMENDED BY MANUFACTURER USING A
MINIMUM OF 1-1/2 INCH WIDE BAND CLAMP. MAXIMUM HANGER SPACING

IS 4 FEET WITH A MAXIMUM PERMISSIBLE SAG OF 1/2-INCH PER FOOT
BETWEEN SUPPORTS. HANGERS MUST MAINTAIN ROUND DUCT SHAPE.

n

(PROVIDED BY
FAN MFR.)

\\: RIGID METATT(SEE‘\ EXHAUST GRILLE

REVISIONS:

/N 01/09/2015

DRAWING BY: NDS
DATE: 13 OCTOBER 2014
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TITLE:
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CU45 cu-4 cu-3

N 74 - - - - - - - - - - - -

HANGER DETAIL NOTES:

THE FOLLOWING GUIDELINES SHALL BE FOLLOWED WHEN ATTACHING ITEMS TO BAR JOISTS:

@ 4" VIR —

Q 1’
N
2.

DO NOT HANG ANY TYPE OF CRANE OR HOIST FROM BAR JOISTS.

OBTAIN CONCENTRATED LOADS FROM CERTIFIED EQUIPMENT DRAWINGS AND
MANUFACTURER’S DATA.

DO NOT HANG ANY LOAD OVER 50 POUNDS FROM JOIST BRACES.

DO NOT HANG ANY LOADS OVER 50 POUNDS FROM THE TOP OR BOTTOM CHORD OF THE
BAR JOIST BETWEEN JOINTS. ALWAYS HANG OVER A DIAGONAL-TO—CHORD JOINT.

DO NOT DRILL OR WELD ANY PART OF THE BAR JOIST.

DO NOT HANG ANY LOAD OVER 50 POUNDS FROM ONE SIDE OF THE BAR JOIST CHORD.
THIS ECCENTRICITY CAN SERIOUSLY IMPAIR THE MEMBER'S STRUCTURAL PERFORMANCE.

DO NOT HANG LOAD GREATER THAN 1000 POUNDS FROM ONLY ONE JOIST
BECAUSE OF HANGER DEFICIENCY. HANG BETWEEN TWO JOISTS TO DISTRIBUTE
THE LOAD AND GIVE A STRONGER, MORE STABLE HANGING SYSTEM.

DO NOT HANG ANY LOAD OVER 10 POUNDS/LINEAR FOOT CONTINUOUSLY ALONG
ONE BAR JOIST UNLESS THAT JOIST IS CAPABLE OF CARRYING THE APPLIED LOAD
IN ADDITION TO THE REQUIRED BUILDING LIVE LOAD.

COORDINATE HANGER LOADS WITH THE GENERAL CONTRACTOR CONSTRUCTION
MANAGEMENT.

LOCATION OF HANGER LOADS SHALL BE APPROVED BY GENERAL
CONTRACTOR.
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M=1.3/ scaLe: 1/8” = 1'-0"

/"1 MECHANICAL ROOF PLAN

PROVIDE FLEXIBLE DUCT CONNECTION BETWEEN AIR CONDITIONING UNIT AND DUCTWORK.

Q DRAWING NOTES:
® 1.

WHERE SINGLE SUPPLY DUCTS SPLIT INTO TWO DUCTS MAINTAIN EACH BRANCH DUCT
SIZE THROUGH SPLITTER FITTING AND PROVIDE SINGLE TRANSITION ON UPSTREAM SIDE
OF SPLITTER FITTING.

TURN SUPPLY AND RETURN DUCTS UP AT EACH A/C UNIT. INSTALL 90° ELBOW WITH
TURNING VANES IN SUPPLY DUCTS AND PROVIDE TRANSITION TO CONNECT DUCTS TO
UNITS, UNLESS OTHERWISE NOTED.

Q NOTES BY SYMBOL:
()
™

EXHAUST FAN ROOF CAP DETAIL 6/M—1.2

VENT STACK — FIELD VERIFY EXACT LOCATION AND INSTALLATION WITH EXISTING
BUILDING CONDITIONS PRIOR TO ROUGH IN.

OUTSIDE INTAKE FROM FLOOR BELOW. EXTEND INTAKE A MINIMUM OF 3'-0" ABOVE
DECK AND PROVIDE WEATHER CAP. OUTSIDE AIR INTAKE SHALL NOT DRAW AIR FROM

PARKING AREA.
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PIPE UNDER SLAB. TYP. EACH ES=2 TRAP PRIMER
k ) b NOTES BY SYMBOL 1_1/2” CD SHALL DROP KENT
O R oK /2" HALF OF EACH FS=2 TO BE EXPOSED UNDER :
- TO FLOOR SINK 11/2 V. INSTALL VENT -
(1) CONDENSATE PIPING CONNECTION DETAIL 2/~1.2 PIPE UNDER SLAB. TYP. COOLER /FREEZER. SLOPE CONDENSATION LINE FROM % oraigTERED
EACH COOLER/FREEZER DRAIN TO FS=2. TERMINATE LINE
/2" SANITARY FLOOR %
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3/4"00 —<p / _5-2 O~ » /QF ROUTE 1” CW PIPING UP \
) =L \%1 cW ~ PROVIDE TRAP

_ TO ROOF STRUCTURE
1"CW COORDINATE WITH PRIMER WITH 1/2"
A ARCHITECTURAL LINE TO ES=2

1/2"CW
| ) ‘ ~ S 1w STORE NUMBER: 10559
PN 3/47CW—eb ,\<\ - BARONNE ST. & GIROD ST. (NWC)
. = 34—y | \\\sziéi NEW ORLEANS, LA
o= | qh > PROJECT TYPE: AS-IS STORE
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e L W S S
orowae LS >ﬁ>\ ARCHITECT OF RECORD

S-1 | N
"ew x
r< SN LINFIELD, HUNTER & JUNIUS, INC.
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o S /2 S AND SURVEYORS
. oo . 3608 18th Street, Suite 200
- O N N Metairie, Louisiana 70002

3/4" CONNECTIONS TO \/ h ~ - !
WH/_'] ON SHELF ABOVE / Ii ) \ }\ 2011 by Linfield, Hunter & Junius, Inc.
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NN CONSULTANT:
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/ WDG JOB NO. 14-071
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NOLA 70163 - t. 504.754.5280
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FIRST HARTFORD REALTY CO.
149 COLONIAL RD.

"2\ WATER RISER DIAGRAM MANCHESTER, CT 06042

TEL (860) 646-6555
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ROUTE CD FROM COOLER/FREEZER
DRAIN OUTLET TO FLOOR SINK

AND DISCHARGE W/ 2" AR GAP. REVISIONS:

/N 01/09/2015

\— 4" SANITARY SEWER

SERVICE LINE. SEE
CIVIL DRAWINGS FOR

CONTINUATION.

e ROUTE CD FROM COOLER/FREEZER
\l/ DRAIN OUTLET TO FLOOR SINK
AND DISCHARGE W/ 2" AIR GAP.

DRAWING BY: NDS
4" SANITARY SEWER

SERVICE LINE. SEE :
CIVIL DRAWINGS FOR DATE: 13 OCTOBER 2014
CONTINUATION.
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/1 WASTE /VENT/RISER DIAGRAM PLUMBING RISERS

P—1.2/ SCALE: NOT TO SCALE

SHEET NUMBER:

-—1.2

COMMENTS:




Filename = P:\LinfieldHunter&Junius\14—071_CVSSouthMarketDistrict\Design Documents\Drawings\Plumbing\Sheets\075523_P13.dwg

Date = Thursday, October 16, 2014 4:02:15 PM

User = Poyser, Kent

SUB—TOTAL
SYMBOL FIXTURE TYPE QUANTITY F.U. FIXTURE UNITS 1. GENERAL NOTES ARE APPLICABLE TO ALL PLUMBING WORKING DRAWINGS. ITEM | MANUFACTURER REMARKS AND SPECIFICATIONS SS SANITARY SEWER
we—t WATER CLOSET 3 10 30 2. THE WORK SHALL BE EXECUTED IN STRICT CONFORMITY WITH BASE BUILDING SPECIFICATION AND WITH THE LATEST EDITION OF ELECTRIC WATER COOLER: #HACBFSBL-Q ADA WALL=HUNG, BARRIER-FREE WITH FRONT PUSH BARS, CANE TOUCH
1 CAVATORY 3 5 6 HE PREVAILING LOGAL PLUMBING. AND BUILDING CODES AND ALL LOGAL REGULATIONS. THAT MAY APPLY. IN CASE OF CONFLICT ) HALSEY APRON, TWO STREAM MOUNT BUILDING PROJECTOR AND AUTOMATIC STREAM REGULATION. MOUNT WHEELCHAIR D STORM DRAIN
N EWC 1 ”
EWC—1 | ELECTRIC WATER COOLER 1 0.25 0.25 BETWEEN THE CONTRACT DOCUMENTS AND A GOVERNING CODE OR ORDINANCE THE MORE STRINGENT STANDARD SHALL APPLY. TAYLOR ACCESSIBLE (REFRIGERATED) UNIT ON RIGHT WALL BRACKET. PROVIDE 3/8” ANGLE SUPPLY WITH STOP AND
= SHARMACY SINK p 5 > 1-1/2" CAST BRASS "P” TRAP. GRAINGER TEL: (774) 274-2729. RD ROOF DRAIN LINE
52 BREAKROOM SINK 1 2 2 3. ALL PLUMBING WORK SHALL BE COORDINATED WITH ALL OTHER TRADES BEFORE PROCEEDING WITH INSTALLATION. ot . FLOOR CLEANOUT: #40235-X CAST IRON CLEANOUT WITH ADJUSTABLE NICKEL BRONZE TOP AND CARPET - OVERFLOW ROOF
S—3 UTILITY TUB 1 2 2 4. NO CHANGES ARE TO BE MADE IN PLUMBING LAYOUT WITHOUT WRITTEN PERMISSION BY THE ARCHITECT. CLAMPING FRAME — ADJUSTED TO FINISH FLOOR LEVEL. DRAIN LINE AS-IS STORE
— eI - - - FD-1 J. R. SMITH FLOOR DRAIN: #2005Y—A, DUCO CAST IRON BODY WITH FLASHING COLLAR, ADJUSTABLE STRAINER AND ROUND TOP. COMESTIC COLD WATER
T oTAL FXTURE ONITS WG 5. NOPIPING SHALL RUN EXPOSED IN SALES OR FINISHED AREAS. FLOOR SINK: #FS—720-3NH7G—1, 8"ROUND X 6°DEEP, WHITE PORCELAIN ENAMEL COATED INTERIOR, LOOSE SET
TOTAL CPU. = 6. PLUMBING CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL NECESSARY PERMITS AND FOR PAYING RELATED FEES, FS=1 WATTS DRAINAGE PORCELAIN ENAMEL CAST IRON GRATE, ALUMINUM DOME BOTTOM STRAINER, 3° PIPE SIZE, NO HUB TRAP PRIMER DOMESTIC HOT WATER
~ ‘ TAPPING AND 4”X9” OVAL NICKEL BRONZE FUNNEL.
EQUIPMENT MAKE-UP WATER: 0 7. ROUGH-IN DIMENSIONS OF TOILET FIXTURES MUST BE COORDINATED WITH GENERAL CONTRACTOR AND FIELD SUPERVISOR. FLOOR SINK: #FS—780—2NH—F-5-150, 12” SQUARE X 6” DEEP 14GA STAINLESS STEEL SANITARY FLOOR SINK D CONDENSATE DRAIN STORE NUMBER: 10559
FS-2 WATTS DRAINAGE WITH HALF LOOSE SET CAST STEEL GRATE, DOME BOTTOM STRAINER, 2" PIPE SIZE, NO HUB TRAP PRIMER
MINIMUM SERVICE SIZE: 2-1/2" 8. INSTALL BALL VALVES ON ALL BRANCH SUPPLY LINES. TAPPING. BLUMBING VENT BARONNE ST. & GIROD ST. (NWC)
9. PROVIDE ACCESS PANELS ON ALL INACCESSIBLE VALVES AND CLEANOUTS. ACCESS PANELS SHALL BE PROVIDED BY HOSE BIBB: #5509QT, BRONZE NICKEL PLATED QUARTER-TURN NON-FREEZE HYDRANT WITH HOSE CONNECTION, NEW ORLEANS, LA
GENERAL CONTRACTOR. PLUMBING CONTRACTOR SHALL BE RESPONSIBLE FOR THEIR LOCATION. MOUNT SHUT—OFF HB—1 J. R. SMITH INTEGRAL VACUUM BREAKER, "T° HANDLE KEY, AND STAINLESS STEEL BOX WITH FULL 180 DEGREE COVER G GAS PIPING PROJECT TYPE: AS-IS STORE
VALVES NO HIGHER THAN 12'-0" AFF. OPENING. _
SANITARY SEWER CALCULATIONS LAVATORY: 75354 VITREOUS CHINA WALL-HUNG LAVATORY, PROVIDED WITH WALL HANGER, FAUCET HOLES ON 4” I o DEAL TYPE: FEE FOR SERVICE
10. ALL WORK SHALL BE PROPERLY TESTED, BALANCED AND CLEANED. PROVIDE A ONE YEAR WARRANTY FROM DATE B JURN CENTERS, FRONT OVERFLOW; PROVIDE WITH FOLLOWING TRIM Z8743—PC GRID STRAINER, Z8700 P—TRAP AND L CS PROJECT NUMBER: 075523
SYMBOL FIXTURE TYPE QUANTITY | FIXTURE UNITS F|S><UT%§ET %L/T#S OF FINAL INSPECTION ON ALL PARTS AND LABOR. 78946—1-NT TRAP & SUPPLY WRAP: FAUCET: DELTA 520-WFMPU WITH RP60729 AERATOR; LESS POP—UP DRAIN AND -
— ————— - - — 1. FOLLOW POl STANDARDS FOR WATER MAUMER ARRESTORS LIFT HOLE IN POLISHED CHROME. 1—1/4” TAILPIECE. PROVIDE 3/8” WALL SUPPLIES WITH STOP. Vi PLUG COCK
= CAVATORY 3 1 3 ’ ’ SINK & FAUCET FURNISHED |PHARMACY SERVICE SINK & FAUCETS: KINDRED 16”x18°x10” STAINLESS STEEL SINK; FAUCET; 1-1/2” CAST BRASS "P” ARCHITECT OF RECORD
EWC—1 12. ALL FIXTURES T0 BE SUPPLIED & INSTALLED BY PLUMBING CONTRACTOR, EXCEPT THE PHARMACY SINK: S=1 | BY MILLWORK SUPPLIER, | TRAP; PROVIDE 3/8" ANGLE SUPPLIES WITH STOP. PLUMBER SHALL PROVIDE ALL NECESSARY APPURTENANCES TO € HLSOW~ TURNED bom
ELECTRIC WATER COOLER 1 0.5 0.5 INSTALLED BY PLUMBER  |HAVE A FULLY OPERATIONAL SYSTEM
- S ARTACY SINK 1 > > CVS SUPPLIES & PLUMBING CONTRACTOR INSTALLS. :
BREAKROOM SINK: MODEL # DP211515C, STAINLESS STEEL SINK, 15”x15”, 5-1/8" DEEP, 14-3/8"x14-3/8" CUTOUT O———  ELBOW — TURNED UP
S—2 BREAKROOM SINK 1 2 2 13. GENERAL CONTRACTOR SHALL COORDINATE WATER METER LOCATION AND INSTALLATION WITH LOCAL AUTHORITIES AND CIVIL DRAWINGS. . ) DAYTON WITH 1-1/2" RAD. CORNERS, 1-1/4” DIA. FAUCET HOLES. FAUCET: ELKAY—#LKD24898BH—-GOOSE NECK BAR
S—3 UTILITY TUB 1 2 2 o FAUCET WITH WITH LEVER HANDLES AND AERATOR, OVERALL HEIGHT 8”. FURNISH AND INSTALL TRAP & SUPPLY S TEE — TURNED DOWN
14. PROVIDE BUILDING SERVICE LINE 5'-0” FROM BUILDING LINE, OR INSIDE BUILDING FROM OUTLET SIDE OF METER AS WRAP PER CODE.
FD—1 FLOOR DRAIN 2 2 4 gggy&% (ig'LREgLﬁRFE’LDAEYCL%%iTNﬁJEH%ﬁ?ETSLOCAT'ON WITH CIVIL DRAWINGS AND AT JOB SITE. PROVIDE BACKFLOW CATALOG #14, UTILITY LAUNDRY TUB W/ TRAY#14; 20 GAL CAPACITY, 25'Lx23'W, ONE PIECE MOLDED CONSTRUCTION, o TEE — TURNED UP
FS—1 FLOOR SINK 3 2 6 : o3 USTEE SUPPORT WITH LEGS AT 30" AFF. TO LIP OF SINK, FAUCET: #93.600 FAUCET; POLISHED CHROME FINISH, BRASS
15. SANITARY SEWER PIPING SHOWN IS BASED ON 0.25" PER FOOT FALL FOR ALL PIPING. COORDINATE BUILDING SEWER LOCATION WATERWAYS, 4 CENTER, © HIGH RISE TUBULAR SWING SPOUT WITH AERATOR, LEVER HANDLES. 27 CAST BRASS P P GATE VALVE LINFIELD, HUNTER & JUNIUS, INC.
TOTAL FIXTURE UNITS: 31.5 AND INVERT ELEVATION WITH CIVIL DRAWINGS. TRAP; PROVIDE 3/8 ANGLE SUPPLIES WITH STOP. MUSTEE TEL: (216) 267-3100 PROFESSIONAL ENG”\]EERS, ARCHITECTS
MINIMUM SERVICE SIZE 4 WATER CLOSET: CT705ELN: 17-1/2" HIGH ELONGATED RIM VITREOUS CHINA FLOOR MOUNTED TOILET COMPLETE WITH O HO+—  RPBP é’g&sygtﬁg%t Suite 200
16. TRAP SEAL PRIMERS ARE TO BE PROVIDED AT NO ADDITIONAL COST TO OWNER IF REQUIRED BY LOCAL BUILDING CODE OFFICIALS. we—1 7070 OPEN FRONT TOILET SEAT: TOTO SC534 AND 1.28 GPF FLUSH VALVE: ZURN Z6200PEV. LOCATE FLUSH CONTROL ON oot Sreet, Ui
OPEN SIDE OF WATER CLOSET. ‘& BALL VALVE etaine, Louisiana
17. VIR'S SHALL BE LOCATED A MINIMUM OF 5 FROM ANY PARAPET WALL AND 10° FROM OUTSIDE AIR INTAKES. e TR ST WALL CLEANOUT. #4420 TAPER THREAD PLUG WITH ROUND COVER. i 2011 by Linfiee, Hunter & Juniue, I,
) ~
WPS—1 | FILLMASTER SYSTEMS, Lo |WATER PURIFICATION SYSTEM: PROVIDE ALL NECESSARY PIPING, FITTINGS AND EQUIPMENT NEEDED TO ASSURE A N CHECK VALVE
FULLY OPERATIONAL SYSTEM. SHUT—OFF VALVE CONSULTAN-I-'
< IN VERTICAL LINE
Q GAS PRESSURE
WATER HEATER SCHEDULE AR
—LI‘_TI T & P RELIEF VALVE
ITEM | MANUFACTURER REMARKS AND SPECIFICATIONS
~ WATER HEATER: MODEL #EJCS-20, 18°¢ x 25°H, 19 GALLON GLASS LINED TANK, ONE—1500 WATT, 120 VOLT, © RD ROOF DRAIN
W= A-0. SMITH SINGLE PHASE ELEMENT. INSTALL 16 GAGE GALV. SHEET METAL PAN BELOW. WDG | ARCHITECTS ENGINEERS
FLECTRIC WATER HEATER INSULATE FIRST VACUUM RELIEF VALVE © oD OVERFLOW ROOF DRAIN WDG JOB NO. 14-071
WH-1 — REFER TO 8'-0" OF LINE EXPANSION TANK-SEE SPEC S ARONNE S
~— - - . 821 BARONNE ST.
OUTSIDE INSIDE SCHEDULE THIS SHEET FOR , ——O Fco FLOOR CLEANOUT OLATO -~ & 50454
1” HOT WATER NOLA 70163 t. 504.754.5280
CORE DRILL WALL FOR CIRCLE CUT NEW OR EXISTING SIZE, CAPACITY, ELECTRICAL CHECK VALVE
STUD CONSTRUCTION AND REQUIREMENTS, ETC. (140 DEG. F)
EXISTING MASONRY OR A SROVIDE. GALVANIZED STEEL PIPE —O GCo GROUND CLEANOUT
— ) F><——a—2 1" COLD WATER SUPPLY
CONCRETE CONSTRUCTION X ' FOR 6” AND SMALLER. PROVIDE | | ot 1 P
Co 10 GAUGE GALVANIZED SHEET TEMPERATURE 18—
PROVIDE GALVANIZED STEEL PIPE e N—— — STEEL ROUND TUBE FOR 6” AND & PRESSURE / o _%H\ DEVELOPER
WITH RETAINING RING TO ANCHOR )-:-:-:-:- -‘—‘_—.-—_—:-:-:-:-:-:-( LARGER. CAULK SLEEVE IN RELIEF VALVE MIXING VALVE WATTS — &l WCO WALL CLEANOUT
PIPE AND ACT AS A WATER STOP. O PLACE. % MODEL #1170-M2
VASONRY R NEW CONCRETE B T (Y PACK ANNULAR SPACE WITH DRAIN VALVE ? 11 07 WATER TO FIXTURES hPco PLUG CLEANOUT
110 DEG. F)
CONSTRUCTION. ( FIBERGLASS INSULATION: AND ~. ( FIRST HARTFORD REALTY CO.
\Yggg 17 PROVIDE WATER—-PROOF NON- TEMPERATURE & PRESSURE \ £ woB  WALL DRAIN BOX
S e e SHRINK SILICONE SEALANT ON RELIEF DRAIN DISCHARGE TO s - 12° LONG HEAT 149 COLONIAL RD.
PROVIDE CAST IRON WALL PIPE 7, - INSIDE AND OUTSIDE FLUSH WITH FLOOR SINK A —= an TRAP (TYP.) ABBREVIATIONS MANCHESTER, CT 06042
WTH RETANING RING 10, ANCHOR ' ¢ WALL. 16 GAUGE GALVANIZED o| i L\ TEL (860) 646-6555
: SAFETY PAN
POUR IN PLACE FOR NEW EAOSED PIPE I FISHED WATER HEATER SHELF. CD  CONDENSATE ~ OR  OVERFLOW FAX (860) 646-8572
CONCRETE CONSTRUCTION. SPACE RE: ARCH DRAIN ROOF DRAIN
3/4 " DRAIN — DISCHARGE CONT. CONTINUATION ~ PCO  PLUG CLEANOUT
TO FLOOR' SINK < CW COLD WATER ~ PF  PLUMBING SE AL
~ FIXTURE .
DETAIL NOTE: DN" DOWN
‘ UTILITY TUB $=3———~ DS pown spour RO ROOF DRAN W
PIPING ARRANGEMENT SHOWN IN SCHEMATIC. ADJUST TO SUITE FIELD CONDITIONS. REFER RPBP REDUCED PRESSURE y»“‘/\v
TO SPECIFICATIONS FOR MORE INFORMATION ON INSULATION AND SEALANT. COORDINATE FD  FLOOR DRAIN BACKFLOW PREVENTER ¥°~>
SLEEVE INSTALLATION WITH GENERAL CONTRACTOR. FINISHED FCO EtLEJiH oy RPZP REDUCED PRINCPLE ; KENT
FLOOR ZONE BACKFLOW 3 REG.
G GAS PIPING PREVENTER 3 :
/ 1\ WALL PENETRATION DETAIL WATER HEATER DETA| 0 TR ON 5y stom oaan 3 froressppintrone ¢
2 L GCO  GROUND SS  SANITARY SEWER <
w SCALE: NOT TO SCALE CLEAN OUT e NDER FLOOR D %@;‘5 d
w SCALE: NOT TO SCALE W HOT WATER 0 UMBING VENT oy CA L ENG N 29
LE. INVERT 7| {J
ELEVATION VIR VENT THRU ROOF 0/‘
ODS  OVERFLOW WCO WALL CLEAN OUT |
f DOWN SPOUT  wpB  WALL DRAIN BOX
NOTE: ALL TUBING TO BE REVISIONS:
CONCEALED WITHIN WALL,
CEILING OR MILLWORK. 1/4” TUBING
/_
INSTALL CAULKING FERRULE AND RAISED HEAD SCREW
PLUG IN AREAS WHERE SURFACE IS UNFINISHED. PROVIDE ACCESS HOUSING & COVER 24 18X 6 CONCRETE SHUT OFF
ACCESS HOUSING & COVER IN FINISHED SURFACES SUCH SET FLUSH WITH FINISHED INSTALL CAULKING FERRULE 21 X I8 D ONCRE PHARMACY FAUCET VALVE
AS FLOORS, SIDEWALKS AND DRIVEWAYS (JR SMITH SURFACE. INSTALL IN FLOOR, AND RAISED HEAD SCREW PLUG SERVICE ADAPTER
SIDEWALKS AND DRIVES IN AREAS WHERE SURFACE IS FILLMASTER
MODEL # 4880) SINK
o (JR SMITH MODEL # 4880) UNFINISHED PLUS
18”X 18X 6" CONCRETE DISPENSER
PAD OR AS SPECIFIED
x FINISHED FLOOR FINISHED GRADE FINISHED FLOOR oW 50 P
FINISHED GRADE / \ / REGULATOR -
HW O
}:ll\:m:m:_ N T 7 s =TT AA/ d a h Sl S g [], 5 'E
l:m:m:m:m: ) g :m:m: 4 8 %
SIEIEIEIEIRE 7 SAME SIZE AS MAIN W], e I DRAIN——"= k=
WTH 4" MAXMUM ——o | NOTE: PROVIDE RPZP x| Q
I
TO GRADE, SAME - SIZE N FILTER BEFORE FILTER IF 2|E
] _ AS MAIN WITH 4" MAX REQUIRED. =
1/8 BEND FITTING AND WYE “ < 2 2 1/4 YARD OF CONCRETE a . ) g g DRAWING BY: NDS
FITTING OR COMBINATION 1/8 |, . AROUND FITTING FOR ANCHOR ——__ ‘ 4 <
BEND AND WYE FITTING S oL NOTE: FILTER AND REGULATOR /— MILLWORK | ® DATE: 13 OCTOBER 2014
4 SEE PLANS FOR SZE AN 2 S i TO BE MOUNTED WITHIN CABINET =
- . MILLWORK CABINET. .
. AND ROUTING OF PIPING . N DOUBLE TWO-WAY FINISH_FLOOR JOB NUMBER: 11=311l
A . ) ) CLEANOUT FITTING
{ FLOW . | FLOW . TITLE:
¢ | | ) ‘7 Heee—=— DETAIL NOTE:
L~ . | | g | SEE PLANS FOR SIE ALL REQUIRED FILLMASTER EQUIPMENT, CONNECTORS AND PLUMBING NOTES,
TUBING SUPPLIED WITH UNIT. THIS EQUIPMENT SHALL BE
PLUG DRAIN PIPE WHEN MAIN AND ROUTING OF
e CLEANOUT 1S LOCATED AN ¢ PURCHASED AND INSTALLED BY GENERAL CONTRACTOR. DETAH_S, & SCHEDULE
AT THE BEGINNING OF THE 4

RUN SHEET NUMBER:

7“3\ CLEANOUT "5\ TWO—WAY CLEANOUT "5\ WATER PURIFICATION DETAIL
i/ i/ —1.5

P—1.3/ SCALE: NOT TO SCALE w SCALE: NOT TO SCALE P—1.3/ SCALE: NOT TO SCALE
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FIRE PROTECTION NOTES

1. CONTRACTOR SHALL REFER TO FIRE PROTECTION SPECIFICATIONS.

2. FOR ADDITIONAL SPECIFICATION INFORMATION REFER TO

ARCHITECTURAL DRAWINGS. harma
3. CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING FLOW TEST l’ c y

DATA AND PREPARING HYDRAULIC CALCULATIONS.
AS-IS STORE

4. SPRINKLER AND PIPING LAYOUT SHOWN FOR REFERENCE
PURPOSES ONLY. CONTRACTOR SHALL CONFIRM STRUCTURAL AND
WATER SUPPLY HYDRAULIC INFORMATION PRIOR TO SYSTEM
FABRICATION AND INSTALLATION.

5. SPRINKLER SYSTEM IN RETAIL AND STOCKROOM AREAS SHALL BE

DESIGNED FOR PROTECTION OF ORDINARY HAZARD, GROUP 2 STOHE NUMBEH 10559

OCCUPANCIES IN ACCORDANCE WITH NFPA 13. BARONNE ST. & GIROD ST. (NWC)

6. SPRINKLER SYSTEM IN OFFICE/SUPPORT AREAS SHALL BE DESIGNED NEW ORLEANS, LA
FOR PROTECTION OF LIGHT HAZARD OCCUPANCIES IN ACCORDANCE
¢ CUPANC ¢ PROJECT TYPE: AS-IS STORE

WITH NFPA 13.
@ @ @ @ @ @ @ DEAL TYPE: FEE FOR SERVICE
7. ANY AREAS WHICH CONTAIN MISCELLANEOUS STORAGE AS DEFINED

BY NFPA 13 SHALL BE PROTECTED ACCORDINGLY. CS PROJECT NUMBER: 075523
8. THE SPRINKLER HEAD LAYOUT SHOWN IS AN APPROXIMATION AND
IS INTENDED ONLY TO PROVIDE AN UNDERSTANDING OF THE SCOPE AHCH'TECT OF HECOHD
OF THE WORK. THE CONTRACTOR IS REQUIRED TO FIELD VERIFY
THE EXACT LOCATIONS OF ALL HEADS TO INSURE THIS WORK T N ]
WILL NOT CONFLICT WITH THE CEILING GRID OR LIGHTING LAYOUT. .,
REFER TO THE ARCHITECTURAL DRAWINGS FOR REFLECTED CEILING . =
PLANS AND COORDINATE ALL WORK WITH ALL OTHER CONTRACTORS B (8 SEIN )/~ INSPECTOR'S
PRIOR TO INSTALLATION OF THE SPRINKLER SYSTEM. 5 @ ® ® ® ® ® ® ® g[J? KTq WT( /[ TEST STATION.
B o /
9. WHERE REQUIRED BY CODE OR DIRECTED BY LOCAL AUTHORITIES, = 1k i
CONTRACTOR SHALL PROVIDE SEISMIC HANGING & CONSTRAINTS & “ [
ON ALL PIPING IN COMPLETE ACCORDANCE WITH THE LATEST \ LINFIELD, HUNTER & JUNIUS, INC.
EI\?EL)JEN?;ATHE STATE MECHANICAL BUILDING CODE, LOCAL CODES @ = - @ PROFESSIONAL ENGINEERS. ARCHITECTS
‘ 15 =E] AND SURVEYORS .
—] LJEJ N_ EXISTING FIRE 3608’ ’18th S.tr’eet, Suite 200
10. FIRE PROTECTION CONTRACTOR SHALL PROVIDE A GUARANTEE S R R ® R R R R ® b ® DEPARTMENT Metairie, Louisiana 70002
COVERING ALL MATERIAL AND WORKMANSHIP FOR ONE YEAR W ‘ ‘ = STANDPIPE
FOLLOWING DATE OF ACCEPTANCE BY CVS. sﬂ/ Eﬂ \[ £x J INLET 2011 by Linfield, Hunter & Junius, Inc.
11. UNDERGROUND PIPING TO SPRINKLER RISER SHALL BE ROUTED S [ ] SPR'NEL/EE CONNECTION
BENEATH BUILDING FOOTING. COORDINATE WITH CIVIL DRAWINGS. 8, ,
BT CONSULTANT:
12. IN AREAS WITH AN EXPOSED CEILING, RUN ALL PIPING WITHIN OR § 1®)
TIGHT TO BOTTOM OF JOIST TO MAXIMIZE HEAD CLEARANCE. O
U ®3c R R R R R R R ® R
) I o || [i~c=
FIRE PROTECTION LEGEND = | .
E] To g N WDG | ARCHITECTS ENGINEERS
¥ UPRIGHT SPRINKLER HEAD RE: DETAIL 3/FP—1.1 Bl Tl MAIN PIPING WDG JOB NO. 14-071
Ly ]O _ <m 821 BARONNE ST.
®  PENDENT SPRINKLER HEAD RE: DETAIL 4/FP—1.1 il = NOLA 70163 - t. 504.754.5280
/ X N : IR ® ® ® ® #=g ® ® ®
X ]
AT DEVELOPER:
™ - - - b ™
O e o s i I SO N R O E
71 | | | || % é LJ
I =
= &
j“ T 8 R R R R R R R & R FIRST HARTFORD REALTY CO.
i i il 149 COLONIAL RD.
I o MANCHESTER, CT 06042
I L] TEL (860) 646-6555
| FAX (860) 646-8572
=== 7]
= S & ® ® ® ® ® ® ® ® SEAL:
X I | W
®) ‘ @) ES
™ ™ ¥%
M gg KENT ;
/ 9 o ] REG.
I X 33: 2 33: X 3 :
HORN /STROBE % CHECK VALVE o = ROFESSJgNAL ENGlNEERg
i T — 0 = ] ] _ g ] ] /= ] < &
5 EX. W, @@s |
I FROM FDC Sl SPRINKLER "'*»,fﬁL ENS’“\‘?«“‘ z 7/0
% MAIN FLOW SWITCH O T AN [ O "m““l 0} 16
< = i <
PRESSURE GAUGE NN N I\ ‘
(TYP.) REVISIONS:
ALARM CHECK
LUNDERSIDE
PROVIDE A BACKFLOW
PREVENTER, APPROVED FOR T_1. MAIN DRAIN OF DECK \ m FIRE PROTECTION PLAN
VERTICAL INSTALLATION, AS Ee— ‘ y
REQUIRED BY THE LOCAL UPRIGHT P—1.) SCALE: 1/8" = 1"-0"
AUTHORITY HAVING SPRINKLER SUPPORT y.
JURISDICTION. . PIPE X
x Hﬁtﬂ' DRAIN TO ~”F NEEDED SEE NOTE /
EXTERIOR —~— PITCH
Ll E SMOOTH BORE
SUPERVISED 0.S. & Y. GATE N\ 1 ) CORROSION
VALVE, BRONZE MOUNTED, ] BRANCH LINE L ECSTANT
IRON BODY, F.M. & U.L CLEVIS HANGER REDUCER Il [ g\
, F-M. L. - NIPPLE TEST VALVE IN — OUTLET GIVING
LISTED AND RATED FOR 175 SUPPORT FROM ~— || Up READILY ACCESSIBLE FLOW
PSI WORKING PRESSURE. JOIST OR DECK — PIPE NIPPLE (IF =\ . = LOCATION EQUIVALENT TO
(TYPICAL) * \ ABOVEx /NECESSARY) " g& _  H ONE SPRINKLER
QN . PLUG—FOR TESTING 45 ELBOW DRAWING BY: NDS
W.P.L.V. W/TAMPER “ “ @ aifNNCH R REMOVE AND INSTALL /Et
= 17X1/2” g%mg%#gj SPLASH BLOCK DATE: 13 OCTOBER 2014
! REDUCER
DUCTILE IRON ANSI JOB NUMBER: 11-=31l
A21.51 TAR COATED | ™ — BRANCH ggﬁf’NEgDED FHION N
OUTSIDE, CEMENT ] / LINE TTLE.
MORTAR LINED INSIDE. ——7 NOTE: TO MINIMIZE CONDENSATION OF WATER IN THE
VERIFY MATERIALS WITH ] S DROP TO THE TEST CONNECTION PROVIDE A NIPPLE-UP
LOCAL WATER P e FINISHED % m m g S~ RECESSED OFF OF THE BRANCH LINE. FIRE PROTECTION PLAN
AUTHORITIES, ———] FLOOR PENDENT
— SPRINKLER HEAD & DETAILS

SPRINKLER VALVE TYPICAL UPRIGHT SPRINKLER TYPICAL PENDENT SPRINKLER INSPECTOR TEST SHEET NUVBER:
/2 STATION DETAIL /"3 HEAD DETAIL /4 HEAD DETAIL /"5 CONNECTION DETAIL F D W W

P—1. SCALE: NOT TO SCALE P—1. SCALE: NOT TO SCALE P—1. SCALE: NOT TO SCALE P—1. SCALE: NOT TO SCALE
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FIRE ALARM SYMBOL SCHEDULE I r
SYMBOL DESCRIPTION AS-IS STORE
,_@ / @ STROBE WALL / CEILING MOUNTED — CANDELA AS
MARKED
STROBE/HORN COMBO WALL / CEILING MOUNTED -
EMPLOYEE H—— KB / @)X | etk 45 MaRKeD
“‘ MANUAL PULL STATION A
= —| proToLA STORE NUMBER: 10559
v 2 DUCT DETECTOR BARONNE ST. & GIROD ST. (NWC)
NEW ORLEANS, LA
oM e r 5 T — 5 = PROJECT TYPE: AS-S STORE
OFFIC = ‘ '
15cd &I ¥ \ i} — / DEAL TYPE: FEE FOR SERVICE
™ \ __ | CS PROJECT NUMBER: 075523
— ‘ % :
I | |
A ‘ | |
, | L LU N ARCHITECT OF RECORD
/ I
[
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110 1 \ i
| |
| |
} |
| | LINFIELD, HUNTER & JUNIUS, INC.
WOMEN'S | | | PROFESSIONAL ENGINEERS, ARCHITECTS
PR | | | AND SURVEYORS
R.R. \ \ | 3608 18th Street, Suite 200
| |
| ‘ 3 | Metairie, Louisiana 70002
| / |
- — - & SE —H\Mb i ‘;\/ i 2011 by Linfield, Hunter & Junius, Inc.
| AREA | i I \ i
1 } | .
; » F , CONSULTANT:
| I |
! | |
! | \
3 ‘ { i
_ Al |
0 jn A | |
‘ | | | = 60cd | |
MEN'S y % | |
PR “ jﬂ | RQEN i i WDG | ARCHITECTS ENGINEERS
| iy r 1 - :#‘ 77777777 - WDG JOB NO. 14-071
o o o o o T Il — 1 — — || T
| = _ [ T Q
| | = SUPPLY I i } 821 BARONNE ST.
@ } ‘ @ ‘ ‘ NOLA 70163 - t. 504.754.5280
60cd | ~ RETURN | |
M a 2 s \ \
- D@ i £ ‘ |
PHARMACY —15cd | SUPPLY | |
AREA i | i |
| I \ \ .
\ o | \ ; ; DEVELOPER
1 | |
| |
| | |
Ll | |
| © ‘ 1 1 FIRST HARTFORD REALTY CO.
| | i 110cd | ©x 3 | 149 COLONIAL RD.
| | | MANCHESTER, CT 06042
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1. COORDINATE FIRE ALARM SYSTEM WITH EXISTING FACILITY FIRE ALARM EQUIPMENT SHALL BE IN ACCORDANCE WITH NFPA 70, NATIONAL WITHIN THE MINIMUM AUDIBLE LEVEL REQUIRED BY NFPA 72:7.18.4.3. SEE
PROVIDE MANUAL PULL STATION ON WINDOW SYSTEM. ALL COMPONENTS REQUIRED TO PROVIDE A COMPLETE AND ELECTRICAL CODE; AND, SPECIFICALLY WITH ARTICLE 760. CABLES SHALL 72:A.18.4.3 FOR GUIDELINES. ACTUAL AMBIENT SOUND LEVEL
FRONT SYSTEM WITH FIRE ALARM CABLES OPERABLE FIRE ALARM SYSTEM FOR THE TENANT BUILDOUT ARE TO BE BE PROTECTED AGAINST MECHANICAL INJURY IN ACCORDANCE WITH MEASUREMENTS SHALL BE USED FOR COMPLIANCE VERIFICATION. REVISIONS:
1 FIRE ALARM CONCEALED. PROVIDED BY FIRE ALARM CONTRACTOR. ARTICLE 760. :
2. FIRE ALARM SYSTEM IS TO BE CAPABLE OF INTERFACING PROPERLY WITH 14, NFPA 72:10.18.2.3 THE OWNER'S MANUAL, THE INSTALLATION
E—FA/ SCALE: 1/8°=1-0" EXISTING BUILDING FIRE ALARM SYSTEM. 8. NFPA 72:17.12.2 WATERFLOW IN SPRINKLER SYSTEMS SHALL BE INDICATED INSTRUCTIONS AND AS—BUILT RECORD DRAWINGS SHALL BE GIVEN TO THE
3. CONTRACTOR SHALL ENGAGE THE SERVICES OF A LOUISIANA LICENSED WITHIN 90 SECONDS. OWNER UPON FINAL ACCEPTANCE OF THE SYSTEM.
FIRE ALARM CONTRACTOR AND/OR MANUFACTURER TO PROVIDE A
COMPLETE AND OPERABLE FIRE ALARM SYSTEM APPROVED BY THE 9. NFPA 72:10.7.2 FIRE ALARM SIGNALS SHALL BE DISTINCTIVE IN SOUND
AUTHORITY HAVING JURISDICTION UNDER THE BASE BID. CONTRACTOR FROM OTHER SIGNALS AND THIS SOUND SHALL NOT BE USED FOR ANY
SHALL BE RESPONSIBLE FOR AND INCLUDE IN BID ALL PLAN REVIEW AND OTHER PURPOSE.
PERMIT FEES, WHICH MAY BE APPLICABLE. COORDINATE WITH FIRE ALARM
CONTRACTOR ANY ADDITIONAL DEVICES, OUTLETS OR CONNECTIONS 10. NFPA 72:10.5.5 CONNECTIONS TO THE LIGHT AND POWER SERVICE SHALL
REQUIRED FOR THE FIRE ALARM SYSTEM PRIOR TO BID. CONTRACTOR IS BE ON A DEDICATED BRANCH CIRCUIT(S). THE CIRCUIT(S) AND
NOTE — FIRE ALARM CONTRACTOR IS RESPONSIBLE FOR RESPONSIBLE TO ADD ANY ADDITIONAL ITEMS REQUIRED BUT NOT SHOWN CONNECTIONS SHALL BE MECHANICALLY PROTECTED. CIRCUIT
PROVIDING A FIRE ALARM SUBMITTAL AND SYSTEM MEETING ON THE DRAWINGS TO MEET THE AUTHORITY HAVING JURISDICTION DISCONNECTING MEANS SHALL HAVE A RED MARKING, SHALL BE
THE REQUIREMENTS OF THE STATE FIRE MARSHAL AND LOCAL REQUIREMENTS AT NO ADDITIONAL COST TO THE OWNER. CONTRACTOR ACCESSIBLE ONLY TO AUTHORIZED PERSONNEL, AND SHALL BE IDENTIFIED
CODE SHALL PROVIDE COMPLETE SYSTEM WIRING DIAGRAMS INCLUDING BUILDING AS "FIRE ALARM CIRCUIT”. THE LOCATION OF THE CIRCUIT
FLOOR PLANS, SYSTEM COMPONENT SPECIFICATIONS, DEVICE LOCATIONS, DISCONNECTING MEANS SHALL BE PERMANENTLY IDENTIFIED AT THE FIRE
ETC. FOR REVIEW AND APPROVAL BY AUTHORITY HAVING JURISDICTION. ALARM CONTROL UNIT.
10.1.  NFPA 72:23.4.2 FIRE ALARM CIRCUITS SHALL COMPLY WITH
4. CONTRACTOR TO INCLUDE THE STATE FIRE MARSHAL'S FIRE ALARM SECTIONS 23.5 THROUGH 23.7.
SYSTEM CHECKLIST & FEE SCHEDULE AS PART OF FIRE ALARM SYSTEM
SUBMITTAL. 11. NFPA 72:17.14.4 THE OPERABLE PART OF EACH MANUAL FIRE ALARM
BOX SHALL BE NOT LESS THAN 3.5 FT. AND NOT MORE THAN 4 FT.
5. ELECTRICAL CONTRACTOR TO PROVIDE ALL NECESSARY 120V FEEDS ABOVE FLOOR LEVEL. DRAWING BY: BH
ASSOCIATED WITH THE FIRE ALARM SYSTEM TO DUCT DETECTORS, :
BOOSTER POWER SUPPLIES, FACP, ETC. WHETHER SPECIFICALLY SHOWN ON 12. NFPA 72:18.5.41 VISUAL NOTIFICATION APPLIANCES SHALL BE MOUNTED
THESE DRAWINGS OR NOT. ELECTRICAL CONTRACTOR TO COORDINATE SO THAT THE ENTIRE LENS IS AT LEAST 80" AND NOT MORE THAN 96” DATE: 13 OCTOBER 2014
EW/I;E T;g FIRE ALARM CONTRACTOR AND PROVIDE THESE FEEDS IN THE ABOVE THE FINISHED FLOOR. (MOUNTING IN SLEEPING AREAS SHALL BE IN
’ 121ACCO§)DAE%AW|7T;1%E5C E%Nzwi/?é?éf% NOTIFICATION DEVICES SHALL FLASH JOB NUMBER: 11=311
6. NFPA 72:10.15 IN AREAS NOT CONTINUOUSLY OCCUPIED, AUTOMATIC o 09
IN' SYNCHRONIZATION, WHERE MORE THAN TWO ARE LOCATED WITHIN
SMOKE DETECTION SHALL BE PROVIDED FOR EACH FIRE ALARM CONTROL THE FIELD OF VIEW IN THE SAME ROOM OR ADJACENT SPACE TITLE:
UNIT, NOTIFICATION APPLIANCE CIRCUIT POWER EXTENDER, AND :
SUPERVISING STATION TRANSMITTING EQUIPMENT TO PROVIDE NOTIFICATION
13, 101:9.6.3.7 AUDIBLE ALARM INDICATING APPLIANCES SHALL BE
OF FIRE AT THAT LOCATION. EFFECTIVELY HEARD ABOVE THE AVERAGE AMBIENT SOUND LEVEL FIRE ALARM PLAN
. OCCURRING UNDER NORMAL CONDITIONS OF OCCUPANCY. THE MINIMUM
/. NFPA 72:12.2.4.3 THE INSTALLATION OF ALL WRING, CABLE, AND AUDIBLE SOUND LEVEL REQUIRED FOR OCCUPANT NOTIFICATION SHALL BE
SHEET NUMBER:
COMMENTS:
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FIRE ALARM NOTES
ALL FIXTURES SHALL BE PURCHASED THROUGH NATIONAL ACCOUNT VENDOR
REFER TO ELECTRICAL SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS WHICH MAY NOT NECESSARILY BE REFLECTED IN CATALOG NUMBER AND/OR DESCRIPTION IN THIS SCHEDULE. CONTRACTOR CAN SUPPLY EITHER PRIMARY OR
FIRE ALARM SYSTEM TO BE INSTALLED BY CVS NATIONAL
ACCOUNT VENDOR ASSIGNED To THE CONSTRUCTION ALTERNATE LIGHTING PACKAGE AS INDICATED UNDER THE MANUFACTURER COLUMN.
REGION. SYMBOL DESCRIPTION MANUFACTURER 5} DEamaTes atemate MOUNTING [ VOLT| VA LAMPS BALLASTS REMARKS/NOTES
FIRE SYSTEM DESIGN SHALL BE BASED ON FIRE AHJ AND IV R ESTREIIIT
CVS ASSET PROTECTION SERVICES (APS) SPECIFICATIONS. A G |Zanecessen 21))METALUX//20PG_WO_ZSQFB%W_UNV RECESSED 277 | 73 | 2-F032/841/XPS /ECO 1-QHE2X32ISHSC LAMPS FACTORY INSTALLED. p armaw
" 2X4 RECESSED 1.)LITHONIA/2E88PHE 232 0S5C S841HT8
FIRE ALARM ANNUNCIATOR TO BE MOUNTED 5'-0" AFF AT AD RECESSED 277 | 73 | 2-F032/841/XPS /ECO 1-QTP2X32T8/UNV DIM LAMPS FACTORY INSTALLED.
FRONT ENTRANCE DOOR NEAR BURGLAR ALARM KEYPAD. @ PARABOLIC W/ DIMMING | 2.)METALUX /20PG—WO0—232FB26W—UNV—0S—QTP2X32T8UNVDIM /! AS_IS STORE
[/ 2X4 RECESSED 1.)LTHONIA /2ES8PHE 232 OS10SXH SB841HT8-EL14 _ _ LAMPS FACTORY INSTALLED. PROVIDE "LITHONIA EL14" OR
COORDINATE CONDUIT LOCATIONS WITH CVS ALARM VENDOR A //’z EMERGENCY PARABOLIC | 2.)METALUX /20PG—WO—232FB26W-UNV RECESSED 277 | 73 | 2-FO32/841/XPS/ECO 1-QHEZX32ISHSC "SURE-LITES EBP1400X" EMERGENCY BATTERY PACK
PRIOR TO ROUGH—-IN AND PROVIDE BACK BOX AND CONDUIT f 2X4 RECESSED EMERGENCY] 1.)LITHONIA /2ES8PHE 232 0S5C 841HT8-EL14 LAMPS FACTORY INSTALLED. PROVIDE "LITHONIA EL14" OR
IN WALL TO THE CEILING. AID 3] |eamasotic w owinG 2 METALUX,/20PG-WO—232FB26 W-UNV~EL4-05—-QTP2X32T8UNVDIM | RECESSED 277 | 73 | 2-F032/841/XPS/ECO 1-QTP2X3218/UNV DIM "SURE-LITES EBP1400X" ENERGENCY BATTERY PACK
s 1.)UTHONIA/TS 1 32 MVOLT OSI10XL SURFACE AFF. _ _ _
G CONTRACTOR T0 SUPPLY DUCT SHOKE OFTECTORS c & STRP 2 WETALUN /CS— BTSN 232 -UNV_-OSQHEISL oo i | 277 | 48 |2-Fo32/841/xPS /ECO3 1-QHE2X32T8/UNV 1SL-SC STORE NUMBER
WITH VISUAL ANNUNCIATION, RESET SWITCH, AND NECESSARY TNITHONIATC 2 32 WVOLT OSITOX. OR :
RELAYS FOR FIRE SHUTDOWN INTERFACE, TO BE SUPPLIED ol o |4 swe 2.))METALUX//CVS—SS—1 S N OSHELSL S 277 | 48 |2-F032/841/xPS /ECO3 1-QHED(S2TB/UNY IsL-SC | FROVIDE WRE GUARD FOR FIXTLRE WHEN LOCATED 10559
BY HVAC CONTRACTOR AND BE CONNECTED TO FIRE ALARM e TN T T BARONNE ST. & GIROD ST. (NWC)
CONTROL PANEL BY THE ALARM VENDOR. E —» EVERCENCY 2 YSURELITES /CVS—CC4WH R CELING 277 | 9 |INCLUDED WITH UNIT CEILING MOUNTED IN RETAIL AREA ONLY. NEW ORLEANS, LA
WATER FLOW AND VALVE SUPERVISION SWITCHES TO BE SURFACE, —LEDH=A19—60—1-27D— PROJECT TYPE: AS-IS STORE
P PENDANT FIXTURE  |HALO/H1 DME AH 19 LRG MARSHMALLOW 120 | 9.4 [1-LEDH—A19-60—1-27D—10
SUPPLIED BY SPRINKLER CO. AND CONNECTED TO THE FIRE © / CEILING
ALARM CONTROL PANEL BY THE ALARM VENDOR. JUNO,/ONE—CIRCUIT SYSTEM,/T2WH SURFACE, DEAL TYPE: FEE FOR SERVICE
R I TRACK SYSTEM JUNO,/T256LED—4K-WH CEING 120 | 35 |LED INCLUDED WITH UNIT 075 5 23
X e EXIT WITH EGRESS 1.)LITHONIA/LHQM S W 3 R 120/277 SURFACE, WALL [ ,- ||, s |LED AND 2-9W INCANDESCENT, B D N oo s, AU ASROWS AS CS PROJECT NUMBER
LIGHTING HEADS 2.)SURELITES /CVS—UNH1SRWDHL OR CEILING 0 |INCLUDE WITH UNIT MOUNTED. IN RETAIL AREA ONLY
-r NIGHT LIGHT
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COOLERS
/1 LIGHTING KEYNOTES GENERAL NOTES
E—1.1/ SCALE: 1/8"=1-0" 1. WRE IN TANDEM ONE AND THREE LAMP FIXTURES, 6. PROVIDE #0AWG CONDUCTORS FOR HOME RUNS
/ @ PROVIDE UNSWITCHED HOT WIRE TO NIGHT PROVIDE EMERGENCY EGRESS FIXTURE WITH TIME @ PROVIDE CEILING MOUNTED DIMMING CONTROL SURFACE MOUNTED IN CONTINUOUS ROWS OR REGESSED (NCLUDING  GROUND) FOR THE FOLLOWING CRCUITS:
LIGHTS AND EMERGENCY FIXTURES. CONNECT DELAY MONITOR WHEN CIRCUITED WITH A H.LD. SENSOR IN CENTER OF WINDOW FOR PRIMARY - B ) 1 v "
AHEAD OF ENERGY MANAGEMENT SYSTEM FIXTURE SIDELIGHT AREA FIXTURE MOUNTED IN AN ACCESSIBLE CEILING AND WITH RSH-1, RIH-5, R3H=5, R3H-7, R3H-9, RIH-TI,
: : : IN 10 FEET OF EACH OTHER. R3H-13, R3H-15, R3H-17, R3H-19 AND R3H-21.
@ MOUNT SWITCH 42" AF.F. TO CENTER OF SWITCH. @ PROVIDE UNSWITCHED HOT WIRE TO EMERGENCY PROVIDE (2) LIGHT SWITCHES, DOWNSTREAM OF 2. CEILING MOUNT EXIT SIGNS AND EMERGENCY LIGHTING DRAWING BY- AJC
FIXTURE BATTERY CHARGER VIA THE ASSIGNED EMS CONTROL FOR LOCAL CONTROL OF EACH HEADS IN RETAIL AREA. ALL EXIT SIGNS WIRED AC/DC 7. NOT USED )
: CIRCUIT IN PANEL A. CONNECT SWITCHED (EMS) PHARMACY AREA LIGHTING CIRCUIT. AND TOGETHER.
PROVIDE E.M.S. OVERRIDE SWITCH IN MANAGER’S )
@ OFFICE T0' CONTROL. CIRGUITS R3H1. R3U-5 HOT WIRE CIRCUIT TO BOTH FIXTURE BALLASTS. 3 INSTALL HOLD DOWN CLIPS ON ALL 2x4 LAY—IN 8. REFER TO ARCHITECTURAL PLANS FOR EXACT LIGHTING DATE: 13 OCTOBER 2014
’ ’ U
R3H—7 AND R3H-11. PROVIDE LABEL ABOVE EMERGENCY FIXTURE WILL OPERATE AS A FIXTURE. FIXTURE LOCATIONS, UNLESS OTHERWISE NOTED.
SWITCH TO READ "ENS /OR” SWITCHABLE UNIT WITH SEPARATE CIRCUIT FOR JOB NUMBER: 11— 31
: BATTERY CHARGER SO LAMPS CAN BE TURNED 4. CUT AND POP RIVET CEILING GRID AS REQUIRED. 6. PROVIDE CONDUIT FOR WIRING AS SPECFIED IN : -
@ OCCUPANCY SENSOR FOR CONTROL OF EXHAUST BEEP\AE/E'L\EOE?Q?S E:T\l MTﬁIEI T?\LEETBSIIT/EREOCVLR 5. ROUTE THE FOLLOWING CIRCUITS THROUGH THE ENERGY ) DRAWINGS AND AS REQUIRED BY LOCAL JURISDICTION. TITLE:
FAN. REFERENCE SWITCHING DIAGRAM 9/E-2.1 OUTAGE. ALL EMERGENCY FIXTURES WILL BE MANAGEMENT SYSTEM: A. ALL RETAIL AREA LIGHTING COORDINATE INSTALLATION AND ROUTING REQUIREMENTS
ACTIVAfED CIRCUITS, B. SIGN CIRCUITS, C. ALL LIGHTING CIRCUITS WITH APPROPRIATE INSTALLER.
NOTE — PROVIDE EXIT AND EGRESS FIXTURES WITH BATTERY IN'PHARMACY, D. PHOTOLAB AND CHECKOUT AREAS. LIGHTING PLAN
BACKUP FOR 90 MINUTES OF OPERATION.
SHEET NUMBER:
I /‘ < /‘
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ELECTRICAL LEGEND NOTES (RETAIL AREA): ELECTRICAL LEGEND NOTES (RECEIVING AREA): ELECTRICAL LEGEND NOTES (MISCELLANEQUS): GENERAL NOTES (SHEET E—1.2 ONLY): — " CONDUIT
PROVIDE CONDUIT AND PULL WIRE FROM 6” ABOVE CEILING TO DOUBLE GANG JUNCTION BOXES LOCATED ECC W/ DUPLEX AND DATA/PHONE LINE MOUNTED ON FIXTURE. PROVIDE WIRING CHASE AS MANUF BY NOT USED DUPLEX GFCI RECEPTACLE PROVIDED WITH HVAC UNIT. CIRCUIT TO A-2 WITH 2410, 110G, 1. RE: EXISTING CONDITIONS AND SHELL PLAN FOR ADDITIONAL INFORMATION. e
@ " DUPLEX
5'-0" AFF AT FRONT ENTRANCE DOOR AND AT PHARMACY. JUNCTION BOXES ARE FOR ALARM KEYPADS. WEIDENBACH-BROWN W/ ALL COMPONENTS FOR A COMPLETE AND STATIONARY INSTALLATION. WRING 3/4C. 2. ROUTE THE FOLLOWING CIRCUITS THROUGH THE ENERGY MANAGEMENT SYSTEM: P
CHASES TO BE FLUSH MOUNTED TO TOP OF GONDOLA RE: 11/E—2.1. RE: FINAL CVS MERCHANDISE PLAN A. CEILING RECEPTACLES )
PROVIDE EDWARDS #340-4G5 24 VOLT ADAPTA-BELL AT 6” ABOVE CEILING AND CONNECT TO PUSHBUTTON (F=1) FOR LOCATION. @ NOT USED @ (E:&ERR[;&RA TSEIC% %Rggglscgﬁ%fg%é@oyISNTQTLkEPA%NELOEFCTSFf&ASL SHELL CONTRACTOR. B. WATER HEATERS ¢ 66" AFF JUNCTION BOX
AT RECEIVING AREA  DOOR. : C. LIGHTED FIXTURE VALENCES
PROVIDE FLUSH MOUNTED DUPLEX RECEPTACLE IN CEILING FOR TRANSOM SIGN. PROVIDE JUNCTION BOX FOR STOCKROOM ACCESS ALARM AT 487 ATF FLUSH IN WALL WITH BLANK PROVIDE DEDICATED DUPLEX RECEPTACLE FOR WATER COOLER AT LOCATION AS PER 3. RE: SHEET E-3.1 FOR MECHANICAL EQUIPMENT ELECTRICAL CONNECTION SCHEDULE. ©
PROVIDE DEDICATED CIRCUIT / JUNCTION BOX FOR COOLER AS INDICATED, WIRED DIRECTLY TO DISTRIBUTION COVERPLATE. PROVIDE 1 — 3/4” C. FROM JUNCTION BOX TO 6” ABOVE FINISHED CEILING. \ , N
PANEL. DO NOT CONNECT TO EMS. MOUNT JUNCTION BOX @ 86" AFF, 20" OFF RIGHT REAR CORNER. VERIFY MANUFACTURER'S AND PLUMBING CONTRACTOR'S REQUIREMENTS. MECHANICAL EQUIPWENT INDICATED BY SYMBOL NOTE ’ T~
EXACT LOCATION AND TYPE OF COOLER WITH TENANT SHEET F—1 PRIGR TO ROUGH-IN AND INSTALLATION. PROVIDE FLUSH MOUNTED DUPLEX RECEPTACLE IN CEILING FOR SECURITY TV MONITOR, VERIFY IF REQUIRED. INSTALL EDWARDS #1786 24 VOLT PUSH BUTTON AT 48" AFG, AT RECEIVING DOOR. ISCONNECT SHTGH SCHEDULED. AND SIZED INTEGRAL WITH ROOF Top UNIT. REFERENGE 4. FOLLOW TENANT PANEL SCHEDULE. 17 CONDUIT
PROVIDE WIRING CHASE AS MANUF BY WEIDENBACH-BROWN W/ ALL COMPONENTS FOR A COMPLETE AND : 5. PROVIDE EMPTY CONDUITS WITH PULLMRES AND TAG PROPERLY.
PROVIDE A STANDARD DUPLEX RECEPTACLE MOUNTED ON RETAIL SDEWALLS 4° AFF RECEPTACLE TO BE USED STATIONARY INSTALLATION. WIRING CHASES TO BE FLUSH MOéNTED 70 TOP OF GONDOLA RE: 11/E-2.1. PROVIDE DUPLEX RECEPTACLE FOR STOCKROOM ACCESS ALARM AT 10'-6" AFF. DUPLEX TO BE LOCATED MECHANICAL EQUIPMENT ELECTRICAL CONNECTION SCHEDULE ON SHEET E-3.1. 6. TIE BACK ALL LOOSE WIRING (NCLUDING LOW VOLTAGE) N AN ORDERLY FASHION. . T JUNCTION BOX AS-lS STOHE
FOR PLUG WHICH IS PROVIDED WITH SHELVING KICKPLATE. COORDINATE EXACT LOCATION WITH FINAL CVS PROVIDE JUNCTION BOX 6" ABOVE CEILING FOR WIRING CHASE CONNECTION. ABOVE DOOR IN RECEIVING AREA. @ 54" AFF
MERCHANDISE PLAN (F—1). 7. DO NOT RUN LOW VOLTAGE WIRE OVER AC VOLTAGE WIRING OR LIGHT FIXTURES.
ESS. OF BEAUTY DUPLEX. CONNCEAL ALL WIRING FROM OUTLET TO WIRING CHASE WITHIN GONDOLA. PROVIDE EDWARDS #592 120V TO 24VAC TRANSFORMER FOR RECEIVING BELL/PUSH BUTTON. S"ECONDARY 8. PROPERLY CONCEAL WIRING AT THE CHECKOUTS.
PROVIDE DUPLEX RECEPTACLE ON BACK OF COLUMN (ON SIDE IF CONFLICT WITH MERCHANDISING FIXTURE RE: WIRING SHALL NOT ENTER THE SAME BOX AS PRIMARY WIRING. INSTALL TRANSFORMER AT 108" AFF. 9. ROUTE CONDUITS SERVING COOLER BOXES ON THE INSIDE SURFACE OF BOX. KEEP
MERCHANDISE PLAN) AT 18" AFF PROVIDE LOW PROFILE SURFACE BOX (WITH NO KNOCKOUTS ON ANY OF z CONDUIT PENETRATIONS THRU COOLER BOXES TO A MINIMUM. SEAL ALL PENETRATIONS
NERCHANDI SIDES).) ( PROVIDE DUPLEX RECEPTACLE AT 80" AFF (MOUNTED SIDEWAYS) FOR LIGHTED SHELVES. PROVDE WRING FRON AW~ TO THE EMS PANEL PER ELECTRCAL (LOW VOLTAGE) WIRING NOTES LV-5 & USING SILICONE GAULK OR AN EXPANDING FOAM. REC. AREA PHONE
- e 10. PROVIDE OUTDOOR ENCLOSURES NEMA RATED FOR THE LOCATION.
PROVIDE DUPLEX RECERTACLE FLUSH IN CEILING, CENTERED OVER HANGING SIGN. RUN THE ELECTRICAL CHORD 1. PROVIDE CONDUIT FOR WIRING AS SPECIFIED IN DRAWINGS AND AS REQUIRED BY m & POWER DETAIL STORE NUMBER: 10559
~ : LOCAL JURISDICTION. COORDINATE INSTALLATION AND ROUTING REQUIREMENTS WITH
APPROPRIATE INSTALLER. - .
MAKE CONNECTION TO AUTOMATIC DOOR (DEDICATED CIRCUIT). WIRING/CONDUIT SHALL BE 12 PROVDE SNGLE GANG PLASTER FLANGES FOR ALL TELEPHONE AND DATA OUTLET w SCALE: NOT TO SCALE BARONNE ST. & GIROD ST. (NWC)
COMPLETELY CONCEALED, PROVIDE 90" FLEX WHIP. " LOCATIONS AT SPECIFIED HEIGHT. NEW ORLEANS, LA
WHEN GONDOLA RUN CONCEALS BOTTOM OF COLUMN(S), RUN LINE IN CONDUIT AND WIRE MOLD TO BASE PROJECT TYPE: AS-IS STORE
OF COLUMN WITH 4 WHIP TO INSTALL A DUPLEX RECEPTACLE IN GONDOLA KICKPLATE AT COLUMN
LOCATIONS. DEAL TYPE: FEE FOR SERVICE
PROVIDE DEDICATED CIRCUIT / JUNCTION BOX FOR FREEZER AS INDICATED, WIRED DIRECTLY TO DISTRIBUTION . 075523
PANEL. DO NOT CONNECT TO EMS. MOUNT JUNCTION BOX @ 86" AFF, 20" OFF RIGHT REAR CORNER. VERIFY o R CS PROJECT NUMBER
EXACT LOCATION AND TYPE OF FREEZLER WITH TENANT SHEET F-1 PRIOR TO ROUGH—IN AND INSTALLATION. 10-65 16'=0" 15'-0" 14-15 12'=7"
PROVIDE DUPLEX RECEPTACLE FOR MOTORIZED SHOPPING CART, AS REQUIRED. EMPLOYEE AHCH'TE CT OF HE COHD
PROVIDE DUPLEX RECEPTACLE AT 84” AFF (MOUNTED SIDEWAYS) FOR LIGHTED FIXTURE HEADERS. @ R0 @ PHOTOLAB
PROVIDE DUPLEX RECEPTACLE FOR ICE MERCHANDISER AT 8” AFF 20 AMP CIRCUIT WIRED DIRECTLY
T0 DISTRIBUTION PANEL. DO NOT CONNECT TO EMS. VERIFY EXACT LOCATION AND TYPE OF ICE ‘
MERCHANDISER WITH TENANT SHEET F—1 PRIOR TO ROUGH—IN AND INSTALLATION. | I
| b / . \AL e 1
PROVIDE DUPLEX RECEPTACLE & DATA OUTLET FOR ATM. CIRCUIT AS INDICATED WITH 2412, #12G, 1/2"C. MANAGER'S T {I T — = l l l\ l l —
OFFICE USSR N | 5 AR | 0 AN BN OO B R D B B 2t B B . | B B
PROVIDE 1-1"C FOR THE MUZAK SYSTEM ABOVE THE CEILING WITH PULL WIRE FROM PITCH POCKET TO WALL | 8 —@ T~
OF MANAGER'S OFFICE. PROVIDE 1-1 1/2°C FOR THE SATELLITE DISH SYSTEM (VSAT) ABOVE THE CEILING n ~ AHUZ5 -
WITH PULL WIRE FROM PITCH POCKET TO "IS” RACK LOCATED NEAR ELEC PANELS. w | ‘B > A-7 | @ LINFIELD, HUNTER & JUNIUS, INC.
NOT USED | ¥ #5 = PROFESSIONAL ENGINEERS, ARCHITECTS
| ! : g ; NN AND SURVEYORS
NOT USED a0\ | / I i %ZHQ : | CHECKOUT 3608 18th Street, Suite 200
w l_] e ff-o A—43 1 Metairie, Louisiana 70002
— — — — — — — — — + - —
NOT USED { M3 R14 #19‘W [ . 2011 by Linfield, Hunter & Junius, Inc.
PROVIDE 6 — 1” C. STUB UP UNDER CABINET AT LOCATION SHOWN, EXTEND LOW VOLTAGE CONDUIT TO HAND DRYER ” ! - - - - - - - - - -
12" ABOVE SUSPENDED CEILING. PROVIDE 3 LOW VOLTAGE CONDUITS WITH TAGGED AND LABELED PULL 40" TYF A-37 B 2 i
WIRE AND 3 POWER CONDUIT. RE: 3/E—2.1. | HALL A +407, J_ | g g - m CONSULT ANT
PROVIDE A DUPLEX RECEPTACLE NEAR THE CONDUIT STUB-UP UNDER THE FIXTURE BASE. STUB UP 1/2" N A-6 5 8129 E-2.1\E-2.1 .
— . /2" ¢ AZ26 oW 3y .
WITH PULLWIRE AT LOCATION SHOWN ON FLOOR PLAN. WH—=1 A= NIk !
7N 2|l 3
PROVIDE & INSTALL GFI TOP RAIL OUTLET AS MANUF BY GONDOLA SUPPLIER. CONCEAL ALL WIRING )| P A-3X [ | 2|8 R21) |
FROM OUTLET TO WIRING CHASE WITHIN GONDOLA. : AL a2 AFF |\ | ENYXC |
PROVIDE FLUSH MOUNTED DUPLEX RECEPTACLE IN CEILING, EQUALLY SPACED IN WINDOW (MAX SPACING | WOMEN'S — / |EF ) m@g z [ z R6
120" 0C). R.R. \ - - : i 5 .
PROVIDE JUNCTION BOX ABOVE CEILING WITH 6'~0" FLEX WHIP TO AUTOMATIC DOOR FOR A-36 v’ - , R92
ALARM VENDOR. CONDUIT SHALL BE COMPLETELY CONCEALED W/ PULLWIRE. g ﬁ@ RETAIL WDG | ARCHITECTS ENGINEERS
_ i R1
PROVIDE DUPLEX RECEPTACLES FOR FAST LANE MERCHANDISE (FLM). PROVIDE WIRING CHASE AS MEN'S // EL ™ % g AREA ] : WDG JOB NO. 14-071
MANUF BY WEIDENBACH-BROWN W/ ALL COMPONENTS FOR A COMPLETE AND STATIONARY RR ————— Vi g agr & £ 2 Vo , \ . — — ‘ i i 7 o
INSTALLATION. WIRING CHASES TO BE FLUSH MOUNTED TO TOP OF GONDOLA RE: 11/E~2.1. . | | 7 821 BARONNE ST.
COORDINATE EXACT LOCATION WITH FINAL CVS MERCHANDISE PLAN (F-1). { _ | -t F& SEATING ! dlive NOLA 70163 - t. 504.754.5280
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FLECTRICAL LEGEND NOTES ( POWER PLAN):

£\ WALL MOUNT DUPLEX RECEPTACLE AND JUNCTION BOX 84" AFF WITH 3/4” C TO 6"

NOT USED ABOVE CEILING FOR FUTURE CATV OUTLET. IIQCL)E,'DME%D%AENTME,?S

PROVIDE MC CABLE FROM ABOVE CEILING, DOWN THROUGH WALL CAVITY TO FLOOR. PROVIDE WITH ORANGE , (REFERENCE P2) CORNER
DISTRIBUTION CABLE CONNECTOR, RE: 4/E-1.3. @19 DUPLEX OUTLET MOUNTED 18" AFF. OF WALL~__| DRIVE

harma
PROVIDE DUPLEX OUTLET AT 18" AFF FOR 816 PBX INTERFACE BOX. WIRED BY ELECTRICAL §IN SEPARATE ja’\/-— WINDOW p
CONTRACTOR CONDUIT 1C CABLE | }
MALE MODULAR HEAD |

NOT USED PROVIDED BY UNIWEB CREEN 7l AS-IS STORE
(ps) PROVDE JUNCTION BOX ABOVE CELNG FOR CONNECTION TO ROLL-UP DOCR. COCRDINATE WITH EQUPHENT (REFERENCE P2) WHITE L » . géHLEDﬁEED

AND WIRE CONTROLS COMPLETE. BLACK 11/2°C FOR
(pe) ROL-UP GRLLE CONTROLS WRE COWPLETE GENERAL NOTES (PHARMACY AREA): S J-BOX MC CABLE WITH LOW VOLTAGE /

» —
EE%IBE (T)\III(E) gIIIIIIgI:IE/SITA?64II)EQFEOEO(F§RI(I3II?_II:_LI§; RA)I g:ggKggFT‘ AND CONSULT COUNTERS I+ INSTALL ALL TELEPHONE QUTLETS AT #-67 AFF. , UNLESS OTHERWSE NOTED @Q&»@ 8I§II§IEBCUTIIgN o N R
. \/ .
2. PHARMACY FIXTURES COME WRED PER THIS DIAGRAM: S\ STORE NUMBER: 10559
PROVIDE DUPLEX OUTLET MOUNTED INHORIZONTAL ORIENTATION, MOUNT CENTER AT 2" ABOVE CARPET. 3. PROVIDE FUTURE USE JUNCTION BOXES WITH BLANK COVERPLATES. FEMALE MODULAR HEAD | EIT%PC)ABLE BARONNE ST. & GIROD ST. (NWC)
=
PROVDE NC CABLE FROU ABO\E EEILII‘:(;ED?\I;N THROUGH WALL CAVITY TO FLOOR. PROVIDE WITH CLEAR 4. ROUTE ELECTRICAL WIRE AND FLEXIBLE CONDUITS THROUGH PRE—FABRICATED PROVIDED BY UNIWEB =2 ’%‘ ’%‘ SIZE AS NEW ORLEANS, LA
, RE: 4/E-1.3. WIRE CUT-OUTS AT THE PHARMACY CHECKOUTS AND END PANELS. DO NOT o= l ,
DRILL THROUGH PANELS FOR ANY REASON. T (@) 7 gEEgILF/IEND PROJECT TYPE: AS-IS STORE

NOT USED 5 : FEE FOR

RE: ELECTRICAL LEGEND NOTES {P9) AND & DEAL TYPE: FEE FOR SERVICE

S MILLWORK JUNCTION BOX CS PROVECT NuMBER: 079923

EINISH
FLOOR

St Be e e - 3\ WIRING DETAIL (4 \ELEC DETAIL ("5 "\ ELEVATION ARCHITECT OF RECORD
613 vor use HARMACY /\/\ WHITE — NEUTRAL E—1.3/ SCALE: NTS E—1.3/ SCALE: NTS w SCALE: 1" = 1’-0”

FIXTURE FEEDER

@ PROVIDE 1-1/2"C FROM ABOVE CEILING, DOWN THROUGH INSIDE WALL TO STUB OUT AT ADAPTER _—\/\
FLOOR. INSTALL PULLSTRING AND BUSHINGS AT EACH END OF CONDUIT. CONDUIT TO BE USED GREEN/YELLOW — FOR ISOLATED

FOR LOW VOLTAGE WRING CHASE. vy \/\ GROUND CIRCUIT
GENERAL NOTE 2 GREEN — GROUND / BONDED TO BOX

€

SYMBOL LEGEND LINFIELD, HUNTER & JUNIUS, INC.

PROFESSIONAL ENGINEERS, ARCHITECTS
AND SURVEYORS
MOUNTING HEIGHT IS FROM FINISHED FLOOR TO CENTERLINE OF DEVICE. 3608 18th Street, Suite 200

Metairie, Louisiana 70002

MOUNTING
SYMBOL DESCRIPTION HEIGHT 2011 by Linfield, Hunter & Junius, Inc.
MODULAR WIRING CONNECTORS &=l DUPLEX RECEPTACLE 18" AFF
COLOR LEGEND hl I .
=5 QUAD RECEPTACLE 18" AFF CONSULTA
ORANGE — ISOLATED GROUND
PURPLE — CONTROL POWER
= CEILING DUPLEX RECEPTACLE — FLUSH MOUNTED
CLEAR — GENERAL PURPOSE
= =) DUPLEX RECEPTACLE WITH ISOLATED GROUND 18" AFF
| | QL | ST -
SYMBOL LEGEND Z Eoe) QUAD RECEPTACLE WITH ISOLATED GROUND 18" AFF WDG | ARCHITECTS ENGINEERS
(PRE-WIRED FIXTURES ONLY) <C © ) ]
| | = 9 GROUND FAULT CURRENT INTERRUPTER TYPE RECEPTACLE AS NOTED WDG JOB NO. 14-071
| BLANK | = 821 BARONNEST.
1 7 DATA/COMMUNICATION (LOGISTICS) 1 >< ® SPECIAL RECEPTACLE AS NOTED AS NOTED NOLA 70163 t. 504.754.5280
|
| @2 % o P((I)SVIII)ELRAI'EIZOS | @2 © JUNCTION BOX W/COVERPLATE — CEILING MOUNTED
(———N
I : : CR CLEAN RED (ISOLATED) | . —© JUNCTION BOX W/COVERPLATE — WALL MOUNTED 18" AFF UON )
oreidd Dorel : N - D  DIRTY (REGULAR) : . DEVELOPEH
| | \ 3 J#  UPS CIRCUIT XEFEIFIIOLU?ICT’IIQIN ] | \ ] | PANELBOARD 120/208V
| g I; REF REFRIGERATOR DIRTY (REGULAR) OF PHONE JAQKS | I\E
ST | E ﬁ T PASS—THRU BOX ON SITE | q ] DISCONNECT SWITCH — HORSEPOWER RATED
— | ] == UPS ASSEMBLY (UNIWEB WIRING) | , FIRST HARTFORD REALTY CO.
e B | | 1 5 | [®F  |PusseurroN 5" AFF 149 COLONIAL RD.
I- S o
e : § iR i | < 2 FLUSH MOUNTED SINGLE GANG REDUCING RINGS. PROVIDE 1 — 1" CONDUIT 54" AFF MANCHESTER, CT 06042
\ (WITH PULLWIRE) IN WALL TO BOTTOM OF JOIST. RE: 2/E-1.2 66" AFF -
= [ I \ N | OUTLETS IN  THIS PLAN COME a [ | ; TEL (860) 646-6555
= | \ = INSTALLED IN FIXTURES. AND bl | < FLUSH MOUNTED SINGLE GANG REDUCING RING. PROVIDE 1 — 1" CONDUIT 16" AFF FAX (860) 646-8572
E1) Il 5_16 | N N ARE SHOWN FOR COORDINATION T | | (WITH PULLWIRE) IN WALL TO 6" ABOVE CEILING.
B=16 [ PURPOSES ONLY. DO NOT | I
| INCLUDE IN BID. | < DATA/PHONE LINE
|
- || I — | DOOR BUZZER
P7 - ]
; }J_‘ _/IA_44 CONTRACTOR RESPONSIBLE FOR ; 77 < | CONDUIT CONCEALED IN SLAB~IN GROUND OR UNDER FLOOR
— » "PLUGGING” ALL FIXTURE — |
| @ ‘ | SECTIONS TOGETHER. | I CONDUIT EXPOSED
| |
—! \ > / ; — >(3 ; AFF ABOVE FINISHED FLOOR
- /
\ <§‘: Lo / | <§E LO | AFG ABOVE FINISHED GRADE
| = %)/ | | = O Lw |
D w— A8
| <C o : | <C : [EACP) FIRE ALARM CONTROL PANEL 2014110116
T T
\ o : o : S S.P.S.T. LIGHT SWITCH 40" AFF UON REVISIONS:
\ | | : Sp S.P.S.T. LIGHT SWITCH WITH PILOT LIGHT 40" AFF UON
I I
| : | : Ser 60 MINUTE TIMER SWITCH (MARKTIME #90008) 40" AFF UON
]
= | | s OCCUPANCY SENSOR (COOPER CONTROLS #ONW-D—1001-DMV—W) 10 AFF UON
\ | | S SET TIME DELAY TO 30 MINUTES
| \ : | | : | <D> DIMMING CONTROL SENSOR (ACUITY BRANDS—-SENSOR SWITCH #CMR—ADC) CEILING MOUNTED
| : : | : : IO  |MC CABLE WTH DISTRIBUTION CABLE CONNECTOR
: : — DOUBLE GANG PLASTER RING, RACO #769, FOR 5/8" DRYWALL
\ ] =
' | ' |
I 75 I I i I
I I
| J \_/A-42 |
\ |
| C‘I,j g P11 | i DRAWING BY: AJC
9
| [ 1 | r | ' [ DATE: 13 OCTOBER 2014
| o8 @e-n | JOB NUMBER: 11311l
) oo —— ~
| | TITLE:
. , .
PHARMACY POWER PLAN
NOTE: CONTRACTOR NOT TO PRICE & LEGEND
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ELECTRICAL LEGEND NOTES (MANAGER'S):

PROVIDE (2) DOUBLE GANG PLASTER RINGS
WITH PULLSTRINGS IN WALL CAVITY TO ABOVE
CEILING FOR LOW VOLTAGE WIRING CHASE. RE:

DETAIL 4/E-2.1 FOR MORE INFORMATION.

INSTALL RECEPTACLES AT 1'—8" AFF
UNLESS NOTED OTHERWISE.

PROVIDE (1) QUAD RECEPTACLE AT
1'—8" AFF FOR CCTV. S7

ELECTRICAL LEGEND NOTES

(PHOTOLAB AREA):

@ PROVIDE (1) 2" CONDUIT ABOVE CEILING WITH St

200 Ib PULLSTRING ROUTED TO PYLON SIGN
FOR FIBER OPTICS CABLE. PROVIDE DOUBLE
GANG PLASTER RING WITH PULLSTRING IN WALL (s8)
CAVITY TO ABOVE CEILING FOR FIBER OPTIC

CABLE CHASE. RE: SHEET SE-1.1 & DETAIL

4/E-2.1. @/

PROVIDE (1) JUNCTION BOX WITH

PULLSTRING TO 6” ABOVE CEILING FOR
FUTURE USE.

PROVIDE JUNCTION BOX
CONFIGURATION FOR MUZAK SYSTEM. @_q
RE: DETAIL 4/E—2.1 FOR MORE

@ @

INFORMATION.

PROVIDE DRILL HOLE THRU COUNTER
AT TELEPHONE JACK LOCATIONS, RE:
SHEET F-1.

Q@

—\

PROVIDE JUNCTION BOX WITH PLASTER

@

RING FOR INTERCOM RECEPTACLE.
COORDINATE EXACT LOCATION WITH
ARCHITECT. RE: DETAIL 4/E—2.1 FOR
MORE INFORMATION.

@

INFORMATION.

MANAGER’S FLOOR
POWER

7“1\ PLAN

PROVIDE (1) QUAD RECEPTACLE AT
7'—6” AFF FOR MUZAK SYSTEM.
DETAIL 4/E—2.1 FOR MORE

E—2.1/ SCALE: 1/4’= 1’-0"

/s \ NOT USED

Filename = P:\LinfieldHunter&Junius\14—071_CVSSouthMarketDistrict\Design Documents\Drawings\Electrical\Sheets\075523_E21.dwg

Date = Thursday, October 16, 2014 4:02:26 PM

User = Hosli, Blake

E—2.1/ SCALE: NTS

(e

NOT USED

pharmacy

AS-IS STORE

STORE NUMBER:

BARONNE ST. & GIROD ST. (NWC)
NEW ORLEANS, LA

PROJECT TYPE: AS-IS STORE

DEAL TYPE: FEE FOR SERVICE

CS PROJECT NUMBER: 075523
ARCHITECT OF RECORD

@ NOT USED
PROVIDE 1 JUNCTION BOX AT 14” @ T 1,_0,,21,_0,,:1,_0,,: N I C g C
AFF, WITH 1”7 CONDUIT WITH A A A A A p O L O L0 40 4 A
PULLWIRE AT 12" ABOVE CEILING. 1 1 1 \" \ 1 1 'iir 1 1
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PROVIDE ONE (1) NEMA 5-15R 2-9 — — i
QUAD RECEPTACLES FLUSH = = L
MOUNTED 14" AFF. /Q CEILNG AS \ [E = [ MANAGER'S
SCHED ) ) MUZAK ORGANIZER
@ NOT USED CARD READER o o
PROVIDE ONE (1) NEMA 5-15R z e o - yr - - _|
(L6) DUPLEX RECEPTACLES FLUSH S S |2 L B N
MOUNTED 14" AFF. Y s s s g = s s Olz| L & = L2
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g |25 (8-1/8"H) MODEM e Uk o
NOTE: DO NOT CONNECT PHOTO LAB 3 = | D \ MUZAK ™ 3/ MUZAK |9 —
EQUIPMENT TO EMS PANEL. © \ L) CHECKOUT SIDE [ I == O N et A
M 5 = U ELEVATION A ELEVATION B
COORDINATE EXACT LOCATION OF ELECTRICAL LOOP WIRE CONNECTOR
ALL ELECTRICAL CONNECTIONS WITH STUBS INSTALLED BY OTHERS
OTHER TRADES. , NOTE:
CENTERR%F PTaVEVEEOE'bﬁ'TT FROM COMMUNICATIONS WIRING PROVIDED AND INSTALLED BY
THE FACE OF WALL CVS. CONTRACTOR SHALL SUPERVISE INSTALLATION.
/2 PHOTO LAB — POWER PLAN /"3 CHECK OUT COUNTER TOP DETAIL "4\ POS /MAINFRAME ELEVATION
E—2.1 SCALE: 1/4"= 1'-0" SCALE: NOT TO SCALE E—2.1 SCALE: 1/2” = 1'-0"
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ENERGY
MANAGEMENT
b SYSTEM REQUIRED CODE |
CATION OF CLEARANCE (TYP
FLECTRICAL LEGEND NOTES: TELEPHONE. 2D (TYP)
dONDUIT STUB—-UP CEILING /WALL MOUNTED
MAKE CONNECTION TO E.M.S. A-38,40 -—— i DRY TYPE TRANSFORMER
RECEPTACLE. B-4 B-6 — = —q T—1
PROVIDE DEDICATED ISOLATED DUPLEX | B5 | ‘ I |
RECEPTACLE AND TELEPHONE JACK AT A-28) |
TELEPHONE BACKBOARD FOR ALARM SYSTEM. \( ig C’ |1 | N I
PROVIDE DEDICATED QUADRAPLEX \ 4
RECEPTACLE FOR "IS” RACK, MOUNT it ~—2- — e — e —~ —_ = —— <
7'-6" AFF. \é AN AN
@ FLUSH MOUNT JUNCTION BOX AT 60" AFF. FACP \
PROVIDE 1 — 1" C. (WITH PULLSTRING) IN  TELEPHONE
WALL TO BOTTOM OF JOIST. BACKBOARD PANEL 'R3H’ PANEL 'B’
PROVIDE 2 — 2°C (WITH 200 Ib @ TvP (74)
PULLSTRING) FROM TELEPHONE BACKBOARD
TO PROPERTY LINE. COORDINATE EXACT
TERMINATION LOCATION AND  INSTALLATION
REQUIREMENTS WITH LOCAL TELEPHONE
COMPANY.
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NOTES: 7
) * INSTALL OUTLETS AT FIXTURE BACK PANEL 30" AFF. * GENERAL CONTRACTOR IS TO INSTALL THE CASH DROP BOXES IN L]
3 POS OUTLET WIRED TO SEPARATE ISOLATED GROUND PANEL LOCATIONS AS SHOWN.
: * HOLD WIRING BETWEEN FIXTURE UPRIGHTS AS ON
1@ DETAL 3/E-21 * LOCATE UNDERCOUNTER CASH CHANGE DRAWER AS DIMENSIONED. OUTLET UNDER

TYPICAL OUTLET OR BX SLEEVE.

x " * GENERAL CONTRACTOR TO DRILL 2-1/2" DIAMETER HOLE IN BASE SHELF
RUN WIRING IN SHELVING UPRIGHTS WITH 1/2" GREENFIELD CHECKOUT TOP AS DIMENSIONED. PROVIDE BLACK GROMMET TO FIT.

SPAGNG WIRING CHASE
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TENANT ELECTRICAL
RESPONSIBILITIES

CONDU £ WN =

INSTALL AND LOAD ALL REGISTERS.
INSTALL AND CHECK MANAGER'S EQUIPMENT.
MOUNT SPENCER POS LOOP PANEL IN MANAGER'S

. IDENTIFY AND TERMINATE ALL POS WRE.

. INSTALL AND TEST TIME CLOCK.

. CONNECT AND TERMINATE MODEM AND/OR VSAT LINES.

. BUILD MANAGER'S COMPUTER CABINET.

. DRILL HOLES IN MANAGER'S COUNTER AS NEEDED.

. TIE UP ALL LOOSE WIRES.

. INSTALL AND TEST PHARMACY COMPUTER EQUIPMENT.

. CUT HOLE IN LASER PRINTER CABINET.

. TEST AND CONNECT COMMUNICATIONS LINES TO MODEMS.
. TERMINATE AND/ OR CONNECT SATELLITE LINES.

. MOUNT ALL TYPE 1 FACE PLATES AND LOOP ATTACHMENT

BOXES UNDER THE PHARMACY AND FRONT CHECKOUTS.

. INSTALL ALL PHONE BRACKETS.

PANELBOARD R3H SCHEDULE EXISTING PANELBOARD W/ NEW BREAKERS
ELECTRICAL LEGEND NOTES (PANEL BOARD SCHEDULES ONLY):
VOLTAGE: 480Y/277V __ MAINS 400A MLO SURFACE REMARKS: FULLY RATED
BUS SIZE: 400 AMP TOTALLOAD  300.7 KVA FAULT DUTY 42K EXISTING (1)  PROVIDE LOCK-ON DEVICE FOR CIRCUIT BREAKER.
LOAD (KVA) BRKR PH BRKR LOAD (KVA)
No. SERVES LTG |[RCPT| MTR | AIC | HTG | MISC | TRP | P |A B P | TRIP | MISC | HTG | A/IC | MTR | RCPT| LTG SERVES No. (2)  PROVIDE HA.CR. TYPE CIRCUIT BREAKER.
1|LIGHTS RETAIL 11 20 | 1 1] 20 | 15 EXIST SGN CRKT-WEST 2
3|LIGHTS RETAIL 14 20 | 1 1] 20 | 15 EXIST SGN CRKT-EAST 4
5|LIGHTS RETAIL 13 20 | 1 1| 20 EXIST SGN CRKT-EXTERIOR| 6
7|LIGHTS RETAIL 1.4 20 | 1 1] 20 | 15 EXIST SGN CRKT-WSTENT.| 8
9|LIGHTS RETAIL 1.4 20 | 1 1] 20 | 15 EXIST SGN CRKT-EST ENT. | 10
11|PRIMARY SIDE LIGHTS 1.4 20 | 1 1] 20 | 15 EXIST SGN CRKT-ENT. 12 Q
T1[PRMARY SDELGHTS _| 1.4 20 | R _ TS m: MECHANICAL EQUIPMENT ELECITRICAL CONNECTION SCHEDULE
15|LIGHTS PHARMACY 0.4 20 | 1 16
17|SPARE 20 1 18 ITEM EQUIPMENT CHARACTERISTICS DISCONNECT SWITCH
19|[EMPLOYEE 0.3 20 |1 40 26.8 CU-2 (2) 20 DESCRIPTION CIRCUIT FEEDER REMARKS
21|MGR'S OFC/RECENING | 06 20 |1 2 NO. VOLTS [PH [ KW [ HP |MCA SIZE | PL| FUSE
23|SPARE 20 | 1 24
| 25[AHU-1 (2) 62.1 80 |3 15 6.0 Cu-4 (2) | 28] @ AHU-1 480 |3 74.7 | R3H-25,27,29 | 344, 148G — 1 1/4” C. DISCONNECT SWITCH SCHEDULED WITH UNIT.
27 28
29| 30 -
[ 31]AHU-2 (2) 519 70 | 3 150 | 28.4 | 0.0 | 409 | 02 | 249 | 55 |PANELA (THRU T-1) [ 32 @ AHU-2 480 |3 62.4 | R3H-31,33,35 | 344, 1486 — 1 1/4" C. DISCONNECT SWITCH SCHEDULED WITH UNIT.
33 34
|35 IE3 »
S sEACE SPACE 5 @ AHU-3 208 |1 46.8 | A-45,47 248, 14106 — 3/4" C. DISCONNECT SWITCH SCHEDULED WITH UNIT.
39|SPACE 40|
41|SPACE 42 @ AHU—4 208 |1 72.5| A-49,51 244, 1486 - 1" C. DISCONNECT SWITCH SCHEDULED WITH UNIT.
“HEATING AND A/C LOAD ARE NON CONCURRENT 3590 | 0.0 | 409 | 1836 | 249 | 154 [CONNECTEDKVA __ 300.7
359 | 0.0 | 40.9 | 1991 | 16.0 | 19.3 |DEMAND KVA 3112
DEMAND AMPS 372 @ AHU-5 208 |1 25.2 | A-53,55 2410, 14106 - 3/4” C. DISCONNECT SWITCH SCHEDULED WITH UNIT.
@ WH-1 (TOILETS/PHARMACY) | 120 |1 12.5 | A-30 2412 & 14126 — 1/2" C. EESX:?EER LOCKABLE CIRCUIT
PANELBOARD A HEDULE » ’
© SCHEDU @ EF-1 & EF-2 120 |1 0.77 | A-57 2412 & 14126 — 1/2" C. ORI ANCY: SENSOR GANGED WITH ROOM'S LIGHT
VOLTAGE: 208Y/120V __ MAINS 300A MCB MOUNTING  SURFACE REMARKS: REF. GENERAL NOTES 2 & 3/ THIS SHEET S ————
BUS SIZE: 400 AMP TOTALLOAD  99.9 KVA FAULT DUTY  65K/10K MINIMUM _ _ g .
LOAD (KVA) SRKR = BRKR LOAD (KVA) - 480 |3 44| ROH-1416,18 | 546 & 148G — 17 C. SEE MECHANICAL PLANS FOR LOCATION.
No. SERVES LTG |RCPT] MTR | A/IC | HTG |MISC | TRIP [P |A B C|[P | TRIP | MISC | HTG | A/C | MTR | RCPT| LTG SERVES No.
1[LIGHTS (VALANCE) 10 20 |1 1] 20 0.9 RTU REC. 2 @ CU-2 480 |3 32.2 | R3H-20,22,24 | 348 & 14106 - 3/4" C. g'ESEC?ANE%iT'\”(S:\ﬁ'LTCPHL ASNCSHEF%%LEL%C\A/EE)NUNW
3|WINDOW SIGN 05 20 | 1 1] 20 16 REC. RETAIL 4 :
5|WINDOW SIGN / MONITOR | 0.7 05 | 20 | 1 1] 20 0.9 REC. RETAIL 6 , DISCONNECT SWITCH SCHEDULED WITH UNIT.
7[LIGHTED SHELVES 10 20 |7 2715 23 CU3 @) e Cu=3 208 |1 112 | A=810 2412 & 1126 - 3/4° C. SEE MECHANICAL PLANS FOR LOCATION.
9[LIGHTS (VALANCE) 1.2 20 | 1 10
11|LIGHTED SHELVES 1.0 20 | 1 2| 15 25 CU5 (2) 12 @ _ _ 2 DISCONNECT SWITCH SCHEDULED WITH UNIT.
13|FREEZER 23 [ = |2 4 co-s 480 19 7.2 | R3MH-26,28,30 | 312 & 14126 = 3/4" C. SEE MECHANICAL PLANS FOR LOCATION,
15 1] 20 0.1 |LIGHTS PHOTOLAB 16
[ 17|FREEZR 23 | 5 |2 1] 20 SPARE 18 @ CU-5 208 |1 1.9 | A-12,14 2412 & 14126 - 3/4" C. e O D e T
19 1] 20 07 SEASONAL REC. 20 :
21|FREEZER CU- (2 3.1 20 | 2 1] 20 0.7 LIGHT BOX REC. 22 .
53] @ T 50 1 78 FAND DRYER 54 @ CU-6 208 |1 15 [ A-21,23 2410 & 14106 — 3/4” C. | 30 20 WEATHERPROOF DISCONNECT SWITCH
| 25|COOLER CU7 (2) 3.1 20 | 2 1] 20 | 18 HAND DRYER 26
27 1] 20 | 05 FACP 28 cu-7 208 |1 15| A-25,27 2410 & 14106 — 3/4" C. | 30 20 WEATHERPROOF DISCONNECT SWITCH
[ 29]OPEN-ARR COOLER 24 | 25 |2 1| 20 | 15 WH-1 (RESTROOM/Rx) | 30
31 1] 20 | 04 AUTOMATIC DOORS 32
S3IATH 5517 T 50 o RESTROOM REC 3 NOTE: COORDINATE EXACT LOCATIONS AND ELECTRICAL REQUIREMENTS OF ALL MECHANICAL EQUIPMENT
35|RECEIVING BUTTON/BELL 20 | 1 1| 20 15 REC. RECEIVING / CART | 36
37|WATER COOLER 20 | 1 1| 20 0.4 REC. ELECTRICAL AREA | 38
39(ICE MERCHANDISER 20 | 1 1] 20 0.4 REC. ELECTRICALAREA | 40
41[PBXINTERFACE 20 [ 1 1] 20 [ 12 ROLL-UP DOOR 42 GENERAL NOTES:
43|ESS. OF BEAUTY/ECC 20 | 1 1] 20 | 12 ROLL-UP DOOR 44
| 45[AHU-3 (2) 9.7 50 |2 1] 20 [ 07 COOLER (2) 46 AVAILABLE FAULT CURRENTS ARE SHOWN AS 3PH.,LINE TO LINE.
47 1| 20 | 07 COOLER (2) 48
49[AHU4 (2) 15.0 80 | 2 11 20 0.7 COOLER (2) 50 2. PROVIDE COMPATIBLE OVERCURRENT DEVICES IN ALL 480Y/277V,
El T] 20 | 07 COOLER (2) 52 3PH,4W AND 208Y/120V, 3PH, 4W PANELBOARDS WITH UL
| 53|AHU-5 (2) 5.2 30 |2 1] 20 SPARE 54 LISTED SERIES RATING IN COMBINATION WITH MAIN DISCONNECT
55 3[ 125 [ 57 | 00 [ 00 [ 00 | 167 | 00 [PANELB S CIRCUIT BREAKERS IN MAIN PANELBOARD "R3H".
57|EF-1 & 2 0.2 20 | 1 58 ,
59|SPARE 20 | 1 60 3. PROVIDE MANUFACTURER'S SERIES RATED LABELING AS REQUIRED
284 | 00 | 409 | 02 | 249 [ 55 |[CONNECTED KVA 99.9 BY THE NATIONAL ELECTRICAL CODE 110-22.
284 | 00 | 409 | 03 | 174 | 69 |DEMANDKVA 93.9
DEMAND AMPS 261
PANELBOARD B SCHEDULE
VOLTAGE: 208Y/120V  MAINS 125A MLO MOUNTING  SURFACE REMARKS: REF. GENERAL NOTES 2 &3/ THIS SHEET
BUS SIZE: 125A AMP TOTALLOAD  22.4 KVA FAULT DUTY 65K/10K A MINIMUM ~ PROVIDE ADDITIONAL GROUND BUS INSULATED FROM CAN.
LOAD (KVA) BRKR BRKR .
No. SERVES LTG |RCPT| MTR | AIC | HTG | MISC | TRP | P |A P| TRIP | MISC| HTG | A/IC | MTR | RCPT]| LTG SERVES
1|PHARMACY RECEPTACLE 0.2 20 |1 [e 1] 20 0.4 J-BOXPHARMACY REGISTER
3|RECEPTACLES 0.4 20 | 1 1] 20 | 07 POS EQUIPEMENT
5[EMS SYSTEM (1) 02 | 20 |1 1| 20 | 02 ALARM SYSTEM (1)
7|RECEPTACLES 0.7 20 | 1 1] 20 0.7 QUAD RECEPTACLE
9[J-BOX PHARMACY 08 | 20 | 1 H—e— 1] 20 0.4 RECEPTACLE
11]|J-BOX PHARMACY 06 20 | 1 1] 20 1.0 CCTV
13[PHOTO LAB DISPLAY 0.4 20 | 1 e 1] 20 03 RECEPTACLE
15|QUAD RECEPTACLE 0.7 20 |1 1] 20 | 05 J-BOX PHARMACY _
17|QUAD RECEPTACLE 0.7 20 | 1 1| 20 1.0 REC. PHARMACY TABLE 1 — SHORT CIRCUIT FAULT TABLE
19[SELF SERVE PHOTO PRNTR 12 20 | 1| 1| 20 12 PHARMACY REGISTER
21|APEX MACHINE 12 20 | 1 1| 20 0.8 J-BOX PHARMACY DEVICE NAME SHORT CIRCUIT DEVICE KAIC
23|FRONT ENTRANCE REGIST. 18 20 | 1 1] 20 | 03 ACCESS ALARM / IRRIG. AVAILABLE RATING
25|FRONT ENTRANCE REGIST. 0.4 20 | 1 1| 20 05 MONEY ORDER SYSTEM
27|FRONT ENTRANCE REGIST. 0.9 20 |1 -—e— 1] 20 SPARE EXISTING PANEL R3H 24,520 AMPS 42,000 AIC
29|FLM 10 | 20 | 1 1] 20 SPARE
31IFM o T 20 1 T 0 SPARE PANEL A 5,757 AMPS 10,000 AIC
33[FLM 10 [ 20 |1 1] 20 SPARE PANEL B 5,475 AMPS 10,000 AIC
35|REC. WAITING 12 20 |1 1] 20 SPARE NOTE:
STISPARE CHEN), 1] 2 SPARE NOTE: CONTRACTOR TO VERIFY RATINGS ARE APPROPRIATE FOR SHORT SHORY GRCUT f]%ﬁugﬂgg(SA)AREzf&Ei O SHEL
11ISPARE o 1 0 SPARE CIRCUIT AVAILABLE CURRENT AT LISTED DEVICES. = :
43|SPARE 20 | 1 1] 20 SPARE
45|SPARE 20 |19 1| 20 SPARE
47|SPARE 20 | 1 1] 20 SPARE
49|SPACE SPACE
51|SPACE e SPACE
53[SPACE SPACE
55/SPACE SPACE
57|SPACE = SPACE
59|SPACE R SPACE
57 | 00 | 00 | 00 | 16.7 | 0.0 |CONNECTED KVA
57 | 00 | 00 | 00 | 134 | 0.0 |DEMAND KVA
DEMAND AMPS

SICICRCISONOICIOENONGS

ELECTRICAL LEGEND NOTES (RISER DIAGRAM ONLY):

EXIISTING 4-900KCMIL AL, 1-#3(G) CU, 5" C. PROVIDED AND INSTALLED BY SHELL
CONTRACTOR.

PROVIDE 48" W x 96" H x 3/4" D PLYWOOD BACKBOARD. ATTACH BACKBOARD TO WALL

FOR SUPPORT OF TELCO DEMARK TERMINATION EQUIPMENT & LOW VOLTAGE

INETRCONNECTION WIRING & EQUIPMENT.

PROVIDE 1#6G — 3/4"C. TO BUILDING GROUND. PROVIDE 10" SLACK CABLE AT BACKBOARD.

PROVIDE 4-350KCMIL & 143G, 3-1/2"C.

112.5kVA, 80°C RISE, 480V, 3¢ TO 208Y/120V, 3@, CEILING/WALL MOUNTED, DRY TYPE
TRANSFORMER.

INSTALL ENERGY MANAGEMENT SYSTEM RELAY CABINET AND BRANCH WIRING THROUGH
RELAYS. PROVIDE SWITCH AT EMS PANEL TO CONTROL (OVERRIDE EMS) LIGHTING AND
WATER HEATER CIRCUITS.

PROVIDE 4-#1/0 & 146G & 146 16, 2°C.

MAKE CONNECTION OF LOW VOLTAGE ALARM WIRING WITH ENERGY MANAGEMENT RELAY
CABINET. VERIFY IN FIELD WITH CVS PROJECT MANAGER.

2 — 4" EMT TELEPHONE CONDUITS FROM MAIN TELECOMMUNICATIONS ROOM.

1/2" C TO FIRE ALARM CONTROL PANEL.

PROVIDE 3-#1/0 & 146G, 2°C.

(1

AVAILABLE SHORT
CIRCUIT

CURRENT (TYPICAL)

T-1
| A/®
1) &
24,520 AIC
P4 —10)
5,475 AIC 5,757 AIC | )-—l - -
T
O
R3H

PANEL 'B’ PANEL 'A’

22" @

EXTERIOR WALL

ELECTRICAL RISER DIAGRAM
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ELECTRIC LOAD SUMMARY

TOTAL CONNECTED LOAD: 361.8 AMPS
TOTAL N.E.C.LOAD 3745 AMPS

MAIN SERVICE SWITCH 400 AMP
MAIN SERVICE CONDUCTORSEXISTING
MAIN SERVICE CONDUITS EXISTING
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TO BE FIELD INSTALLED BY THE DIV.
UG ELECTRICAL CONTRACTOR. J
— INSTALLER GENERAL CONTRACTOR RESPONSIBILITIES
For Service & Support call CPC's ;%LV—E%O'XL%OL g ; s 1. THE LOW VOLTAGE COMMUNICATIONS LOOP SHOWN IN THE ELECTRICAL PLANS. INSTALL A #22TSP CABLE BETWEEN
CVS Account Project Manager COBAL INUPUTS z gl 2 = THE ROOFTOP UNITS AND THE CPC MAIN PANEL (EINSTEIN PANEL) AND ANY CONDUIT SHOWN ON THE ELECTRICAL h rm
Call: (770) 425-2724 G H O DRAWINGS.
Reference CPC p/n 850-3050 e | [ [ 11
WWW.Cpcus.com SEE R |88(8|88/82125 58855522 — 2. THE SIGNAL WIRE FOR THE MANAGER'S OVERRIDE BUTTON. THIS IS SHOWN ON THE ELECTRICAL PLANS. AS-IS STORE
Control power input: s|s|E gg ﬁ%ﬁﬁﬁﬁ%%}}g%gggg‘gm l]_
120 Vac, 60 Hz, single phase. L +lo| 2121212122 5|2 551812 5 gl P <>E o 3. THE LIGHTING CONTACTOR PANEL SHOWN IN THE ELECTRICAL PLANS. THIS IS PROVIDED BY CPC UNDER SEPARATE
Ubstream branch circuit orotection (MCCB - 22| alalalalalalzlZZE alelals | Z IS5 8 O < CONTRACT WITH THE JOB ELECTRICAL CONTRACTOR. THIS IS A SEPARATE ITEM THAT IS SPECIFIED AND PROVIDED
P P ( ’ EE&F —| 1 ol oI |IZ|jo |0 |0 ImmD #6 o)
20 A max), field supplied, is required. 3|3 ol [+ |+ T+ 17 | |=l=+ |2 313 « 9 & UNDER THE DIVISION 16 PLANS AND SPECIFICATIONS.
Type 1 enclosure. TT TN 0] 4, TEMPORARY THERMOSTATS FOR THE ROOFTOP UNITS ARE PROVIDED BY THE HVAC CONTRACTOR. PLEASE BE CERTAIN
A CAUTION! A\ L THAT THESE TEMPORARY THERMOSTATS ARE MOUNTED IN THE PROPER LOCATIONS STORE NUMBER: 10559
. —
All power must be shut off prior o wiring, —— O 5. ANY SMOKE DETECTORS, SMOKE DAMPERS, FIRE DAMPERS, OR ASSOCIATED INTERLOCK WIRING FOR THESE LISTED. BARONNE ST. & GIROD ST. (NWC)
installation. or service. — To 88 MultFlex & E2 THIS WORK IS SPECIFIED TO BE DONE BY THE DIVISION 16 CONTRACTOR. NEW ORLEANS, LA
More than one disconnect may be required to : 12070 .
de-energize this panel. L 6. ANY ELECTRIC ZONE DAMPERS OR CONTROLS FOR SAME (IF SHOWN ON THE MECHANICAL CONSTRUCTION DRAWINGS). PROJECT TYPE: AS-IS STORE
L ‘ (o TOVA o) THIS EQUIPMENT IS FURNISHED AND INSTALLED BY THE HVAC CONTRACTOR. DEAL TYPE: FEE FOR SERVICE
Tighten all connections to recommened — )
specifications before applying power. L ;: 24vAC CS PROJECT NUMBER: 075523
Use recommended field conductor wire sizes. O O O
Copper conductors only. NOT USED NOT USED ||©Q0Q QLYY VLYV
‘ ‘ ‘ ‘ ‘ ‘ § “>4: § § \SN%U% \i%u?y i%u% \SNGPUOT\é \SNGPU% \SNGPUOT‘g \SNGPUOT\é \SNGPL% JB(HHT CH# CHANNEL DESCRIPTION ”ON” EVENT ”OFF” EVENT
Field conductor wire sizes 24—10 AWG /\ e g:,% AHCHI I ECT OF RECOHD
for input terminals TB1. Tighten UT8 OUT7 OUTe OUTH OUT4 OUT3 0QUT2 0OUuT1 e |mmfe |mmje ok 1 50% EMPLOYEE LIGHTS |["ON” AT 15 MINUTES PRIOR TO STORE OPENING "OFF” AT 30 MINUTES AFTER STORE CLOSING, ALLOW MAX. 2 HR OVERRIDE "ON”
connections to 0.6 — 0.8 Nm. © © @ © © © 9 @ e o - e o 2 [49% SALES LIGHTS "ON”_AT 5 MINUTES PRIOR TO STORE OPENING "OFF” AT 15 MINUTES AFTER STORE CLOSING
Fag Suctor W sires 24-8 AWG [~ @~ [~ [ 5 3 |WATER HEATERS "ON”_AT 1 _HOUR PRIOR TO SiTORE C;PENING "OFF”_AT STORE CLOSING o
leld conductor wire sizes - — N 4 QUTSIDE LIGHTS "ON” AFTER STORE OPENING § AND } WHEN LIGHT LEVEL < 35.0 FTC |"OFF” AT STORE CLOSING § OR } WHEN LIGHT LEVEL IS >45.0 FTC
for all TB2 and TB3 terminals except oL | jEi 3% 5 |UFE "04 LIGHTS "ON”_AT_STORE_OPENING "OFF” AT _STORE CLOSING
4—01 thru 4—04. Tighten connections 7z _ RS485 6 QUTSIDE SIGNAGE "ON” AFTER STORE OPENING § AND } WHEN LIGHT LEVEL < 30.0 FTC |"OFF” AT STORE CLOSING §{ OR } WHEN LIGHT LEVEL IS >40.0 FTC
to 1.5 — 1.8 Nm. 2* ;ﬁ;&égﬁligiiﬁ 7 |WALL PACK LIGHTS ACTIVE 24/7 — "ON” WHEN LIGHT LEVEL < 25.0 FTC ACTIVE 24/7 — "OFF” WHEN LIGHT LEVEL > 35.0 FTC
Field_conductor wire sizes 20-6 AWG = 2 BT 5 |GaVac) Panel Dimensions: 22.25” Wide x 56" High x 6.5 Deep
for TB2 and TB3 terminals 4—01 thru NC 8 NOJ [NC 7 NOJ| [NC 6 NO| [NC 5 NO| [NC 4 NO] [NC 3 NO] [NC 2 NO|[NC 1NO SS-HEMORK ADORESS, BAD | 2 S 2
4—04. Tighten connections to 1.5 — RELAYS |90 0] 000)][(000][096][086][000]|906] O8] | s s s [S OS] (O LINFIELD, HUNTER & JUNIUS, INC.
1.8 Nm. PROFESSIONAL ENGINEERS, ARCHITECTS
Contactor rating: AND SURVEYORS )
Maximum short circuit current 5 KA rms b ® ® ® ® 3608 18th Street’ Suite 200
symmetrica or all lightin e Metairie, Louisiana 70002
e etactoer cinats —e—$ ¢ CENERAL EMS NOTE FLECTRICAL (LOW VOLTAGE) WIRING NOTES:
2011 by Linfield, Hunter & Junius, Inc.
C102_OCAZ'?I' Gnd’((:4CI/_CB7(I]I :t L ? Ensdqre t'I;e:?eRlzéNJF!‘;ILtiAFE" (WORK OUTLINED BELOW IS THE RESPONSIBILITY OF THE DIVISION 16 :
U ungs -en _G as amps [ Ipfsovlvllo5~/ir:ags sg:itli?nn. € DO NOT CONNECT THE FOLLOWING ITEMS INTO ELECTRICAL CONTRACTOR, UNLESS SPECIFICALLY STATED OTHERWISE.)
pstrc;zm bralr_lc(}il circuit pro(;efctlon (hMl_CChl?_, 20_A N_[tax.), - - ] THE EMS PANEL: CONSULTANT'
.. e L Theeaege” T LV A RAGRITERAS LG0T RN R '
C3a : I N »  FREEZERS ,
%0A General Purpose Reloy R1 (actusted by ] I ’ «  ICE MERCHANDISER COLED ABOVE THE DROP CEILNG AT THE THERMOSTAT LOCATION.
Upstream branch circuit protection (MCCB, 40A Max.), . FAST LANE MERCHANDISE (FLM) TEMPORARY THEMOSTAT AND CABLE (RESPONSIBILITY OF
field supplied, is required for each power circuit. ( rgg:_ﬁgl'\(l:SALs ngl:eréﬁT?ﬁ% SDl-Rlﬁl\_AI/I_N%E I\:ﬂLSNJVIIZRDE STPI;rglEECR:E)#UMN
b _ ON "BUILT-UP” OR SPUIT SYSTEMS, THERE MUST BE A 10
TB2 - LlNE SlDE T83 - LOAD SlDE Lv=2 CONDUCTOR, 18 GAUGE CABLE RUN BETWEEN ALL INDEPENDENT
COMPONENTS (I.LE. FROM AIR HANDLER TO DUCT FURNACE, FROM AIR
(R3H—1) LGHTS RETAL @ T=0T GHB B 5 10T 3] APPLICATION NAME: 1.50% EMPLY COMPONENTS écon:owzza, oy 1. PERFORM ALL ELECTRICAL WORK IN ACCORDANCE WITH THE LATEST EDITION OF THE NATIONAL ELECTRICAL CODE AND WDG | ARCHITECTS ENGINEERS
(R3H-5) LIGHTS RETAL | 1-02 SH=2R (1 ;g: © 1-02 ©)| 50% RETAIL, MgZZANINE, RECEIVING ) ALL LOCAL AND STATE CODES. o )
Rt REOR (SNEC i —| R e L= SN ot 08 SO 2 SNUCTOR, 26 S S0 : SR
R3H-19) EMPLOYEE/EF 1 & 2(© 1-05 © Bls @RS 1-05 © : , . PROVIDE ALL NEW MATERIAL THAT CONFORM'S TO THE STANDARDS OF THE UNDERWRITER'S LABORATORIES, INC., AND 821 BARONNE ST.
(A1) 0% i UG B 0 ﬁé“ g % 0o Mo e feamo & 3 Looe) To A picksen, ST Gule s, B0, THE NATIONAL NANUFACTURERS ASSOGATION NOLATOIGD - 5047345260
(R3H-21)( MANA)GER/ RECENING [©_1—-08 © 5 Fellll> 1-08 o) (4 POLE-30 amp-N.C.) OVERHEAD LIGHTS. CABLE TO BE LABELED "EMS O/R”.
A-57) EF—1 & EF-2 (0 1-09 O © 1-09 © 3. OBTAIN AND PAY FOR ALL ELECTRICAL PERMITS AND INSPECTION FEES.
50% SALES LIGHTS|© 1-10 OH " o 1-10 ©
0% Shis wems =i ol o1 R V=4 RSBt O ST AR 2t UL I
50% SALES LIGHTS [ 1—12_@I|L © 1-12 © 4. DRAWINGS ARE DIAGRAMMATIC ONLY AND INDICATE ONLY THE GENERAL ARRANGEMENT. SEE ARCHITECTURAL DRAWINGS
. 5 WA THE REAR MOST UNIT. WRE NEEDS 0 BE PULLED W10 ThE FOR EXACT DIMENSIONS
EE?EI% e Egﬁ:tg 2=01 % i jg 2=01 % APPLICATION NAME: 2_49 % SALES HVAC UNIT'S CONTROL PANEL NEAR THE THERMOSTAT WIRING ‘ DEVELOPER
= i 2= 2nd BANK RETAIL, PHARMACY AND PHOTO TERMINAL STRIP, LEAVING APPROX. A 5 FOOT LOOP. LABEL BOTH
NOT USED | 2-03 & © 2-03 Q) LAB_LIGHTS. ENDS OF THIS GABLE. AS "EMS. COMM” 5. GUARANTEE ALL WORK AND MATERIALS FOR ONE YEAR EFFECTIVE THE DAY THE PROJECT IS ACCEPTED BY THE OWNER.
(R3H-15) LIGHTS PrARMAGY (3 905 B * [25=02 0| CONTACTORS C2a AND. C2b - |
50% SALES LIGHTS [© 2—06 0122 (9}, 2l © 2-06 ) (4 POLE-30 amp-N.C.) | \/— 5 BELDEN 8641 OR EQUIVALENT 2 CONDUCTOR, 24 GAUGE SHIELDED 6. MAKE ALL ELECTRICAL POWER CONNECTIONS TO HVAC, PLUMBING AND OTHER EQUIPMENT AS REQUIRED.
50% SALES LIGHTS |© 2-07 Of - My O 2-07 © CABLE SHALL BE PULLED FROM THE EMS PANEL TO THE ELECTRICAL
50% SALES LIGHTS [© 2-08 ojt@s)s Ae] © 2-08 © SECTION OF RTU—1. THIS CABLE IS TO BE LABELLED "OAT" (OUTSIDE FIRST HARTFORD REALTY CO.
= AR TEMPERATURE) 7. PROVIDE AND INSTALL A COMPLETE GROUNDING SYSTEM IN ACCORDANCE WITH ARTICLE 250 OF THE N.E.C. AND AS
(A=30) WH—1 — TOLLETS & 3-01 & L) > 3—01_O) APPLICATION NAME: WATER HTR SHOWN ON THE DRAWINGS 149 COLONIAL RD.
WH—1 — IF NEEDED FOR 208V |© 3—-02 © :g: Q) 3—02 ©| TANK WATER HEATER ONLY. L\/_6 BELDEN 8771 OR EQUIVALENT 3 CONDUCTOR, 22 GAUGE SHIELDED '
WATER HEATER [© 3-03 © oS 40 @ 3—03 @] MULTIFLEX88 RELAY OUTPUT #3 CABLE SHALL BE PULLED FROM THE EMS PANEL TO THE ELECTRICAL MANCHESTER, CT 06042
WATER HEATER[© 5-04 & : 1©_3-04 & CONTACTOR C3a (4 POLE-40 amp—NO.) SECTION OF RTU-1. THIS CABLE IS TO BE LABELLED "LIGHT LEVEL". 8. PROVIDE THE CUTTING AND PATCHING OF WALLS AND FLOORS REQUIRED FOR THE INSTALLATION OF ELECTRICAL TEL (860) 646-6555
NOT USED [ 4—01 SHHE|® OB @ 4—01 ©] APPLICATION NAME: 4_OUTSD LITES EQUIPMENT. FAX (860) 646-8572
NOT USED © 4-02 9S>l C4Q o © 4—02 ) EXTERIOR POLE, SOFFIT AND CORNICE | \/— 7 BELDEN 8729 OR EQUIVALENT 4 CONDUCTOR, 22 GAUGE SHIELDED ( ) -857
NoT U0 4=03 TU5el el 9 4-03 O L TRiExes RELAY OUTPUT 4 CABLE SHALL BE PULLED FROM THE EMS PANEL TO THE COLUMN 9. PROVIDE ONLY COPPER CONDUCTORS RATED AT NOT LESS THAN 600 VOLTS. PROVIDE #12 AWG MINIMUM, UNLESS
NOT USED |5 4-05 0 B1O 4=05 0| CONTACTORS Gdo. 04 Gho, C4d AND Cde NEAREST RTUT (ADUACENT 7O THE RTUT T-STAT LOCATION). THIS OTHERWISE NOTED ON THE DRAWINGS. PROVIDE STRANDED CONDUCTORS FOR ALL WIRE #8 AWG AND LARGER. PROVIDE
NOT LSt 408 © 2 4-08 & P SOLID CONDUCTORS #10 AND SMALLER, UNLESS OTHERWISE NOTED. ]
NOT USED |© 4—08 © 2 4a—08 o NOTE: TERMINALS 4-01 | \/— & ELECTRICAL CONTRACTOR SHALL COORDINATE WITH SECURITY SEAL. N
NOT USED @ 4—09 o> OB © 4-09 0 THRU 4—04 ARF RATED CONTRACTOR AND WIRE SYSTEM COMPLETE. 10.  PROVIDE BRANCH CIRCUIT CONDUCTORS THAT ARE TYPE THHN OR THWN AS REQUIRED. MC CABLE CAN BE USED FOR *“‘»SF Loff“
NOT USED9 4-10 OB C4c IgH 2 419 9FOR 46 AWG WIRE LIGHT FIXTURE TO LIGHT FIXTURE. <¢ 7 U8,
',381 35533 44[__1; g: s o] % 41'__11; % MAXIMUM AND ARE | \/—Q BELDEN 8641 OR EQUIVALENT SHALL BE RUN FROM THE CPC LIGHTING o’)\\?‘ [ Vi
NOT USED [© 4-13 & — > 4-13 © RELAY PANEL (LEAVE A 5' COIL) TO THE ALARM COMPANY'S HANDY 11. PROVIDE A PULL WIRE IN ALL EMPTY CONDUITS. T x s X%
NOT USED © 4—14 © O 4—14 © INTENDED TO BE USED BOX LABELED "EMS” (LEAVE A 5’ COIL). LABEL THE CABLE "EMS ; W %
NOT USED [ 4-15 © o 2—15 © FOR EXTERIOR POLE ALARM INTERFACE”. CPC (COMPUTER PROCESS CONTROLS) IS 12. PROVIDE A TYPED DIRECTORY IN ALL PANEL BOARDS CLEARLY DESCRIBING THE LOCATION OF AND TYPE OF LOAD BLAKE MICHAEL HOSLI
NOT USED [© 4—16 © > 4—16 © |_|GHTS RESPONSIBLE FOR CONNECTION INSIDE THE HANDY BOX AND THE CPC 3 License No. 38688 E
NOT USED [ 4—17 OHES)* ¥ o 4—17 © : LIGHTING RELAY PANEL. BEING SERVED FOR ALL CIRCUITS. 3 : E
NOT USED [ 4=18 OI{H2 [ 04 H8H > 418 & CPC CONTACTS: CVS ACCT. PROJECT MANAGER 770-425-2724 3 rEss(AL ENGINE E
NoT USED G 419 OtEl i 0 419 [/ THE HANDY BOX IS NOT ON SITE CONTACT THE APPROPRATE 13, FB’E?(\;/}I(DEB fg}?géngﬁDPHENOLm NAMEPLATES FOR ALL PANEL BOARDS AND DISCONNECT SWITCHES, WHITE LETTERS ON % s
: _ B B . N
(A—16) LIGHTS PHOTO LAB[@ 5-01 © ;gf @BHP 5—01 )| APPLICATION NAME: 5_LIFE '04 LTS A 2 BREANOLE 3 860 232 0285 %f,‘? Y ‘@8‘ &
(A71) LIGHTS RETAIL (VALENCE)(® 5-02 & Sols CO0 Har[[2 5=02 O PERIMETER LIGHTS, VALENCE LIGHTS, GUARDIAN = MIKE EDWARDS @ 248-423-1000 14, VERIFY ALL REQUIREMENTS AND COORDINATE EXACT LOCATION OF INCOMING ELECTRICAL SERVICE WITH LOCAL POWER m CAL ENG\\ @
(A—3) WINDOW SIGN RECEPTACLE |© 5-03 © =pd = H© 5—03 ©| WINDOW SIGN RECEPTACLES, SHELF “\\“
(A—5) WINDOW SIGN RECEPTACLE/MON|TOR @ 5_04 @ 9 p} = ,@ 5_04 @ L|GHTS, HEADER LIGHTS AND LIGHTED COMPANY PR'OR TO PROJECT START UP NOT”:Y ENG'NEER OF ANY CHANGES. '"VVV““‘
(A-9) UeHTs RETAL (LENCE) (0 5-08 CfLSl: | 28T 0 5-05 O UL TRLEXB8 RELAY QUTPUT #5 LV—10 REQUIRED BY LOGAL CODE.  LOCAL ELECTRIGAL CODE REQUIREMENTS 20141016
(n=7) UcHTeD Suerves B=00—aiitis|: COb da 232092 Conmactons Cse, i, oo, Bsa, cse SHALL DETERMINE WHETHER CABLE SHALL B NSTALLED IN CONDUIT 15, PROVIDE, PROPERLY INSTALL, AND IDENTIFY ALL TERMINALS, SPLICING CONNECTORS, LUGS, ETC. FOR USE WITH THE
bet e C s . °
(h=1) L'GHTEDNOS}*El'j\S/ESg g:gg % = 5| ® % g:gg g (4 POLE-30 amp—N.C.) CONTRACTOR IS RESPONSIBLE FOR MEETING LOCAL CODE MATERIAL (CU) OF THE CONDUCTOR, AND RATED FOR 60/75°C. REVISIONS:
(A—22) LIGHT BOX RECEPTACLE [© 5-10 © (e C5C o o 510 © REQUIREMENTS. IF CONDUIT IS REQUIRED, ALL EMS SYTEM SENSORS :
(| o | EXCEPT OAT AND LIGHT LEVEL) WILL REQUIRE SINGLE GANG SWITCH
(r=43) £S5, OF BEAUTY GoNDoLa 9 S=110 i Hojs L » 0 5-110 (EXCEPT OAT AND LIGHT LEVEL) WL REQUIRE SINGLE GANG S 16.  PROTECT ALL ELECTRICAL EQUIPMENT FROM FOREIGN MATERIAL DURING CONSTRUCTION (PAINT, SPACKLE, ETC.).
NOT USED | 5-13 gH=%|* B © 5-13 9
NOT USED (@ 5-14 =8 CHd 3 9 5-14 9 17. WHERE PENETRATIONS ARE MADE THROUGH A REQUIRED FIRE-RESISTIVE WALL, FLOOR, OR PARTITION FOR THE
NOT USED | 5-15 oH=®|” H e © 5-15 ¢ ’ ’
NOT USED B B3—18 oit@sl: el — & 318 & PURPOSE OF RUNNING RACEWAY CARRYING ELECTRICAL, TELEPHONE, TELEVISION, OR LOCAL COMMUNICATION AND/OR
NOT USEDIG 51770 :33(35 ;%g S=179 SIGNALING CIRCUITS, PROVIDE FIRE STOPPING AROUND THE OPENING OF THE RACEWAY PER THE STATE BUILDING CODE.
= Fels CO€ da 82 MAINTAIN COORDINATION WITH THE GENERAL CONTRACTOR TO INSURE THAT THIS FIRE STOPPING IS ACCOMPLISHED. USE
NOT USED | 5-19 & =S Me o 5-19 ©
NOT USED [ 5-20 & ——dol  Aelllo5-70 ¢ APPROVED ASSEMBLIES SUCH AS THE FOLLOWING: CONDUIT PENETRATIONS OF 1 & 2 HOUR GYP BOARD WALLS —
NOT USEDIG 5-21 Qip==i> JeBTT 9 5-21 9 U.L.#WL1001, CONDUIT PENETRATIONS OF 1 & 2 HOUR CONCRETE OR BLOCK WALLS — U.L.#CAJ1001, CONDUIT
— 1 i Hel] — L. s L. ,
Nor vars B2=5%Zllbs s Cof def Co—2 PENETRATIONS OF 1 & 2 HOUR CONCRETE FLOORS — U.L.#CAJI001.
© 9 - & o 2
NOT USED 5-24 * - meL 5-24
_ = B deEp o= . 18. PROTECT REQUIRED FIRE RATED WALLS, PARTITIONS, AND OPENINGS FOR INSTALLATION OF BOXES THAT ARE GREATER
(R31-4) BULONG SION 5 6080 ol 0 12115 6=02 ) BULDING. MONCMENT, PYLON AND. CANOPY THAN 16 SQUARE INCHES AS REQURED BY UL COORDINATE CLOSELY WITH THE GENERAL CONTRACTOR TO INSURE
(R3H-6) BUILDING SIGN[© 6—03 & o FeHO 6-03 ©)| SIGNAGE. FOR PRICING, QUESTIONS AND INFORMATION RELATING THE INTEGRITY OF THE U.L. RATING IS MAINTAINED.
(RsH—8) BUILDING SICNI) 6-04 & ' S0 6-04 g K e Sae. con. cae, T TO THIS EMS PANEL CALL "EMERSON CLIMATE
(R3H-10) BUILDING SIGN [ 6—05 =2 ahsin © 6—05 ©) CONTACTORS C6Ba, CBb, Cbc, C6d, Che, X
(R3H-12) BULDING SN IS 6-06_GH213 Chby i 0 6-00 g(cffpg['g_gggomp_m) TECHNOLOGIES SOLUTIONS (CPC)” AT (800) 829-2724. 19. PROVIDE CONDUIT FOR ALL WIRING, INCLUDING BUT NOT LIMITED TO CONTROL AND POWER WIRING. COORDINATE
NOT USED (& 608 oltEes el oy INSTALLATION AND ROUTING REQUIREMENTS WITH APPROPRIATE INSTALLER(S).
Revision History: NOT USED | 6—-09 & :g: oBne 6-09 9
A - 1/21/2005 Initial Release NOT USED | 6—-10 & mol. Coc 1emme _6-10 9
B - 5/9/2006 Added labeling per UL (branch cireuit protection NOT USED & _6-11_ & ] Ho Vb Helle 6-11 o NSTALL OFFSET NIPPLE 20.  INSTALL WIRING IN GALVANIZED RIGID METAL CONDUIT, ELECTRICAL METAL TUBING, RIGID NON-METALLIC CONDUIT,
requirement, enclosure type I, control power input 120V 601z). Not Usen(@2=12-giFer emd —1g-8=12 g . FLEXIBLE METAL CONDUIT AND LIQUID-TIGHT FLEXIBLE METAL CONDUIT. EMT SHALL NOT BE USED IN OR UNDER DRAWING BY: AJC
C8/712007 Upated pr ECNP 07-0017. Added grounds o NOT USED 5 614 OHP " 0 {2H o 6-14 © EMS \I-ivll?T(l)-lM 4ALng Aﬁgﬁ ALARM CONCRETE SLABS OR IN MASONRY WALLS. USE SCHEDULE 40 PVC OUTDOORS WHERE NOT SUBJECT TO PHYSICAL
buckplte for bord o and com. Rotied bard s s o ap NoT useDig =15 ougel Y e e o (CPC) PANEL DAMAGE. CONDUIT MAY BE SUBSTITUTED BY METAL-CLAD (MC) CABLE PER THE NEC AND AS ALLOWED BY THE LOCAL DATE: 13 OCTOBER 2014
s o o ot Aorton e e Removen samction of NOT USED & 6-17 © Os;:  @BRio 6-17 & ( AUTHORITY HAVING JURISDICTION. METAL—CLAD OR CABLE SHALL NOT BE USED FOR HOME RUNS. :
48'5.t0tcrmin'al b}ock, a'ddcT:l ””com ip””labcl at board. Field COt'n‘ mgl ggggg 2:18 % = ;CGe; :% g:WS % _/_
wiring now lands on bord at*com n". Added door ground brid N = - ] Go- o | ESiR EMS 21. REFER TO THE CVS "STORE CABLING SPECIFICATIONS” (RED BOOK) FOR ADDITIONAL INFORMATION. JOB NUMBER: 11=311l
- emoved InstaWater heater from circuit 3-02. Move NOT USED 6—21 M o NN 6—21
l[())gg/if(/izfggaidrevis?oln htisgr}th C}z)rrtectefdservicepthili)ezml\x/lmbes NOT USED | 6—22 ON 2C6f E®: D 6-22 9 Tl TLE
Per ECNP07-0019. Added revision "clouds". "::81 ggggg g“%i g: ; ;g: % 2_543» % MARK COVER OF
NOT USED [© 6-25 @ LB OB D 6-25 © 2
o b Tl HANDY 50K "l ELECTRICAL NOTES &
NOT USED |© 6—27 © L83 " © 6-27 O
NoT e B 8=242 =T EMS DIAGRAM
NOT USED [ 7-01 OH==|" o © 7—01 ©)| APPLICATION NAME: 7_WALL PACKS PROVIDE TO CPC A NORMALLY
NOT USED [ 7=02 OHH® (07 78 © 7—07 ©) EXTERIOR WALL PACK SECURITY LIGHTS. OPEN SET OF CONTACTS THAT SHEET NUMBER:
NOT USED [& 7—03 oHLe sl © 7—03 _©)| MULTIFLEX88 RELAY OUTPUT #7 CLOSES ON ALARM
NOT USED @ 7-04 © - AL © 7—04 ©)| CONTACTOR C7a (4 POLE-30 amp-—N.C.) —
/17 EMS RELAY CABINET WIRING DIAGRAM /2 BURGLAR ALARM / EMS CONNECTION — 5 2
@ SCALE: NOT TO SCALE w SCALE: NOT TO SCALE COMMENTS:




